
Fire Alarm Inspection and Testing Report

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE

(Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm (BALDWIN BLGD.

CENTRAL PLANT ALARM)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/16/2023

Frequency: Annual

Tag: Yellow

Deficiency Summary

Status: Open

Addressable Panel - SIMPLEX 4100ES

IN BACK OFFICE OF PLANT

Battery Load Test

Battery 1 - VDC: 12, Ah: Pass, Charger Voltage: Pass - -

Battery 2 - VDC: 12, Ah: Pass, Charger Voltage: Pass - Fail - Out of date

Status: Open

6. Testing Results

6.1 Control Unit and Related Equipment

Disconnect switches - Visual Inspection: Yes, Functional Test: Yes

Inoperable

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-

inclusive but rather a list of items discovered as a by-product of the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Inspection and Testing Report

1. Property Information
Tag Yellow
Inspection Frequency: Annual
Property Being Evaluated:
TYLER JUNIOR COLLEGE (Educational)
Owner:
ALFONSO RODRIGUEZ
Owner's Phone Number:
903-262-0777
Property Address:
1327 S Baxter Ave., TYLER, TX, 75701
Assembly Description:
Fire Alarm (BALDWIN BLGD. CENTRAL PLANT ALARM)
2. Owner's Section
Has the Owners section been answered on another inspection report that will be submitted with
this inspection report?  Yes  No  N/A

3. Monitoring Information
Is there a monitoring entity?  Yes  No
Monitoring organization: NMC
Phone: 1-855-791-8378
Email: N/A
Account number: #A1541595       PARTITION #3  p.w. Lake tyler
Phone line 1: N/A
Phone line 2: N/A
Means of transmission: WIRELESS
Entity to which alarms are retransmitted: N/A
Phone: N/A
4. Notifications Made Prior To Testing

Contact Time

Monitoring organization: NMC 7:00

Building management: Alfonso 7:00
5. System Information - Panels / Power

5.1 Addressable Panels

Control Unit Manufacturer:
SIMPLEX

Model Number:
4100ES

Location:
IN BACK OFFICE OF PLANT

Software Revision:
N/A

SLC Loops Max #:
4

# Utilized:
2

Addresses Available:
2

NAC
Circuits

Max #:
4

# Utilized:
2

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
33

Mfr Year:
2018

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
33

Mfr Year:
2018

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No Description:

5.3 Additional Power Supplies
Are there additional power supplies?  Yes  No
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

6. Testing Results

6.1 Control Unit and Related Equipment

Description Visual Inspection Functional Test Results

Control unit  Yes  No  Yes  No  Pass  Fail  N/A

Lamps / LEDs / LCDs  Yes  No  Yes  No  Pass  Fail  N/A

Fuses  Yes  No  Yes  No  Pass  Fail  N/A

Trouble signals  Yes  No  Yes  No  Pass  Fail  N/A

Disconnect switches  Yes  No  Yes  No  Pass  Fail  N/A

Ground-fault monitoring  Yes  No  Yes  No  Pass  Fail  N/A

Supervision  Yes  No  Yes  No  Pass  Fail  N/A

Annunciators  Yes  No  Yes  No  Pass  Fail  N/A

Remote power panels  Yes  No  Yes  No  Pass  Fail  N/A

Other  Yes  No  Yes  No  Pass  Fail  N/A
6.2 Secondary Power

Description Visual Inspection Functional Test Results

Battery condition  Yes  No  Yes  No  Pass  Fail  N/A

Load voltage  Yes  No  Yes  No  Pass  Fail  N/A

Discharge test  Yes  No  Yes  No  Pass  Fail  N/A

Charger test  Yes  No  Yes  No  Pass  Fail  N/A

Remote panel batteries  Yes  No  Yes  No  Pass  Fail  N/A
6.3 Alarm and Supervisory Alarm Initiating Device
Complete supplementary device test form for all initiating devices.
a. Did all tested initiating devices pass?  Yes  No  N/A
6.4 Notification Appliances
Include Notification Appliances Table on this Report?  Yes  No
Complete supplementary appliance test form for all notification appliances.
6.5 Interface Equipment
Complete supplementary interface component test form for all interface components.
Circuit Interface / Signaling Line Circuit Interface / Fire Alarm Control Interface
6.6 Supervising Station Monitoring

Description Yes/No Time (sec) Results

Alarm signal  Yes  No 10  Pass  Fail  N/A

Alarm restoration  Yes  No 7  Pass  Fail  N/A

Trouble signal  Yes  No 10  Pass  Fail  N/A

Trouble restoration  Yes  No 9  Pass  Fail  N/A

Supervisory signal  Yes  No 11  Pass  Fail  N/A

Supervisory restoration  Yes  No 9  Pass  Fail  N/A
6.7 Air Sampling Detection
Is there Air Sampling Detection?  Yes  No
6.8 Device Information

Devices

Pull Station
Manufacturer(s)
SIMPLEX

Type
 Keyed  Hex Key
 Screw  Other

Detector manufacturer(s)
SIMPLEX

Notification device
manufacturer(s)
WHEELOCK

Color
 Red  White  Other

Comment
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

7. Notifications That Testing Is Complete

Contact Time

Monitoring organization: NMC 3:00

Building management: Alfonso 3:00
8. System Restored To Normal Operation
Date: 5/16/2023
Time: 3:00
9. Observations
These items are outside the regular scope of the required inspection and are not the result of an engineering review. This information is not intended
to be all-inclusive but rather a list of items discovered as a by-product of the required inspection.
Please see the summary section at the top of the form for the comments.
10. Inspector Information:
Test Verification:
Inspected By GUILLERMO RAMOS
Inspector Signature

Inspector License: FAL-2490126
Date of Work 5/16/2023
Inspection Notes

FACP yellow tagged due to out of date FACP batteries, 2 troubles present on FACP upon arrival and departure: card 1 power supply missing battery,
and network trouble. Disconnect switches on FACP inoperable during testing. Heat detector located inside plant covered with plastic bag, cluttered
area around east side pull station need to keep clear.
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (BALDWIN BLGD. CENTRAL

PLANT DEVICES)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/16/2023

Frequency: Annual

Deficiency Summary

There are no reported deficiencies for this submission

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/16/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 HD 4 4 0 4 0  PS 4 4 0 4 0

 SD-Photo 4 4 0 4 0

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo M1-1 ABOVE FACP Annual 5/16/2023 Pass

 SD-Photo Z3 IN ELECTRICAL ROOM Annual 5/16/2023 Pass

 SD-Photo Z3 IN PLANT Annual 5/16/2023 Pass

 SD-Photo Z3 IN PLANT Annual 5/16/2023 Pass

 HD Z1 IN PLANT (One Shot) Visual only. Annual 5/16/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 HD Z1 IN PLANT (One Shot) Visual only. Annual 5/16/2023 Pass

 HD Z1 IN PLANT (One Shot) Visual only. Annual 5/16/2023 Pass

 HD Z1 IN PLANT (ONE SHOT) Visual only Annual 5/16/2023 Pass

 PS Z2 PLANT AREA EXIT Annual 5/16/2023 Pass

 PS Z2 PLANT AREA EXIT Annual 5/16/2023 Pass

 PS Z2 PLANT AREA EXIT Annual 5/16/2023 Pass

 PS Z2 PLANT AREA EXIT Annual 5/16/2023 Pass

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 5/16/2023
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (BATEMAN HALL DEVICES )

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/31/2023

Frequency: Annual

Deficiency Summary

There are no reported deficiencies for this submission

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/31/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 PS 12 12 0 12 0  SD-Photo 118 118 0 118 0

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 50 1st flr 100 Annual 5/31/2023 Pass

 SD-Photo 51 1st flr 101 Annual 5/31/2023 Pass

 SD-Photo 49 1st flr 102 Annual 5/31/2023 Pass

 SD-Photo 52 1st flr 103 Annual 5/31/2023 Pass

 SD-Photo 48 1st flr 104 Annual 5/31/2023 Pass

 SD-Photo 53 1st flr 105 Annual 5/31/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 54 1st flr 107 Annual 5/31/2023 Pass

 SD-Photo 46 1st flr 108 Annual 5/31/2023 Pass

 SD-Photo 47 1st flr 108 Annual 5/31/2023 Pass

 SD-Photo 55 1st flr 109 Annual 5/31/2023 Pass

 SD-Photo 45 1st flr 110 Annual 5/31/2023 Pass

 SD-Photo 56 1st flr 111 Annual 5/31/2023 Pass

 SD-Photo 30 1st flr 117 Annual 5/31/2023 Pass

 SD-Photo 31 1st flr 119 Annual 5/31/2023 Pass

 SD-Photo 32 1st flr 121 Annual 5/31/2023 Pass

 SD-Photo 33 1st flr 123 Annual 5/31/2023 Pass

 SD-Photo 34 1st flr 125 Annual 5/31/2023 Pass

 SD-Photo 40 1st flr 126 Annual 5/31/2023 Pass

 SD-Photo 35 1st flr 127 Annual 5/31/2023 Pass

 SD-Photo 39 1st flr 128 Annual 5/31/2023 Pass

 SD-Photo 36 1st flr 129 Annual 5/31/2023 Pass

 SD-Photo 38 1st flr 130 Annual 5/31/2023 Pass

 SD-Photo 37 1st flr 131 Annual 5/31/2023 Pass

 SD-Photo 14 1st flr By 100 Annual 5/31/2023 Pass

 SD-Photo 11 1st flr By 107 Annual 5/31/2023 Pass

 SD-Photo 10 1st flr By 110 Annual 5/31/2023 Pass

 SD-Photo 2 1st flr By 117 Annual 5/31/2023 Pass

 SD-Photo 4 1st flr By 121 Annual 5/31/2023 Pass

 SD-Photo 6 1st flr By 127 Annual 5/31/2023 Pass

 SD-Photo 7 1st flr By 221 Annual 5/31/2023 Pass

 SD-Photo 43 1st flr Center rm Annual 5/31/2023 Pass

 PS 20 1st flr Exit by 100 Annual 5/31/2023 Pass

 PS 24 1st flr Exit by 131 Annual 5/31/2023 Pass

 SD-Photo 1 1st flr FACP Annual 5/31/2023 Pass

 SD-Photo 13 1st flr IT RM Annual 5/31/2023 Pass

 SD-Photo 3 1st flr Laundry Annual 5/31/2023 Pass

 PS 23 1st flr Laundry exit Annual 5/31/2023 Pass

 PS 22 1st flr Lounge Annual 5/31/2023 Pass

 SD-Photo 8 1st flr Lounge Annual 5/31/2023 Pass

 SD-Photo 9 1st flr Lounge Annual 5/31/2023 Pass

 SD-Photo 5 1st flr Mech rm Annual 5/31/2023 Pass

 SD-Photo 44 1st flr RA left rm Annual 5/31/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 42 1st flr RA right rm Annual 5/31/2023 Pass

 SD-Photo 41 1st flr Study rm Annual 5/31/2023 Pass

 SD-Photo 12 1st flr Water heater rm Annual 5/31/2023 Pass

 SD-Photo 124 2rd flr 200 Annual 5/31/2023 Pass

 SD-Photo 95 2rd flr 201 Annual 5/31/2023 Pass

 SD-Photo 100 2rd flr 201 Annual 5/31/2023 Pass

 SD-Photo 123 2rd flr 202 Annual 5/31/2023 Pass

 SD-Photo 96 2rd flr 203 Annual 5/31/2023 Pass

 SD-Photo 122 2rd flr 204 Annual 5/31/2023 Pass

 SD-Photo 97 2rd flr 205 Annual 5/31/2023 Pass

 SD-Photo 121 2rd flr 206 Annual 5/31/2023 Pass

 SD-Photo 98 2rd flr 207 Annual 5/31/2023 Pass

 SD-Photo 120 2rd flr 208 Annual 5/31/2023 Pass

 SD-Photo 99 2rd flr 209 Annual 5/31/2023 Pass

 SD-Photo 119 2rd flr 210 Annual 5/31/2023 Pass

 SD-Photo 101 2rd flr 213 Annual 5/31/2023 Pass

 SD-Photo 117 2rd flr 214 Annual 5/31/2023 Pass

 SD-Photo 102 2rd flr 215 Annual 5/31/2023 Pass

 SD-Photo 116 2rd flr 216 Annual 5/31/2023 Pass

 SD-Photo 103 2rd flr 217 Annual 5/31/2023 Pass

 SD-Photo 115 2rd flr 218 Annual 5/31/2023 Pass

 SD-Photo 105 2rd flr 221 Annual 5/31/2023 Pass

 SD-Photo 106 2rd flr 223 Annual 5/31/2023 Pass

 SD-Photo 107 2rd flr 225 Annual 5/31/2023 Pass

 SD-Photo 113 2rd flr 226 Annual 5/31/2023 Pass

 SD-Photo 108 2rd flr 227 Annual 5/31/2023 Pass

 SD-Photo 112 2rd flr 228 Annual 5/31/2023 Pass

 SD-Photo 109 2rd flr 229 Annual 5/31/2023 Pass

 SD-Photo 111 2rd flr 230 Annual 5/31/2023 Pass

 SD-Photo 110 2rd flr 231 Annual 5/31/2023 Pass

 SD-Photo 70 2rd flr by 221 Annual 5/31/2023 Pass

 SD-Photo 75 2rd flr By 201 Annual 5/31/2023 Pass

 SD-Photo 76 2rd flr By 207 Annual 5/31/2023 Pass

 SD-Photo 72 2rd flr By 209 Annual 5/31/2023 Pass

 SD-Photo 71 2rd flr By 215 Annual 5/31/2023 Pass

 SD-Photo 77 2rd flr By 231 Annual 5/31/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 PS 88 2rd flr Exit by 201 Annual 5/31/2023 Pass

 PS 85 2rd flr Exit by 231 Annual 5/31/2023 Pass

 SD-Photo 74 2rd flr IT RM Annual 5/31/2023 Pass

 SD-Photo 114 2rd flr Lobby Annual 5/31/2023 Pass

 SD-Photo 78 2rd flr Mech rm Annual 5/31/2023 Pass

 PS 87 2rd flr Stair by 213 Annual 5/31/2023 Pass

 PS 86 2rd flr Stair by room 205 Annual 5/31/2023 Pass

 SD-Photo 73 2rd flr Water heater rm Annual 5/31/2023 Pass

 SD-Photo 118 212 Annual 5/31/2023 Pass

 SD-Photo 104 219 Annual 5/31/2023 Pass

Zone: 2

Zone: 2

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 184 3rd flr 300 Annual 5/31/2023 Pass

 SD-Photo 155 3rd flr 301 Annual 5/31/2023 Pass

 SD-Photo 183 3rd flr 302 Annual 5/31/2023 Pass

 SD-Photo 156 3rd flr 303 Annual 5/31/2023 Pass

 SD-Photo 182 3rd flr 304 Annual 5/31/2023 Pass

 SD-Photo 157 3rd flr 305 Annual 5/31/2023 Pass

 SD-Photo 181 3rd flr 306 Annual 5/31/2023 Pass

 SD-Photo 158 3rd flr 307 Annual 5/31/2023 Pass

 SD-Photo 180 3rd flr 308 Annual 5/31/2023 Pass

 SD-Photo 159 3rd flr 309 Annual 5/31/2023 Pass

 SD-Photo 179 3rd flr 310 Annual 5/31/2023 Pass

 SD-Photo 160 3rd flr 311 Annual 5/31/2023 Pass

 SD-Photo 178 3rd flr 312 Annual 5/31/2023 Pass

 SD-Photo 161 3rd flr 313 Annual 5/31/2023 Pass

 SD-Photo 177 3rd flr 314 Annual 5/31/2023 Pass

 SD-Photo 162 3rd flr 315 Annual 5/31/2023 Pass

 SD-Photo 176 3rd flr 316 Annual 5/31/2023 Pass

 SD-Photo 163 3rd flr 317 Annual 5/31/2023 Pass

 SD-Photo 175 3rd flr 318 Annual 5/31/2023 Pass

 SD-Photo 164 3rd flr 319 Annual 5/31/2023 Pass

 SD-Photo 165 3rd flr 321 Annual 5/31/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 2

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 166 3rd flr 323 Annual 5/31/2023 Pass

 SD-Photo 167 3rd flr 325 Annual 5/31/2023 Pass

 SD-Photo 173 3rd flr 326 Annual 5/31/2023 Pass

 SD-Photo 168 3rd flr 327 Annual 5/31/2023 Pass

 SD-Photo 172 3rd flr 328 Annual 5/31/2023 Pass

 SD-Photo 169 3rd flr 329 Annual 5/31/2023 Pass

 SD-Photo 171 3rd flr 330 Annual 5/31/2023 Pass

 SD-Photo 170 3rd flr 331 Annual 5/31/2023 Pass

 SD-Photo 127 3rd flr by 315 Annual 5/31/2023 Pass

 SD-Photo 126 3rd flr by 321 Annual 5/31/2023 Pass

 SD-Photo 131 3rd flr By 301 Annual 5/31/2023 Pass

 SD-Photo 128 3rd flr By 309 Annual 5/31/2023 Pass

 SD-Photo 132 3rd flr By 327 Annual 5/31/2023 Pass

 SD-Photo 133 3rd flr By 331 Annual 5/31/2023 Pass

 PS 140 3rd flr exit By 330 Annual 5/31/2023 Pass

 PS 143 3rd flr Exit by 301 Annual 5/31/2023 Pass

 SD-Photo 130 3rd flr IT RM Annual 5/31/2023 Pass

 SD-Photo 174 3rd flr Laundry room Annual 5/31/2023 Pass

 PS 141 3rd flr  Stair by 315 Annual 5/31/2023 Pass

 PS 142 3rd flr Stair by 315 Annual 5/31/2023 Pass

 SD-Photo 129 3rd flr Water heater rm Annual 5/31/2023 Pass

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 5/31/2023
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Fire Alarm Inspection and Testing Report

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE

(Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm (CENTER OF EARTH AND

SPACE ALARM)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 6/1/2023

Frequency: Annual

Tag: Blue

Deficiency Summary

Please refer to the Deficiency Summary located on applicable Fire Alarm Supplementary Forms for additional deficiency details.

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-

inclusive but rather a list of items discovered as a by-product of the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Inspection and Testing Report

1. Property Information
Tag Blue
Inspection Frequency: Annual
Property Being Evaluated:
TYLER JUNIOR COLLEGE (Educational)
Owner:
ALFONSO RODRIGUEZ
Owner's Phone Number:
903-262-0777
Property Address:
1327 S Baxter Ave., TYLER, TX, 75701
Assembly Description:
Fire Alarm (CENTER OF EARTH AND SPACE ALARM)
2. Owner's Section
Has the Owners section been answered on another inspection report that will be submitted with
this inspection report?  Yes  No  N/A

3. Monitoring Information
Is there a monitoring entity?  Yes  No
Monitoring organization: NMC
Phone: .
Email: N/A
Account number: A1541595 p.w. Lake tyler         PARTITION #15
Phone line 1: N/A
Phone line 2: N/A
Means of transmission: WIRELESS
Entity to which alarms are retransmitted: N/A
Phone: N/A
4. Notifications Made Prior To Testing

Contact Time

Monitoring organization: NMC 7:00

Building management: Alfonso 7:00
5. System Information - Panels / Power
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

5.1 Addressable Panels

Control Unit Manufacturer:
EDWARDS

Model Number:
EST

Location:
1ST FL BEHIND FRONT DESK

Software Revision:
N/A

SLC Loops Max #:
4

# Utilized:
2

Addresses Available:
2

NAC
Circuits

Max #:
4

# Utilized:
2

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
12

Mfr Year:
2022

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
12

Mfr Year:
2022

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No Description:

Control Unit Manufacturer:
SIMPLEX

Model Number:
4100ES

Location:
1ST FL BEHIND FRONT DESK

Software Revision:
N/A

SLC Loops Max #:
4

# Utilized:
2

Addresses Available:
2

NAC
Circuits

Max #:
4

# Utilized:
2

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
35

Mfr Year:
2022

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
35

Mfr Year:
2022

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No

Description:
MONITORING PANEL

5.3 Additional Power Supplies
Are there additional power supplies?  Yes  No
6. Testing Results

6.1 Control Unit and Related Equipment

Description Visual Inspection Functional Test Results

Control unit  Yes  No  Yes  No  Pass  Fail  N/A

Lamps / LEDs / LCDs  Yes  No  Yes  No  Pass  Fail  N/A

Fuses  Yes  No  Yes  No  Pass  Fail  N/A

Trouble signals  Yes  No  Yes  No  Pass  Fail  N/A

Disconnect switches  Yes  No  Yes  No  Pass  Fail  N/A

Ground-fault monitoring  Yes  No  Yes  No  Pass  Fail  N/A

Supervision  Yes  No  Yes  No  Pass  Fail  N/A

Annunciators  Yes  No  Yes  No  Pass  Fail  N/A

Remote power panels  Yes  No  Yes  No  Pass  Fail  N/A

Other  Yes  No  Yes  No  Pass  Fail  N/A
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

6.2 Secondary Power

Description Visual Inspection Functional Test Results

Battery condition  Yes  No  Yes  No  Pass  Fail  N/A

Load voltage  Yes  No  Yes  No  Pass  Fail  N/A

Discharge test  Yes  No  Yes  No  Pass  Fail  N/A

Charger test  Yes  No  Yes  No  Pass  Fail  N/A

Remote panel batteries  Yes  No  Yes  No  Pass  Fail  N/A
6.3 Alarm and Supervisory Alarm Initiating Device
Complete supplementary device test form for all initiating devices.
a. Did all tested initiating devices pass?  Yes  No  N/A
6.4 Notification Appliances
Include Notification Appliances Table on this Report?  Yes  No
Complete supplementary appliance test form for all notification appliances.
6.5 Interface Equipment
Complete supplementary interface component test form for all interface components.
Circuit Interface / Signaling Line Circuit Interface / Fire Alarm Control Interface
6.6 Supervising Station Monitoring

Description Yes/No Time (sec) Results

Alarm signal  Yes  No 6  Pass  Fail  N/A

Alarm restoration  Yes  No 4  Pass  Fail  N/A

Trouble signal  Yes  No 7  Pass  Fail  N/A

Trouble restoration  Yes  No 6  Pass  Fail  N/A

Supervisory signal  Yes  No 5  Pass  Fail  N/A

Supervisory restoration  Yes  No 3  Pass  Fail  N/A
6.7 Air Sampling Detection
Is there Air Sampling Detection?  Yes  No
6.8 Device Information

Devices

Pull Station
Manufacturer(s)
EST

Type
 Keyed  Hex Key
 Screw  Other

Detector manufacturer(s)
EST

Notification device
manufacturer(s)
EST

Color
 Red  White  Other

Comment
7. Notifications That Testing Is Complete

Contact Time

Monitoring organization: NMC 3:00

Building management: Alfonso 3:00
8. System Restored To Normal Operation
Date: 6/1/2023
Time: 3:00
9. Observations
These items are outside the regular scope of the required inspection and are not the result of an engineering review. This information is not intended
to be all-inclusive but rather a list of items discovered as a by-product of the required inspection.
Please see the summary section at the top of the form for the comments.
10. Inspector Information:
Test Verification:
Inspected By GUILLERMO RAMOS
Inspector Signature

Inspector License: FAL-2490126
Date of Work 6/1/2023
Inspection Notes
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (CENTER OF EARTH AND

SPACE DEVICES)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/31/2023

Frequency: Annual

Deficiency Summary

There are no reported deficiencies for this submission

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission

American Fire Protection Group, 12440 HWY 155 S, Unit 1A, Tyler, TX, 75701    Phone: 903-939-2066 Page 1 of 3



American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/31/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 PS 2 2 0 2 0  SD-Photo 10 10 0 10 0

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 007 1ST ELEVATOR LOBBY Annual 5/31/2023 Pass

 SD-Photo 009 1ST FL ABOVE FACP Annual 5/31/2023 Pass

 SD-Photo 004 1ST FL ELEVATOR LOBBY Annual 5/31/2023 Pass

 PS 126 1ST FL MAIN ENTRANCE Annual 5/31/2023 Pass

 SD-Photo 002 1ST FL MAIN LOBBY Annual 5/31/2023 Pass

 SD-Photo 003 1ST FL MAIN LOBBY Annual 5/31/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 005 1ST FL SCREEN CONTROL
ROOM Annual 5/31/2023 Pass

 SD-Photo 006 1ST FL SCREEN ROOM
ENTRANCE Annual 5/31/2023 Pass

 SD-Photo 008 2ND FL ELEVATOR
LOBBY Annual 5/31/2023 Pass

 SD-Photo 012 2ND FL ELEVATOR
LOBBY Annual 5/31/2023 Pass

 SD-Photo 001 ABOVE FACP Annual 5/31/2023 Pass

 PS 127 BASEMENT ENTRANCE Annual 5/31/2023 Pass

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 6/1/2023

©2014 FormLink Systems, Inc.,  Fire Alarm Supplement v1.4 Page 3 of 3



Fire Alarm Inspection and Testing Report

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE

(Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm (CLARIDGE HALL ALARM

)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/31/2023

Frequency: Annual

Tag: Blue

Deficiency Summary

Please refer to the Deficiency Summary located on applicable Fire Alarm Supplementary Forms for additional deficiency details.

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-

inclusive but rather a list of items discovered as a by-product of the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Inspection and Testing Report

1. Property Information
Tag Blue
Inspection Frequency: Annual
Property Being Evaluated:
TYLER JUNIOR COLLEGE (Educational)
Owner:
ALFONSO RODRIGUEZ
Owner's Phone Number:
903-262-0777
Property Address:
1327 S Baxter Ave., TYLER, TX, 75701
Assembly Description:
Fire Alarm (CLARIDGE HALL ALARM )
2. Owner's Section
Has the Owners section been answered on another inspection report that will be submitted with
this inspection report?  Yes  No  N/A

3. Monitoring Information
Is there a monitoring entity?  Yes  No
Monitoring organization: NMC
Phone: 1-855-791-8378
Email: N/A
Account number: A1541595 p.w. Lake tyler
Phone line 1: N/A
Phone line 2: N/A
Means of transmission: WIRELESS
Entity to which alarms are retransmitted: N/A
Phone: N/A
4. Notifications Made Prior To Testing

Contact Time

Monitoring organization: NMC 7:00

Building management: Alfonso 7:00
5. System Information - Panels / Power

5.1 Addressable Panels

Control Unit Manufacturer:
SIMPLEX

Model Number:
4100ES

Location:
IN MAIN LOBBY

Software Revision:
N/A

SLC Loops Max #:
4

# Utilized:
4

Addresses Available:
BREAKER

NAC
Circuits

Max #:
6

# Utilized:
6

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
35

Mfr Year:
2019

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
35

Mfr Year:
2019

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No Description:

5.3 Additional Power Supplies
Are there additional power supplies?  Yes  No
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

6. Testing Results

6.1 Control Unit and Related Equipment

Description Visual Inspection Functional Test Results

Control unit  Yes  No  Yes  No  Pass  Fail  N/A

Lamps / LEDs / LCDs  Yes  No  Yes  No  Pass  Fail  N/A

Fuses  Yes  No  Yes  No  Pass  Fail  N/A

Trouble signals  Yes  No  Yes  No  Pass  Fail  N/A

Disconnect switches  Yes  No  Yes  No  Pass  Fail  N/A

Ground-fault monitoring  Yes  No  Yes  No  Pass  Fail  N/A

Supervision  Yes  No  Yes  No  Pass  Fail  N/A

Annunciators  Yes  No  Yes  No  Pass  Fail  N/A

Remote power panels  Yes  No  Yes  No  Pass  Fail  N/A

Other  Yes  No  Yes  No  Pass  Fail  N/A
6.2 Secondary Power

Description Visual Inspection Functional Test Results

Battery condition  Yes  No  Yes  No  Pass  Fail  N/A

Load voltage  Yes  No  Yes  No  Pass  Fail  N/A

Discharge test  Yes  No  Yes  No  Pass  Fail  N/A

Charger test  Yes  No  Yes  No  Pass  Fail  N/A

Remote panel batteries  Yes  No  Yes  No  Pass  Fail  N/A
6.3 Alarm and Supervisory Alarm Initiating Device
Complete supplementary device test form for all initiating devices.
a. Did all tested initiating devices pass?  Yes  No  N/A
6.4 Notification Appliances
Include Notification Appliances Table on this Report?  Yes  No
Complete supplementary appliance test form for all notification appliances.
6.5 Interface Equipment
Complete supplementary interface component test form for all interface components.
Circuit Interface / Signaling Line Circuit Interface / Fire Alarm Control Interface
6.6 Supervising Station Monitoring

Description Yes/No Time (sec) Results

Alarm signal  Yes  No 11  Pass  Fail  N/A

Alarm restoration  Yes  No 8  Pass  Fail  N/A

Trouble signal  Yes  No 9  Pass  Fail  N/A

Trouble restoration  Yes  No 6  Pass  Fail  N/A

Supervisory signal  Yes  No 8  Pass  Fail  N/A

Supervisory restoration  Yes  No 7  Pass  Fail  N/A
6.7 Air Sampling Detection
Is there Air Sampling Detection?  Yes  No
6.8 Device Information

Devices

Pull Station
Manufacturer(s)
SIMPLEX

Type
 Keyed  Hex Key
 Screw  Other

Detector manufacturer(s)
SIMPLEX

Notification device
manufacturer(s)
SIMPLEX

Color
 Red  White  Other

Comment
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

7. Notifications That Testing Is Complete

Contact Time

Monitoring organization: NMC 3:00

Building management: Alfonso 3:00
8. System Restored To Normal Operation
Date: 5/31/2023
Time: Alfonso
9. Observations
These items are outside the regular scope of the required inspection and are not the result of an engineering review. This information is not intended
to be all-inclusive but rather a list of items discovered as a by-product of the required inspection.
Please see the summary section at the top of the form for the comments.
10. Inspector Information:
Test Verification:
Inspected By GUILLERMO RAMOS
Inspector Signature

Inspector License: FAL-2490126
Date of Work 5/31/2023
Inspection Notes
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (CLARIDGE HALL DEVICES)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/31/2023

Frequency: Annual

Deficiency Summary

There are no reported deficiencies for this submission

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/31/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 PS 7 7 0 7 0  SD-Photo 86 85 1 85 0

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 PS 33 BY MAINTENANCE
OFFICE Annual 5/31/2023 Pass

 SD-Photo 32 BY MAINTENANCE
OFFICE Annual 5/31/2023 Pass

 SD-Photo 29 BY ROOM 29 Annual 5/31/2023 Pass

 SD-Photo 105 BY ROOM 112 Annual 5/31/2023 Pass

 SD-Photo 85 BY ROOM 115 Annual 5/31/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 112 BY ROOM 122 Annual 5/31/2023 Pass

 SD-Photo 13 BY ROOM 207 Annual 5/31/2023 Pass

 SD-Photo 23 BY ROOM 217 Annual 5/31/2023 Pass

 SD-Photo 44 BY ROOM 218 Annual 5/31/2023 Pass

 SD-Photo 19 BY ROOM 219 Annual 5/31/2023 Pass

 SD-Photo 46 BY ROOM 220 Annual 5/31/2023 Pass

 SD-Photo 8 COMP RM NEAR LOBBY Annual 5/31/2023 Pass

 SD-Photo 4 LOBBY S CORRIDOR Annual 5/31/2023 Pass

 PS 118 LOWER LEVEL N
LOUNGE Annual 5/31/2023 Pass

 SD-Photo 100 LOWER LVL N LAUNDRY Annual 5/31/2023 Pass

 SD-Photo 104 LOWER LVL N LOUNGE Annual 5/31/2023 Pass

 SD-Photo 101 LOWER LVL N NEAR
STAIR Annual 5/31/2023 Pass

 PS 117 LOWER LVL N WING EXIT Annual 5/31/2023 Pass

 SD-Photo 70 LOWER LVL S LAUNDRY
ROOM Annual 5/31/2023 Pass

 PS 76 LOWER LVL S LOUNGE Annual 5/31/2023 Pass

 SD-Photo 75 LOWER LVL S LOUNGE Annual 5/31/2023 Pass

 SD-Photo 71 LOWER LVL S WING Annual 5/31/2023 Pass

 SD-Photo 74 LOWER LVL S WING Annual 5/31/2023 Pass

 SD-Photo 88 LOWER LVL S WING Annual 5/31/2023 Pass

 SD-Photo 1 MAIN ENTRANCE Annual 5/31/2023 Pass

 SD-Photo 56 MAIN ENTRANCE Annual 5/31/2023 Pass

 SD-Photo 2 MAIN LOBBY Annual 5/31/2023 Pass

 SD-Photo 55 MAIN LOBBY Annual 5/31/2023 Pass

 SD-Photo 9 MAIN LOBBY AREA Annual 5/31/2023 Pass

 SD-Photo 10 MAIN LVL NEAR S
STAIRS Annual 5/31/2023 Pass

 PS 51 MAIN LVL N WING EXIT Annual 5/31/2023 Pass

 SD-Photo 6 MAIN LVL RA RESIDENCE Annual 5/31/2023 Pass

 SD-Photo 7 MAIN LVL RA RESIDENCE Annual 5/31/2023 Pass

 SD-Photo 11 MAIN LVL S STORAGE Annual 5/31/2023 Pass

 SD-Photo 5 MAIN LVL STORAGE Annual 5/31/2023 Pass

 SD-Photo 34 NEAR N STAIR Annual 5/31/2023 Pass

 SD-Photo 54 NEAR TELECOM ROOM Annual 5/31/2023 Pass

 SD-Photo 38 NORTH HALL Annual 5/31/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 72 ROOM 101 Annual 5/31/2023 Pass

 SD-Photo 73 ROOM 103 Annual 5/31/2023 Pass

 SD-Photo 102 ROOM 106 Annual 5/31/2023 Pass

 SD-Photo 77 ROOM 107 Annual 5/31/2023 Pass

 SD-Photo 103 ROOM 108 Annual 5/31/2023 Pass

 SD-Photo 79 ROOM 109 Annual 5/31/2023 Pass

 SD-Photo 78 ROOM 111 Annual 5/31/2023 Pass

 SD-Photo 106 ROOM 112 Annual 5/31/2023 Pass

 SD-Photo 82 ROOM 113 Annual 5/31/2023 Pass

 SD-Photo 108 ROOM 114 No access 5/31/2023 N/A

 SD-Photo 84 ROOM 115 Annual 5/31/2023 Pass

 SD-Photo 107 ROOM 116 Annual 5/31/2023 Pass

 SD-Photo 87 ROOM 117 Annual 5/31/2023 Pass

 SD-Photo 109 ROOM 118 Annual 5/31/2023 Pass

 SD-Photo 83 ROOM 119 Annual 5/31/2023 Pass

 SD-Photo 114 ROOM 120 Annual 5/31/2023 Pass

 SD-Photo 86 ROOM 121 Annual 5/31/2023 Pass

 SD-Photo 115 ROOM 122 Annual 5/31/2023 Pass

 SD-Photo 113 ROOM 124 Annual 5/31/2023 Pass

 SD-Photo 116 ROOM 126 Annual 5/31/2023 Pass

 SD-Photo 27 ROOM 200 Annual 5/31/2023 Pass

 SD-Photo 12 ROOM 201 Annual 5/31/2023 Pass

 SD-Photo 30 ROOM 202 Annual 5/31/2023 Pass

 SD-Photo 53 ROOM 203 Annual 5/31/2023 Pass

 SD-Photo 31 ROOM 204 Annual 5/31/2023 Pass

 SD-Photo 14 ROOM 205 Annual 5/31/2023 Pass

 SD-Photo 35 ROOM 206 Annual 5/31/2023 Pass

 SD-Photo 15 ROOM 207 Annual 5/31/2023 Pass

 SD-Photo 37 ROOM 208 Annual 5/31/2023 Pass

 SD-Photo 17 ROOM 209 Annual 5/31/2023 Pass

 SD-Photo 39 ROOM 210 Annual 5/31/2023 Pass

 SD-Photo 16 ROOM 211 Annual 5/31/2023 Pass

 SD-Photo 40 ROOM 212 Annual 5/31/2023 Pass

 SD-Photo 18 ROOM 213 Annual 5/31/2023 Pass

 SD-Photo 42 ROOM 214 Annual 5/31/2023 Pass

 SD-Photo 21 ROOM 215 Annual 5/31/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 41 ROOM 216 Annual 5/31/2023 Pass

 SD-Photo 25 ROOM 217 Annual 5/31/2023 Pass

 SD-Photo 43 ROOM 218 Annual 5/31/2023 Pass

 SD-Photo 22 ROOM 219 Annual 5/31/2023 Pass

 SD-Photo 48 ROOM 220 Annual 5/31/2023 Pass

 SD-Photo 24 ROOM 221 Annual 5/31/2023 Pass

 SD-Photo 50 ROOM 222 Annual 5/31/2023 Pass

 SD-Photo 47 ROOM 224 Annual 5/31/2023 Pass

 SD-Photo 49 ROOM 226 Annual 5/31/2023 Pass

 SD-Photo 81 STORAGE BY 109 Annual 5/31/2023 Pass

 SD-Photo 111 STORAGE BY 114 Annual 5/31/2023 Pass

 SD-Photo 45 STORAGE BY 218 Annual 5/31/2023 Pass

 SD-Photo 20 STORAGE BY 219 Annual 5/31/2023 Pass

 SD-Photo 36 STORAGE NEAR 208 Annual 5/31/2023 Pass

 PS 26 S WING EXIT Annual 5/31/2023 Pass

 SD-Photo 28 TELCECOM ROOM Annual 5/31/2023 Pass

 SD-Photo 80 UTILITIES NEAR 109 Annual 5/31/2023 Pass

 SD-Photo 110 UTILITIES NEAR 114 Annual 5/31/2023 Pass

 PS 3 WEST LOBBY EXIT Annual 5/31/2023 Pass

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 5/31/2023
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Fire Alarm Inspection and Testing Report

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE

(Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm (CROSSROADS HALL

ALARM)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/22/2023

Frequency: Annual

Tag: Red

Deficiency Summary

Please refer to the Deficiency Summary located on applicable Fire Alarm Supplementary Forms for additional deficiency details.

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-

inclusive but rather a list of items discovered as a by-product of the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Inspection and Testing Report

1. Property Information
Tag Red
Inspection Frequency: Annual
Property Being Evaluated:
TYLER JUNIOR COLLEGE (Educational)
Owner:
ALFONSO RODRIGUEZ
Owner's Phone Number:
903-262-0777
Property Address:
1327 S Baxter Ave., TYLER, TX, 75701
Assembly Description:
Fire Alarm (CROSSROADS HALL ALARM)
2. Owner's Section
Has the Owners section been answered on another inspection report that will be submitted with
this inspection report?  Yes  No  N/A

3. Monitoring Information
Is there a monitoring entity?  Yes  No
Monitoring organization: NMC
Phone: 1-855-791-8378
Email: N/A
Account number: A1541595 p.w lake tyler
Phone line 1: N/A
Phone line 2: N/A
Means of transmission: WIRELESS
Entity to which alarms are retransmitted: N/A
Phone: N/A
4. Notifications Made Prior To Testing

Contact Time

Monitoring organization: NMC 7:00

Building management: Alfonso 7:00
5. System Information - Panels / Power

5.1 Addressable Panels

Control Unit Manufacturer:
SIMPLEX

Model Number:
4100ES

Location:
IN ELECTRICAL ROOM 134

Software Revision:
N/A

SLC Loops Max #:
4

# Utilized:
4

Addresses Available:
0

NAC
Circuits

Max #:
6

# Utilized:
6

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
35

Mfr Year:
2020

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
35

Mfr Year:
2020

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No Description:

5.3 Additional Power Supplies
Are there additional power supplies?  Yes  No
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Power Supplies

Control Unit Manufacturer:
SIMPLEX

Model Number:
4009

Location:
BY FACP

Disconnecting Location:
BREAKER

Battery 1 Voltage:
12

Amps:
7

Mfr Year:
19

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
7

Mfr Year:
19

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

6. Testing Results

6.1 Control Unit and Related Equipment

Description Visual Inspection Functional Test Results

Control unit  Yes  No  Yes  No  Pass  Fail  N/A

Lamps / LEDs / LCDs  Yes  No  Yes  No  Pass  Fail  N/A

Fuses  Yes  No  Yes  No  Pass  Fail  N/A

Trouble signals  Yes  No  Yes  No  Pass  Fail  N/A

Disconnect switches  Yes  No  Yes  No  Pass  Fail  N/A

Ground-fault monitoring  Yes  No  Yes  No  Pass  Fail  N/A

Supervision  Yes  No  Yes  No  Pass  Fail  N/A

Annunciators  Yes  No  Yes  No  Pass  Fail  N/A

Remote power panels  Yes  No  Yes  No  Pass  Fail  N/A

Other  Yes  No  Yes  No  Pass  Fail  N/A
6.2 Secondary Power

Description Visual Inspection Functional Test Results

Battery condition  Yes  No  Yes  No  Pass  Fail  N/A

Load voltage  Yes  No  Yes  No  Pass  Fail  N/A

Discharge test  Yes  No  Yes  No  Pass  Fail  N/A

Charger test  Yes  No  Yes  No  Pass  Fail  N/A

Remote panel batteries  Yes  No  Yes  No  Pass  Fail  N/A
6.3 Alarm and Supervisory Alarm Initiating Device
Complete supplementary device test form for all initiating devices.
a. Did all tested initiating devices pass?  Yes  No  N/A
6.4 Notification Appliances
Include Notification Appliances Table on this Report?  Yes  No
Complete supplementary appliance test form for all notification appliances.
6.5 Interface Equipment
Complete supplementary interface component test form for all interface components.
Circuit Interface / Signaling Line Circuit Interface / Fire Alarm Control Interface
6.6 Supervising Station Monitoring

Description Yes/No Time (sec) Results

Alarm signal  Yes  No 7  Pass  Fail  N/A

Alarm restoration  Yes  No 5  Pass  Fail  N/A

Trouble signal  Yes  No 9  Pass  Fail  N/A

Trouble restoration  Yes  No 7  Pass  Fail  N/A

Supervisory signal  Yes  No 10  Pass  Fail  N/A

Supervisory restoration  Yes  No 9  Pass  Fail  N/A
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

6.7 Air Sampling Detection
Is there Air Sampling Detection?  Yes  No
6.8 Device Information

Devices

Pull Station
Manufacturer(s)
SIMPLEX

Type
 Keyed  Hex Key
 Screw  Other

Detector manufacturer(s)
SIMPLEX

Notification device
manufacturer(s)
SIMPLEX

Color
 Red  White  Other

Comment
7. Notifications That Testing Is Complete

Contact Time

Monitoring organization: NMC 3:00

Building management: Alfonso 3:00
8. System Restored To Normal Operation
Date: 5/22/2023
Time: 3:00
9. Observations
These items are outside the regular scope of the required inspection and are not the result of an engineering review. This information is not intended
to be all-inclusive but rather a list of items discovered as a by-product of the required inspection.
Please see the summary section at the top of the form for the comments.
10. Inspector Information:
Test Verification:
Inspected By GUILLERMO RAMOS
Inspector Signature

Inspector License: FAL-2490126
Date of Work 5/22/2023
Inspection Notes

FACP red tagged due to horn/strobe located on 1st floor room 119 inoperable (strobe) during testing.

American Fire Protection Group, 12440 HWY 155 S, Unit 1A, Tyler, TX, 75701    Phone: 903-939-2066American Fire Protection Group, 12440 HWY 155 S, Unit 1A, Tyler, TX, 75701    Phone: 903-939-2066 Page 4 of 6



American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (CROSSROADS HALL

DEVICES )

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/22/2023

Frequency: Annual

Deficiency Summary

There are no reported deficiencies for this submission

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/22/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 DD 1 1 0 1 0  HD 3 3 0 3 0

 PS 13 13 0 13 0  SD-Photo 194 194 0 194 0

 TS 5 5 0 5 0  WF 5 5 0 5 0

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 26 1st flr 101 Annual 5/22/2023 Pass

 SD-Photo 28 1st flr 101 BR Annual 5/22/2023 Pass

 SD-Photo 30 1st flr 110 Annual 5/22/2023 Pass

 SD-Photo 32 1st flr 112 Annual 5/22/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 34 1st flr 113 Annual 5/22/2023 Pass

 SD-Photo 44 1st flr 113 Annual 5/22/2023 Pass

 SD-Photo 33 1st flr 114 Annual 5/22/2023 Pass

 SD-Photo 43 1st flr 115 Annual 5/22/2023 Pass

 SD-Photo 45 1st flr 115 Annual 5/22/2023 Pass

 SD-Photo 42 1st flr 117 Annual 5/22/2023 Pass

 SD-Photo 35 1st flr 118 Annual 5/22/2023 Pass

 SD-Photo 36 1st flr 119 Annual 5/22/2023 Pass

 SD-Photo 25 1st flr By 101 Annual 5/22/2023 Pass

 SD-Photo 31 1st flr By 110 Annual 5/22/2023 Pass

 SD-Photo 41 1st flr By 117 Annual 5/22/2023 Pass

 SD-Photo 40 1st flr By 118 Annual 5/22/2023 Pass

 PS 13 1st flr Dining Annual 5/22/2023 Pass

 PS 14 1st flr Dining Annual 5/22/2023 Pass

 SD-Photo 48 1st flr DINING Annual 5/22/2023 Pass

 SD-Photo 6 1st flr Dinning Annual 5/22/2023 Pass

 SD-Photo 7 1st flr Dinning Annual 5/22/2023 Pass

 SD-Photo 24 1st flr Electrical rm Annual 5/22/2023 Pass

 SD-Photo 17 1st flr Elevator lobby Recalled Annual 5/22/2023 Pass

 PS 2 1st flr FACP Annual 5/22/2023 Pass

 SD-Photo 1 1st flr FACP Annual 5/22/2023 Pass

 SD-Photo 5 1st flr IDF rm Annual 5/22/2023 Pass

 SD-Photo 27 1st flr In 101 Annual 5/22/2023 Pass

 HD 46 1st flr laundry Annual 5/22/2023 Pass

 SD-Photo 18 1st flr Lounge Annual 5/22/2023 Pass

 DD 50 1st flr Mech rm Annual 5/22/2023 Pass

 PS 3 1st flr Mech rm Annual 5/22/2023 Pass

 SD-Photo 4 1st flr Mech rm Annual 5/22/2023 Pass

 SD-Photo 23 1st flr Mech rm Annual 5/22/2023 Pass

 PS 37 1st flr N EXIT Annual 5/22/2023 Pass

 PS 22 1st flr Outside mech rm Annual 5/22/2023 Pass

 SD-Photo 21 1st flr Outside mech rm Annual 5/22/2023 Pass

 SD-Photo 29 1st flr Outside rr Annual 5/22/2023 Pass

 SD-Photo 19 1st flr rec area Annual 5/22/2023 Pass

 SD-Photo 20 1st flr rec area Annual 5/22/2023 Pass

 TS 39 1st flr Stair 1 Annual 5/22/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 WF 38 1st flr Stair 1 Annual 5/22/2023 Pass

 PS 15 1st flr Vestibule Annual 5/22/2023 Pass

 SD-Photo 16 1st flr Vestibule Annual 5/22/2023 Pass

 SD-Photo 82 2rd flr 201 Annual 5/22/2023 Pass

 SD-Photo 83 2rd flr 202 Annual 5/22/2023 Pass

 SD-Photo 84 2rd flr 203 Annual 5/22/2023 Pass

 SD-Photo 90 2rd flr 203 Annual 5/22/2023 Pass

 SD-Photo 107 2rd flr 204 Annual 5/22/2023 Pass

 SD-Photo 85 2rd flr 205 Annual 5/22/2023 Pass

 SD-Photo 106 2rd flr 206 Annual 5/22/2023 Pass

 SD-Photo 86 2rd flr 207 Annual 5/22/2023 Pass

 SD-Photo 105 2rd flr 208 Annual 5/22/2023 Pass

 SD-Photo 88 2rd flr 209 Annual 5/22/2023 Pass

 SD-Photo 103 2rd flr 210 Annual 5/22/2023 Pass

 SD-Photo 89 2rd flr 211 Annual 5/22/2023 Pass

 SD-Photo 102 2rd flr 212 Annual 5/22/2023 Pass

 SD-Photo 101 2rd flr 214 Annual 5/22/2023 Pass

 SD-Photo 91 2rd flr 215 Annual 5/22/2023 Pass

 SD-Photo 100 2rd flr 216 Annual 5/22/2023 Pass

 SD-Photo 92 2rd flr 217 Annual 5/22/2023 Pass

 SD-Photo 99 2rd flr 218 Annual 5/22/2023 Pass

 SD-Photo 98 2rd flr 219 Annual 5/22/2023 Pass

 SD-Photo 76 2rd flr 220 Annual 5/22/2023 Pass

 SD-Photo 52 2rd flr 221 RA Annual 5/22/2023 Pass

 SD-Photo 75 2rd flr 222 Annual 5/22/2023 Pass

 SD-Photo 53 2rd flr 223 Annual 5/22/2023 Pass

 SD-Photo 74 2rd flr 224 Annual 5/22/2023 Pass

 SD-Photo 54 2rd flr 225 Annual 5/22/2023 Pass

 SD-Photo 73 2rd flr 226 Annual 5/22/2023 Pass

 SD-Photo 55 2rd flr 227 Annual 5/22/2023 Pass

 SD-Photo 72 2rd flr 228 Annual 5/22/2023 Pass

 SD-Photo 71 2rd flr 230 Annual 5/22/2023 Pass

 SD-Photo 58 2rd flr 231 Annual 5/22/2023 Pass

 SD-Photo 70 2rd flr 232 Annual 5/22/2023 Pass

 SD-Photo 59 2rd flr 233 Annual 5/22/2023 Pass

 SD-Photo 69 2rd flr 234 Annual 5/22/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 60 2rd flr 235 Annual 5/22/2023 Pass

 SD-Photo 68 2rd flr 236 Annual 5/22/2023 Pass

 SD-Photo 62 2rd flr 237 Annual 5/22/2023 Pass

 SD-Photo 67 2rd flr 238 Annual 5/22/2023 Pass

 SD-Photo 66 2rd flr 239 Annual 5/22/2023 Pass

 SD-Photo 65 2rd flr 240 Annual 5/22/2023 Pass

 SD-Photo 79 2rd flr By 202 Annual 5/22/2023 Pass

 SD-Photo 87 2rd flr By 207 Annual 5/22/2023 Pass

 SD-Photo 104 2rd flr By 210 Annual 5/22/2023 Pass

 SD-Photo 93 2rd flr By 217 Annual 5/22/2023 Pass

 SD-Photo 94 2rd flr By 218 Annual 5/22/2023 Pass

 SD-Photo 78 2rd flr By 223 Annual 5/22/2023 Pass

 SD-Photo 57 2rd flr By 229 Annual 5/22/2023 Pass

 SD-Photo 61 2rd flr By 235 Annual 5/22/2023 Pass

 SD-Photo 63 2rd flr By 239 Annual 5/22/2023 Pass

 SD-Photo 51 2rd flr electoral rm Annual 5/22/2023 Pass

 SD-Photo 77 2rd flr Elevator lobby Recalled Annual 5/22/2023 Pass

 SD-Photo 81 2rd flr lounge Annual 5/22/2023 Pass

 TS 97 2rd flr Stair 1 Annual 5/22/2023 Pass

 WF 96 2rd flr Stair 1 Annual 5/22/2023 Pass

 PS 95 2rd flr Stair 1 exit Annual 5/22/2023 Pass

 PS 64 2rd flr Stair 2 exit Annual 5/22/2023 Pass

 SD-Photo 108 2rd flr Trash 239 Annual 5/22/2023 Pass

 SD-Photo 56 229 Annual 5/22/2023 Pass

Zone: 2

Zone: 2

Type Address Location Notes Frequency Last Tested Test Results Comments

 TS 245 1st flr by stair 1 Annual 5/22/2023 Pass

 WF 249 1st flr by stair 1 Annual 5/22/2023 Pass

 HD 244 1st mechanical room Shunt Annual 5/22/2023 Pass

 SD-Photo 152 3rd flr 301 Annual 5/22/2023 Pass

 SD-Photo 153 3rd flr 302 Annual 5/22/2023 Pass

 SD-Photo 154 3rd flr 303 Annual 5/22/2023 Pass

 SD-Photo 177 3rd flr 304 Annual 5/22/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 2

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 155 3rd flr 305 Annual 5/22/2023 Pass

 SD-Photo 176 3rd flr 306 Annual 5/22/2023 Pass

 SD-Photo 156 3rd flr 307 Annual 5/22/2023 Pass

 SD-Photo 175 3rd flr 308 Annual 5/22/2023 Pass

 SD-Photo 158 3rd flr 309 Annual 5/22/2023 Pass

 SD-Photo 173 3rd flr 310 Annual 5/22/2023 Pass

 SD-Photo 159 3rd flr 311 Annual 5/22/2023 Pass

 SD-Photo 172 3rd flr 312 Annual 5/22/2023 Pass

 SD-Photo 160 3rd flr 313 Annual 5/22/2023 Pass

 SD-Photo 171 3rd flr 314 Annual 5/22/2023 Pass

 SD-Photo 161 3rd flr 315 Annual 5/22/2023 Pass

 SD-Photo 170 3rd flr 316 Annual 5/22/2023 Pass

 SD-Photo 162 3rd flr 317 Annual 5/22/2023 Pass

 SD-Photo 164 3rd flr 318 Annual 5/22/2023 Pass

 SD-Photo 169 3rd flr 318 Annual 5/22/2023 Pass

 SD-Photo 168 3rd flr 319 Annual 5/22/2023 Pass

 SD-Photo 146 3rd flr 320 Annual 5/22/2023 Pass

 SD-Photo 122 3rd flr 321 Annual 5/22/2023 Pass

 SD-Photo 145 3rd flr 322 Annual 5/22/2023 Pass

 SD-Photo 123 3rd flr  323 Annual 5/22/2023 Pass

 SD-Photo 144 3rd flr 324 Annual 5/22/2023 Pass

 SD-Photo 124 3rd flr 325 Annual 5/22/2023 Pass

 SD-Photo 143 3rd flr 326 Annual 5/22/2023 Pass

 SD-Photo 125 3rd flr 327 Annual 5/22/2023 Pass

 SD-Photo 142 3rd flr 328 Annual 5/22/2023 Pass

 SD-Photo 126 3rd flr 329 Annual 5/22/2023 Pass

 SD-Photo 141 3rd flr 330 Annual 5/22/2023 Pass

 SD-Photo 128 3rd flr 331 Annual 5/22/2023 Pass

 SD-Photo 140 3rd flr 332 Annual 5/22/2023 Pass

 SD-Photo 129 3rd flr 333 Annual 5/22/2023 Pass

 SD-Photo 139 3rd flr 334 Annual 5/22/2023 Pass

 SD-Photo 130 3rd flr 335 Annual 5/22/2023 Pass

 SD-Photo 138 3rd flr 336 Annual 5/22/2023 Pass

 SD-Photo 132 3rd flr 337 Annual 5/22/2023 Pass

 SD-Photo 137 3rd flr 338 Annual 5/22/2023 Pass

 SD-Photo 136 3rd flr 339 Annual 5/22/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 2

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 135 3rd flr 340 Annual 5/22/2023 Pass

 SD-Photo 149 3rd flr by 302 Annual 5/22/2023 Pass

 SD-Photo 157 3rd flr By 307 Annual 5/22/2023 Pass

 SD-Photo 174 3rd flr By 312 Annual 5/22/2023 Pass

 SD-Photo 163 3rd flr By 317 Annual 5/22/2023 Pass

 SD-Photo 148 3rd flr By 323 Annual 5/22/2023 Pass

 SD-Photo 127 3rd flr By 329 Annual 5/22/2023 Pass

 SD-Photo 131 3rd flr By 335 Annual 5/22/2023 Pass

 SD-Photo 133 3rd flr By 339 Annual 5/22/2023 Pass

 SD-Photo 121 3rd flr electrical rm Annual 5/22/2023 Pass

 SD-Photo 147 3rd flr Elevator lobby Recalled Annual 5/22/2023 Pass

 SD-Photo 151 3rd flr Lounge Annual 5/22/2023 Pass

 PS 165 3rd flr Stair 1 Annual 5/22/2023 Pass

 TS 167 3rd flr Stair 1 Annual 5/22/2023 Pass

 WF 166 3rd flr Stair 1 Annual 5/22/2023 Pass

 PS 134 3rd flr Stair 2 Annual 5/22/2023 Pass

 SD-Photo 178 3rd flr Trash room Annual 5/22/2023 Pass

 SD-Photo 212 4th flr 401 Annual 5/22/2023 Pass

 SD-Photo 213 4th flr 402 Annual 5/22/2023 Pass

 SD-Photo 214 4th flr 403 Annual 5/22/2023 Pass

 SD-Photo 237 4th flr 404 RA Annual 5/22/2023 Pass

 SD-Photo 215 4th flr 405 Annual 5/22/2023 Pass

 SD-Photo 236 4th flr 406 Annual 5/22/2023 Pass

 SD-Photo 216 4th flr 407 Annual 5/22/2023 Pass

 SD-Photo 235 4th flr 408 Annual 5/22/2023 Pass

 SD-Photo 218 4th flr 409 Annual 5/22/2023 Pass

 SD-Photo 233 4th flr 410 Annual 5/22/2023 Pass

 SD-Photo 219 4th flr 411 Annual 5/22/2023 Pass

 SD-Photo 232 4th flr 412 Annual 5/22/2023 Pass

 SD-Photo 220 4th flr 413 Annual 5/22/2023 Pass

 SD-Photo 231 4th flr 414 Annual 5/22/2023 Pass

 SD-Photo 221 4th flr 415 Annual 5/22/2023 Pass

 SD-Photo 230 4th flr 416 Annual 5/22/2023 Pass

 SD-Photo 222 4th flr 417 Annual 5/22/2023 Pass

 SD-Photo 229 4th flr 418 Annual 5/22/2023 Pass

 SD-Photo 228 4th flr 419 Annual 5/22/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 2

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 206 4th flr 420 Annual 5/22/2023 Pass

 SD-Photo 182 4th flr 421 RA Annual 5/22/2023 Pass

 SD-Photo 205 4th flr 422 Annual 5/22/2023 Pass

 SD-Photo 183 4th flr 423 Annual 5/22/2023 Pass

 SD-Photo 204 4th flr 424 Annual 5/22/2023 Pass

 SD-Photo 184 4th flr 425 Annual 5/22/2023 Pass

 SD-Photo 203 4th flr 426 Annual 5/22/2023 Pass

 SD-Photo 185 4th flr 427 Annual 5/22/2023 Pass

 SD-Photo 202 4th flr 428 Annual 5/22/2023 Pass

 SD-Photo 186 4th flr 429 Annual 5/22/2023 Pass

 SD-Photo 201 4th flr 430 Annual 5/22/2023 Pass

 SD-Photo 188 4th flr 431 Annual 5/22/2023 Pass

 SD-Photo 200 4th flr 432 Annual 5/22/2023 Pass

 SD-Photo 189 4th flr 433 Annual 5/22/2023 Pass

 SD-Photo 199 4th flr 434 Annual 5/22/2023 Pass

 SD-Photo 190 4th flr 435 Annual 5/22/2023 Pass

 SD-Photo 198 4th flr 436 Annual 5/22/2023 Pass

 SD-Photo 192 4th flr 437 Annual 5/22/2023 Pass

 SD-Photo 197 4th flr 438 Annual 5/22/2023 Pass

 SD-Photo 196 4th flr 439 Annual 5/22/2023 Pass

 SD-Photo 195 4th flr 440 Annual 5/22/2023 Pass

 SD-Photo 191 4th flr by 435 Annual 5/22/2023 Pass

 SD-Photo 217 4th flr By 407 Annual 5/22/2023 Pass

 SD-Photo 234 4th flr By 412 Annual 5/22/2023 Pass

 SD-Photo 223 4th flr By 417 Annual 5/22/2023 Pass

 SD-Photo 224 4th flr By 418 Annual 5/22/2023 Pass

 SD-Photo 208 4th flr By 423 Annual 5/22/2023 Pass

 SD-Photo 187 4th flr By 429 Annual 5/22/2023 Pass

 SD-Photo 193 4th flr By 439 Annual 5/22/2023 Pass

 SD-Photo 209 4th flr By 442 Annual 5/22/2023 Pass

 SD-Photo 181 4th flr electrical room Annual 5/22/2023 Pass

 HD 243 4th flr Elevator 1 shaft Shunt Annual 5/22/2023 Pass

 SD-Photo 241 4th flr Elevator 1 shaft Recalled Annual 5/22/2023 Pass

 SD-Photo 242 4th flr Elevator 2 shaft Recalled Annual 5/22/2023 Pass

 SD-Photo 207 4th flr Elevator lobby Recalled Annual 5/22/2023 Pass

 SD-Photo 211 4th flr Lounge Annual 5/22/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 2

Type Address Location Notes Frequency Last Tested Test Results Comments

 TS 227 4th flr stair 1 Annual 5/22/2023 Pass

 WF 226 4th flr Stair 1 Annual 5/22/2023 Pass

 PS 194 4th flr Stair 2 Annual 5/22/2023 Pass

 PS 225 4th flr Stair Annual 5/22/2023 Pass

 SD-Photo 238 4th flr Trash room Annual 5/22/2023 Pass

 SD-Photo 248 Outdoor smoke Annual 5/22/2023 Pass

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 5/22/2023
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Fire Alarm Inspection and Testing Report

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE

(Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm (CULINARY ARTS ALARM

)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/16/2023

Frequency: Annual

Tag: Blue

Deficiency Summary

Please refer to the Deficiency Summary located on applicable Fire Alarm Supplementary Forms for additional deficiency details.

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-

inclusive but rather a list of items discovered as a by-product of the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Inspection and Testing Report

1. Property Information
Tag Blue
Inspection Frequency: Annual
Property Being Evaluated:
TYLER JUNIOR COLLEGE (Educational)
Owner:
ALFONSO RODRIGUEZ
Owner's Phone Number:
903-262-0777
Property Address:
1327 S Baxter Ave., TYLER, TX, 75701
Assembly Description:
Fire Alarm (CULINARY ARTS ALARM )
2. Owner's Section
Has the Owners section been answered on another inspection report that will be submitted with
this inspection report?  Yes  No  N/A

3. Monitoring Information
Is there a monitoring entity?  Yes  No
Monitoring organization: NMC
Phone: 1-855-791-8378
Email: N/A
Account number: #A15-41595        PARTITION #29
Phone line 1: N/A
Phone line 2: N/A
Means of transmission: WIRELESS
Entity to which alarms are retransmitted: N/A
Phone: N/A
4. Notifications Made Prior To Testing

Contact Time

Monitoring organization: NMC 7:00

Building management: Alfonso 7:00
5. System Information - Panels / Power

5.1 Addressable Panels

Control Unit Manufacturer:
SIMPLEX

Model Number:
4100ES

Location:
IN O/S RISER ROOM

Software Revision:
N/A

SLC Loops Max #:
4

# Utilized:
2

Addresses Available:
2

NAC
Circuits

Max #:
4

# Utilized:
2

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
35

Mfr Year:
2019

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
35

Mfr Year:
2019

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No Description:

5.3 Additional Power Supplies
Are there additional power supplies?  Yes  No
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

6. Testing Results

6.1 Control Unit and Related Equipment

Description Visual Inspection Functional Test Results

Control unit  Yes  No  Yes  No  Pass  Fail  N/A

Lamps / LEDs / LCDs  Yes  No  Yes  No  Pass  Fail  N/A

Fuses  Yes  No  Yes  No  Pass  Fail  N/A

Trouble signals  Yes  No  Yes  No  Pass  Fail  N/A

Disconnect switches  Yes  No  Yes  No  Pass  Fail  N/A

Ground-fault monitoring  Yes  No  Yes  No  Pass  Fail  N/A

Supervision  Yes  No  Yes  No  Pass  Fail  N/A

Annunciators  Yes  No  Yes  No  Pass  Fail  N/A

Remote power panels  Yes  No  Yes  No  Pass  Fail  N/A

Other  Yes  No  Yes  No  Pass  Fail  N/A
6.2 Secondary Power

Description Visual Inspection Functional Test Results

Battery condition  Yes  No  Yes  No  Pass  Fail  N/A

Load voltage  Yes  No  Yes  No  Pass  Fail  N/A

Discharge test  Yes  No  Yes  No  Pass  Fail  N/A

Charger test  Yes  No  Yes  No  Pass  Fail  N/A

Remote panel batteries  Yes  No  Yes  No  Pass  Fail  N/A
6.3 Alarm and Supervisory Alarm Initiating Device
Complete supplementary device test form for all initiating devices.
a. Did all tested initiating devices pass?  Yes  No  N/A
6.4 Notification Appliances
Include Notification Appliances Table on this Report?  Yes  No
Complete supplementary appliance test form for all notification appliances.
6.5 Interface Equipment
Complete supplementary interface component test form for all interface components.
Circuit Interface / Signaling Line Circuit Interface / Fire Alarm Control Interface
6.6 Supervising Station Monitoring

Description Yes/No Time (sec) Results

Alarm signal  Yes  No 11  Pass  Fail  N/A

Alarm restoration  Yes  No 9  Pass  Fail  N/A

Trouble signal  Yes  No 7  Pass  Fail  N/A

Trouble restoration  Yes  No 5  Pass  Fail  N/A

Supervisory signal  Yes  No 10  Pass  Fail  N/A

Supervisory restoration  Yes  No 7  Pass  Fail  N/A
6.7 Air Sampling Detection
Is there Air Sampling Detection?  Yes  No
6.8 Device Information

Devices

Pull Station
Manufacturer(s)
SIMPLEX

Type
 Keyed  Hex Key
 Screw  Other

Detector manufacturer(s)
SIMPLEX

Notification device
manufacturer(s)
SIMPLEX

Color
 Red  White  Other

Comment
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

7. Notifications That Testing Is Complete

Contact Time

Monitoring organization: SIMPLEX 3:00

Building management: Alfonso 3:00
8. System Restored To Normal Operation
Date: 5/16/2023
Time: 3:00
9. Observations
These items are outside the regular scope of the required inspection and are not the result of an engineering review. This information is not intended
to be all-inclusive but rather a list of items discovered as a by-product of the required inspection.
Please see the summary section at the top of the form for the comments.
10. Inspector Information:
Test Verification:
Inspected By GUILLERMO RAMOS
Inspector Signature

Inspector License: FAL-2490126
Date of Work 5/16/2023
Inspection Notes
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (CULINARY ARTS DEVICES )

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/16/2023

Frequency: Annual

Deficiency Summary

There are no reported deficiencies for this submission

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/16/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 DD 3 3 0 3 0  MM 4 4 0 4 0

 PS 3 3 0 3 0  SD-Photo 9 9 0 9 0

 TS 1 1 0 1 0  WF 1 1 0 1 0

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 MM . Bakery (ANSUL) Annual 5/16/2023 Pass

 MM M1-23 Bakery (ANSUL) Annual 5/16/2023 Pass

 SD-Photo 1-7 Dining Annual 5/16/2023 Pass

 SD-Photo 1-8 DINING ROOM Annual 5/16/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 1-28 DINING ROOM Annual 5/16/2023 Pass

 PS 1-9 DINING ROOM EXIT Annual 5/16/2023 Pass

 PS 1-6 EXIT NEAR DINING
ROOM Annual 5/16/2023 Pass

 PS 1-2 EXIT NEAR RESTROOM Annual 5/16/2023 Pass

 WF 1-26 IN RISER Annual 5/16/2023 Pass

 TS 1-27 IN RISER ROOM Annual 5/16/2023 Pass

 SD-Photo 1-11 KITCHEN 102 Annual 5/16/2023 Pass

 MM M1-17 Kitchen (ANSUL) Annual 5/16/2023 Pass

 MM M1-19 Kitchen (ANSUL) Annual 5/16/2023 Pass

 SD-Photo 1-16 MAIN CORRIDOR Annual 5/16/2023 Pass

 SD-Photo 1-1 MAIN HALL Annual 5/16/2023 Pass

 SD-Photo 1-5 MAIN HALL NEAR
DINING Annual 5/16/2023 Pass

 SD-Photo 1-15 NEAR CORRIDOR Annual 5/16/2023 Pass

 DD 1-20 ON AHU IN DINING ROOM Annual 5/16/2023 Pass

 DD 1-14 ON AHU IN KITCHEN 114 Annual 5/16/2023 Pass

 DD 1-21 ON AHU IN MAIN HALL Annual 5/16/2023 Pass

 SD-Photo 1-25 Riser Annual 5/16/2023 Pass

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 5/16/2023
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Fire Alarm Inspection and Testing Report

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE

(Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm (FIELD HOUSE ALARM)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/24/2023

Frequency: Annual

Tag: Blue

Deficiency Summary

Please refer to the Deficiency Summary located on applicable Fire Alarm Supplementary Forms for additional deficiency details.

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-

inclusive but rather a list of items discovered as a by-product of the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Inspection and Testing Report

1. Property Information
Tag Blue
Inspection Frequency: Annual
Property Being Evaluated:
TYLER JUNIOR COLLEGE (Educational)
Owner:
ALFONSO RODRIGUEZ
Owner's Phone Number:
903-262-0777
Property Address:
1327 S Baxter Ave., TYLER, TX, 75701
Assembly Description:
Fire Alarm (FIELD HOUSE ALARM)
2. Owner's Section
Has the Owners section been answered on another inspection report that will be submitted with
this inspection report?  Yes  No  N/A

3. Monitoring Information
Is there a monitoring entity?  Yes  No
Monitoring organization: TJC campus police
Phone: .
Email: .
Account number: Local
Phone line 1: .
Phone line 2: .
Means of transmission: .
Entity to which alarms are retransmitted: .
Phone: .
4. Notifications Made Prior To Testing

Contact Time

Monitoring organization: N/A 7:00

Building management: Alfonso 7:00
5. System Information - Panels / Power

5.2 Conventional Panels

Control Unit Manufacturer:
NOTIFIER

Model Number:
SPF-400

Location:
IN OLD RESTROOM ACROSS FROM
RESTROOMS

Software Revision:
N/A

IDCs Max #:
4

# Utilized:
2

Style/Class:
B

NAC
Circuits

Max #:
4

# Utilized:
2

Style/Class:
B

Primary
Power Voltage:

12
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
8

Mfr Year:
2020

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
8

Mfr Year:
2020

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No

Description:
Recommend monitoring for this account.

5.3 Additional Power Supplies
Are there additional power supplies?  Yes  No
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

6. Testing Results

6.1 Control Unit and Related Equipment

Description Visual Inspection Functional Test Results

Control unit  Yes  No  Yes  No  Pass  Fail  N/A

Lamps / LEDs / LCDs  Yes  No  Yes  No  Pass  Fail  N/A

Fuses  Yes  No  Yes  No  Pass  Fail  N/A

Trouble signals  Yes  No  Yes  No  Pass  Fail  N/A

Disconnect switches  Yes  No  Yes  No  Pass  Fail  N/A

Ground-fault monitoring  Yes  No  Yes  No  Pass  Fail  N/A

Supervision  Yes  No  Yes  No  Pass  Fail  N/A

Annunciators  Yes  No  Yes  No  Pass  Fail  N/A

Remote power panels  Yes  No  Yes  No  Pass  Fail  N/A

Other  Yes  No  Yes  No  Pass  Fail  N/A
6.2 Secondary Power

Description Visual Inspection Functional Test Results

Battery condition  Yes  No  Yes  No  Pass  Fail  N/A

Load voltage  Yes  No  Yes  No  Pass  Fail  N/A

Discharge test  Yes  No  Yes  No  Pass  Fail  N/A

Charger test  Yes  No  Yes  No  Pass  Fail  N/A

Remote panel batteries  Yes  No  Yes  No  Pass  Fail  N/A
6.3 Alarm and Supervisory Alarm Initiating Device
Complete supplementary device test form for all initiating devices.
a. Did all tested initiating devices pass?  Yes  No  N/A
6.4 Notification Appliances
Include Notification Appliances Table on this Report?  Yes  No
Complete supplementary appliance test form for all notification appliances.
6.5 Interface Equipment
Complete supplementary interface component test form for all interface components.
Circuit Interface / Signaling Line Circuit Interface / Fire Alarm Control Interface
6.6 Supervising Station Monitoring

Description Yes/No Time (sec) Results

Alarm signal  Yes  No 7  Pass  Fail  N/A

Alarm restoration  Yes  No 4  Pass  Fail  N/A

Trouble signal  Yes  No 9  Pass  Fail  N/A

Trouble restoration  Yes  No 7  Pass  Fail  N/A

Supervisory signal  Yes  No 10  Pass  Fail  N/A

Supervisory restoration  Yes  No 8  Pass  Fail  N/A
6.7 Air Sampling Detection
Is there Air Sampling Detection?  Yes  No
6.8 Device Information

Devices

Pull Station
Manufacturer(s)
NOTIFIER

Type
 Keyed  Hex Key
 Screw  Other

Detector manufacturer(s)
NOTIFIER

Notification device
manufacturer(s)
WHEELOCK

Color
 Red  White  Other

Comment
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

7. Notifications That Testing Is Complete

Contact Time

Monitoring organization: N/A 3:00

Building management: Alfonso 3:00
8. System Restored To Normal Operation
Date: 5/24/2023
Time: 3:00
9. Observations
These items are outside the regular scope of the required inspection and are not the result of an engineering review. This information is not intended
to be all-inclusive but rather a list of items discovered as a by-product of the required inspection.
Please see the summary section at the top of the form for the comments.
10. Inspector Information:
Test Verification:
Inspected By GUILLERMO RAMOS
Inspector Signature

Inspector License: FAL-2490126
Date of Work 5/24/2023
Inspection Notes

Recommend adding monitoring to this account.
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (FIELD HOUSE DEVICES )

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/24/2023

Frequency: Annual

Deficiency Summary

There are no reported deficiencies for this submission

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/24/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 DD 1 1 0 1 0  HD 1 1 0 1 0

 PS 2 2 0 2 0  SD-Photo 13 13 0 13 0

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 DD Z3 AHU 1 Annual 5/24/2023 Pass

 PS Z1 BACK EXIT Annual 5/24/2023 Pass

 SD-Photo Z2 BY BACK EXIT Annual 5/24/2023 Pass

 SD-Photo Z2 BY DEFENSIVE LINE
ROOM Annual 5/24/2023 Pass

 SD-Photo Z2 BY FRONT DESK Annual 5/24/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo Z2 BY OFFENSIVE LINE
ROOM Annual 5/24/2023 Pass

 SD-Photo Z2 BY ROOM 19 Annual 5/24/2023 Pass

 SD-Photo Z2 BY TEAM ROOM Annual 5/24/2023 Pass

 PS Z1 FRONT ENTRANCE Annual 5/24/2023 Pass

 SD-Photo Z2 FRONT ENTRANCE Annual 5/24/2023 Pass

 SD-Photo Z2 IN HALLWAY BY
RESTROOMS Annual 5/24/2023 Pass

 SD-Photo Z2 IN OFFCE Annual 5/24/2023 Pass

 SD-Photo Z2 IN RESTROOM Annual 5/24/2023 Pass

 SD-Photo Z2 IN RESTROOM Annual 5/24/2023 Pass

 HD Z2 INSIDE HALLWAY MECH
RM One shot, visual only Annual 5/24/2023 Pass

 SD-Photo Z2 INSIDE VARSITY LOCKER
RM Annual 5/24/2023 Pass

 SD-Photo Z2 O/S FACP ROOM Annual 5/24/2023 Pass

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 5/24/2023
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Fire Alarm Inspection and Testing Report

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE

(Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm (GENECOV SCIENCE

BUILDING ALARM)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/30/2023

Frequency: Annual

Tag: Blue

Deficiency Summary

Please refer to the Deficiency Summary located on applicable Fire Alarm Supplementary Forms for additional deficiency details.

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-

inclusive but rather a list of items discovered as a by-product of the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Inspection and Testing Report

1. Property Information
Tag Blue
Inspection Frequency: Annual
Property Being Evaluated:
TYLER JUNIOR COLLEGE (Educational)
Owner:
ALFONSO RODRIGUEZ
Owner's Phone Number:
903-262-0777
Property Address:
1327 S Baxter Ave., TYLER, TX, 75701
Assembly Description:
Fire Alarm (GENECOV SCIENCE BUILDING ALARM)
2. Owner's Section
Has the Owners section been answered on another inspection report that will be submitted with
this inspection report?  Yes  No  N/A

3. Monitoring Information
Is there a monitoring entity?  Yes  No
Monitoring organization: NMC
Phone: .
Email: N/A
Account number: A1541595 p.w. Lake tyler
Phone line 1: N/A
Phone line 2: N/A
Means of transmission: WIRELESS
Entity to which alarms are retransmitted: N/A
Phone: N/A
4. Notifications Made Prior To Testing

Contact Time

Monitoring organization: NMC 7:00

Building management: Alfonso 7:00
5. System Information - Panels / Power
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

5.1 Addressable Panels

Control Unit Manufacturer:
EDWARDS

Model Number:
EST

Location:
IN 3RD FLOOR ELECTRICAL ROOM
BY RESTROOMS

Software Revision:
N/A

SLC Loops Max #:
4

# Utilized:
4

Addresses Available:
0

NAC
Circuits

Max #:
4

# Utilized:
4

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
18

Mfr Year:
2020

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
18

Mfr Year:
2020

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No Description:

Control Unit Manufacturer:
SIMPLEX

Model Number:
4100ES

Location:
3RD FLOOR BY ELEVATOR

Software Revision:
N/A

SLC Loops Max #:
4

# Utilized:
2

Addresses Available:
2

NAC
Circuits

Max #:
4

# Utilized:
2

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
35

Mfr Year:
2020

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
35

Mfr Year:
2020

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No

Description:
MONITORING PANEL

5.3 Additional Power Supplies
Are there additional power supplies?  Yes  No
6. Testing Results

6.1 Control Unit and Related Equipment

Description Visual Inspection Functional Test Results

Control unit  Yes  No  Yes  No  Pass  Fail  N/A

Lamps / LEDs / LCDs  Yes  No  Yes  No  Pass  Fail  N/A

Fuses  Yes  No  Yes  No  Pass  Fail  N/A

Trouble signals  Yes  No  Yes  No  Pass  Fail  N/A

Disconnect switches  Yes  No  Yes  No  Pass  Fail  N/A

Ground-fault monitoring  Yes  No  Yes  No  Pass  Fail  N/A

Supervision  Yes  No  Yes  No  Pass  Fail  N/A

Annunciators  Yes  No  Yes  No  Pass  Fail  N/A

Remote power panels  Yes  No  Yes  No  Pass  Fail  N/A

Other  Yes  No  Yes  No  Pass  Fail  N/A
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

6.2 Secondary Power

Description Visual Inspection Functional Test Results

Battery condition  Yes  No  Yes  No  Pass  Fail  N/A

Load voltage  Yes  No  Yes  No  Pass  Fail  N/A

Discharge test  Yes  No  Yes  No  Pass  Fail  N/A

Charger test  Yes  No  Yes  No  Pass  Fail  N/A

Remote panel batteries  Yes  No  Yes  No  Pass  Fail  N/A
6.3 Alarm and Supervisory Alarm Initiating Device
Complete supplementary device test form for all initiating devices.
a. Did all tested initiating devices pass?  Yes  No  N/A
6.4 Notification Appliances
Include Notification Appliances Table on this Report?  Yes  No
Complete supplementary appliance test form for all notification appliances.
6.5 Interface Equipment
Complete supplementary interface component test form for all interface components.
Circuit Interface / Signaling Line Circuit Interface / Fire Alarm Control Interface
6.6 Supervising Station Monitoring

Description Yes/No Time (sec) Results

Alarm signal  Yes  No 9  Pass  Fail  N/A

Alarm restoration  Yes  No 6  Pass  Fail  N/A

Trouble signal  Yes  No 8  Pass  Fail  N/A

Trouble restoration  Yes  No 8  Pass  Fail  N/A

Supervisory signal  Yes  No 10  Pass  Fail  N/A

Supervisory restoration  Yes  No 6  Pass  Fail  N/A
6.7 Air Sampling Detection
Is there Air Sampling Detection?  Yes  No
6.8 Device Information

Devices

Pull Station
Manufacturer(s)
EST

Type
 Keyed  Hex Key
 Screw  Other

Detector manufacturer(s)
EST

Notification device
manufacturer(s)
EST

Color
 Red  White  Other

Comment
7. Notifications That Testing Is Complete

Contact Time

Monitoring organization: NMC 3:00

Building management: Alfonso 3:00
8. System Restored To Normal Operation
Date: 5/30/2023
Time: 3:00
9. Observations
These items are outside the regular scope of the required inspection and are not the result of an engineering review. This information is not intended
to be all-inclusive but rather a list of items discovered as a by-product of the required inspection.
Please see the summary section at the top of the form for the comments.
10. Inspector Information:
Test Verification:
Inspected By GUILLERMO RAMOS
Inspector Signature

Inspector License: FAL-2490126
Date of Work 5/30/2023
Inspection Notes
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (GENECOV SCIENCE

BUILDING DEVICES)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/30/2023

Frequency: Annual

Deficiency Summary

There are no reported deficiencies for this submission

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission

American Fire Protection Group, 12440 HWY 155 S, Unit 1A, Tyler, TX, 75701    Phone: 903-939-2066 Page 1 of 4



American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/30/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 DD 9 9 0 9 0  PS 15 15 0 15 0

 SD-Photo 30 30 0 30 0

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 17 1ST FL ABOVE BPS 1 Annual 5/30/2023 Pass

 PS 62 1ST FL BUILDING B Annual 5/30/2023 Pass

 SD-Photo 26 1ST FL BY BIO 104 Annual 5/30/2023 Pass

 SD-Photo 29 1ST FL BY BIO 105 Annual 5/30/2023 Pass

 PS 138 1ST FL BY BIO 106 Annual 5/30/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 30 1ST FL BY BIO 106 Annual 5/30/2023 Pass

 SD-Photo 18 1ST FL BY GEO 102 Annual 5/30/2023 Pass

 SD-Photo 19 1ST FL BY GEO 102 Annual 5/30/2023 Pass

 PS 135 1ST FL BY ROOM 101 Annual 5/30/2023 Pass

 SD-Photo 28 1ST FL BY ROOM 102A Annual 5/30/2023 Pass

 SD-Photo 20 1ST FL BY ROOM 102E Annual 5/30/2023 Pass

 PS 134 1ST FL BY ROOM 113 Annual 5/30/2023 Pass

 PS 136 1ST FL BY STAIR 1 Annual 5/30/2023 Pass

 PS 61 1ST FL BY STAIR 2 Annual 5/30/2023 Pass

 PS 146 1ST FL BY STAIR 2 Annual 5/30/2023 Pass

 SD-Photo 27 1ST FL BY STAIR 2 Annual 5/30/2023 Pass

 SD-Photo 24 1ST FL CLASSROOM 101 Annual 5/30/2023 Pass

 SD-Photo 25 1ST FL ELEVATOR LOBBY Annual 5/30/2023 Pass

 SD-Photo 23 1ST FL MECHANICAL
ROOM 101A Annual 5/30/2023 Pass

 PS 48 1ST FL PULL BY ROOM
115 Annual 5/30/2023 Pass

 SD-Photo 1 2ND FL ABOVE FACP Annual 5/30/2023 Pass

 DD 35 2ND FL AHU 3 Annual 5/30/2023 Pass

 DD 36 2ND FL AHU 3 Annual 5/30/2023 Pass

 DD 7 2ND FL AHU 4 Annual 5/30/2023 Pass

 DD 5 2ND FL AHU 5 Annual 5/30/2023 Pass

 DD 9 2ND FL AHU 6 Annual 5/30/2023 Pass

 PS 63 2ND FL BUILDING B Annual 5/30/2023 Pass

 SD-Photo 3 2ND FL BY BIO 224 Annual 5/30/2023 Pass

 SD-Photo 4 2ND FL BY BIO 224 Annual 5/30/2023 Pass

 SD-Photo 13 2ND FL BY CHEMESTRY
225 Annual 5/30/2023 Pass

 SD-Photo 14 2ND FL BY CHEMESTRY
225 Annual 5/30/2023 Pass

 SD-Photo 15 2ND FL BY CHEMESTRY
226 Annual 5/30/2023 Pass

 PS 129 2ND FL BY JANITOR 229 Annual 5/30/2023 Pass

 SD-Photo 10 2ND FL BY JANITOR 229 Annual 5/30/2023 Pass

 SD-Photo 16 2ND FL BY PHYSICS 227 Annual 5/30/2023 Pass

 SD-Photo 12 2ND FL BY PREP 225 Annual 5/30/2023 Pass

 PS 132 2ND FL BY ROOM 227 Annual 5/30/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 PS 130 2ND FL BY STAIR 1 Annual 5/30/2023 Pass

 PS 131 2ND FL BY STAIR 2 Annual 5/30/2023 Pass

 SD-Photo 14 2ND FL BY STAIR 2 Annual 5/30/2023 Pass

 SD-Photo 2 2ND FL CORRIDOR 240 Annual 5/30/2023 Pass

 SD-Photo 11 2ND FL ELEVATOR
LOBBY Annual 5/30/2023 Pass

 SD-Photo 6 2ND FL MECHANICAL
ROOM 242 Annual 5/30/2023 Pass

 SD-Photo 8 2ND FL MECHANICAL
ROOM 242 Annual 5/30/2023 Pass

 DD 37 2ND FL MECHANICAL
ROOM 242 AHU 3 Annual 5/30/2023 Pass

 DD 38 2ND FL MECHANICAL
ROOM M1 Annual 5/30/2023 Pass

 DD 39 2ND FL MECHANICAL
ROOM M1 Annual 5/30/2023 Pass

 DD 40 2ND FL MECHANICAL
ROOM M1 Annual 5/30/2023 Pass

 PS 145 BASEMENT BY OFFCIE BE Annual 5/30/2023 Pass

 SD-Photo 34 BASEMENT BY ROOM B1 Annual 5/30/2023 Pass

 SD-Photo 33 BASEMENT BY ROOM B2 Annual 5/30/2023 Pass

 PS 143 BASEMENT BY STAIR 1 Annual 5/30/2023 Pass

 SD-Photo 31 BASEMENT ELEVATOR
EQUIPMENT ROOM Annual 5/30/2023 Pass

 SD-Photo 32 BASEMENT ELEVATOR
LOBBY Annual 5/30/2023 Pass

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 5/30/2023
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (HOLLEY HALL DEVICES )

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/31/2023

Frequency: Annual

Deficiency Summary

There are no reported deficiencies for this submission

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/31/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 PS 2 2 0 2 0  SD-Photo 40 40 0 40 0

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 24 1st fl ADA room 101 Annual 5/31/2023 Pass

 SD-Photo 23 1st fl ADA room 102 Annual 5/31/2023 Pass

 SD-Photo 9 1st fl ADA room 116 Annual 5/31/2023 Pass

 SD-Photo 5 1st fl Laundry room Annual 5/31/2023 Pass

 SD-Photo 3 1st fl Lobby Annual 5/31/2023 Pass

 PS 1 1st fl N exit Annual 5/31/2023 Pass

©2014 FormLink Systems, Inc.,  Fire Alarm Supplement v1.4 Page 2 of 4



American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 2 1st fl N exit Annual 5/31/2023 Pass

 SD-Photo 4 1st fl N RA room Annual 5/31/2023 Pass

 SD-Photo 10 1st fl Room ADA 115 Annual 5/31/2023 Pass

 PS 8 1st fl S exit Annual 5/31/2023 Pass

 SD-Photo 7 1st fl S exit Annual 5/31/2023 Pass

 SD-Photo 6 1st fl S RA room Annual 5/31/2023 Pass

 SD-Photo 25 2nd fl N mechanical room Annual 5/31/2023 Pass

 SD-Photo 43 2nd fl S Mechanical room Annual 5/31/2023 Pass

 SD-Photo 22 Room 103 Annual 5/31/2023 Pass

 SD-Photo 21 Room 104 Annual 5/31/2023 Pass

 SD-Photo 20 Room 105 Annual 5/31/2023 Pass

 SD-Photo 19 Room 106 Annual 5/31/2023 Pass

 SD-Photo 18 Room 107 Annual 5/31/2023 Pass

 SD-Photo 17 Room 108 Annual 5/31/2023 Pass

 SD-Photo 16 Room 109 Annual 5/31/2023 Pass

 SD-Photo 15 Room 110 Annual 5/31/2023 Pass

 SD-Photo 14 Room 111 Annual 5/31/2023 Pass

 SD-Photo 13 Room 112 Annual 5/31/2023 Pass

 SD-Photo 12 Room 113 Annual 5/31/2023 Pass

 SD-Photo 11 Room 114 Annual 5/31/2023 Pass

 SD-Photo 27 Room 201 Annual 5/31/2023 Pass

 SD-Photo 28 Room 202 Annual 5/31/2023 Pass

 SD-Photo 29 Room 203 Annual 5/31/2023 Pass

 SD-Photo 30 Room 204 Annual 5/31/2023 Pass

 SD-Photo 31 Room 205 Annual 5/31/2023 Pass

 SD-Photo 32 Room 206 Annual 5/31/2023 Pass

 SD-Photo 33 Room 207 Annual 5/31/2023 Pass

 SD-Photo 34 Room 208 Annual 5/31/2023 Pass

 SD-Photo 35 Room 209 Annual 5/31/2023 Pass

 SD-Photo 36 Room 210 Annual 5/31/2023 Pass

 SD-Photo 37 Room 211 Annual 5/31/2023 Pass

 SD-Photo 38 Room 212 Annual 5/31/2023 Pass

 SD-Photo 39 Room 213 Annual 5/31/2023 Pass

 SD-Photo 40 Room 214 Annual 5/31/2023 Pass

 SD-Photo 41 Room 215 Annual 5/31/2023 Pass

 SD-Photo 42 Room 216 Annual 5/31/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 5/31/2023
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (HUDNALL HALL DEVICES )

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/31/2023

Frequency: Annual

Deficiency Summary

There are no reported deficiencies for this submission

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/31/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 PS 6 6 0 6 0  SD-Photo 68 68 0 68 0

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 5 1ST FL 101 Annual 5/31/2023 Pass

 SD-Photo 6 1ST FL 102 Annual 5/31/2023 Pass

 SD-Photo 7 1ST FL 103 Annual 5/31/2023 Pass

 SD-Photo 21 1ST FL 104 Annual 5/31/2023 Pass

 SD-Photo 20 1ST FL 106 Annual 5/31/2023 Pass

 SD-Photo 9 1ST FL 107 Annual 5/31/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 18 1ST FL 108 Annual 5/31/2023 Pass

 SD-Photo 10 1ST FL 109 Annual 5/31/2023 Pass

 SD-Photo 17 1ST FL 110 Annual 5/31/2023 Pass

 SD-Photo 11 1ST FL 111 Annual 5/31/2023 Pass

 SD-Photo 16 1ST FL 112 Annual 5/31/2023 Pass

 SD-Photo 12 1ST FL 113 Annual 5/31/2023 Pass

 SD-Photo 15 1ST FL 114 Annual 5/31/2023 Pass

 SD-Photo 39 1ST FL 115 Annual 5/31/2023 Pass

 SD-Photo 38 1ST FL 116 Annual 5/31/2023 Pass

 SD-Photo 37 1ST FL 117 Annual 5/31/2023 Pass

 SD-Photo 36 1ST FL 119 Annual 5/31/2023 Pass

 SD-Photo 29 1ST FL 120 Annual 5/31/2023 Pass

 SD-Photo 35 1ST FL 121 Annual 5/31/2023 Pass

 SD-Photo 30 1ST FL 122 Annual 5/31/2023 Pass

 SD-Photo 34 1ST FL 123 Annual 5/31/2023 Pass

 SD-Photo 31 1ST FL 124 Annual 5/31/2023 Pass

 SD-Photo 19 1ST FL BY 106 Annual 5/31/2023 Pass

 SD-Photo 28 1ST FL BY 118 Annual 5/31/2023 Pass

 SD-Photo 25 1ST FL CORRIDOR BY
STAIRS Annual 5/31/2023 Pass

 SD-Photo 27 1ST FL DORM ROOM 118 Annual 5/31/2023 Pass

 SD-Photo 14 1ST FL EAST CORRIDOR Annual 5/31/2023 Pass

 PS 13 1ST FL EAST EXIT Annual 5/31/2023 Pass

 PS 4 1ST FL ENTRANCE Annual 5/31/2023 Pass

 SD-Photo 2 1ST FL LAUNDRY Annual 5/31/2023 Pass

 SD-Photo 1 1ST FL LOBBY BY FACP Annual 5/31/2023 Pass

 SD-Photo 23 1ST FL MECH ROOM Annual 5/31/2023 Pass

 PS 22 1ST FL MECH ROOM EXIT Annual 5/31/2023 Pass

 SD-Photo 33 1ST FL NORTH CORRIDOR Annual 5/31/2023 Pass

 SD-Photo 32 1ST FL NORTH CORRIDOR
EXIT Annual 5/31/2023 Pass

 SD-Photo 24 1ST FL OUTSIDE ROOM
101 Annual 5/31/2023 Pass

 SD-Photo 26 1ST FL RA DORM Annual 5/31/2023 Pass

 SD-Photo 70 2ND FL 201 Annual 5/31/2023 Pass

 SD-Photo 69 2ND FL 202 Annual 5/31/2023 Pass

 SD-Photo 68 2ND FL 203 Annual 5/31/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 54 2ND FL 204 Annual 5/31/2023 Pass

 SD-Photo 67 2ND FL 205 Annual 5/31/2023 Pass

 SD-Photo 55 2ND FL 206 Annual 5/31/2023 Pass

 SD-Photo 66 2ND FL 207 Annual 5/31/2023 Pass

 SD-Photo 57 2ND FL 208 Annual 5/31/2023 Pass

 SD-Photo 65 2ND FL 209 Annual 5/31/2023 Pass

 SD-Photo 58 2ND FL 210 Annual 5/31/2023 Pass

 SD-Photo 64 2ND FL 211 Annual 5/31/2023 Pass

 SD-Photo 59 2ND FL 212 Annual 5/31/2023 Pass

 SD-Photo 63 2ND FL 213 Annual 5/31/2023 Pass

 SD-Photo 60 2ND FL 214 Annual 5/31/2023 Pass

 SD-Photo 84 2ND FL 215 Annual 5/31/2023 Pass

 SD-Photo 71 2ND FL 216 Annual 5/31/2023 Pass

 SD-Photo 83 2ND FL 217 Annual 5/31/2023 Pass

 SD-Photo 72 2ND FL 218 Annual 5/31/2023 Pass

 SD-Photo 82 2ND FL 219 Annual 5/31/2023 Pass

 SD-Photo 74 2ND FL 220 Annual 5/31/2023 Pass

 SD-Photo 81 2ND FL 221 Annual 5/31/2023 Pass

 SD-Photo 75 2ND FL 222 Annual 5/31/2023 Pass

 SD-Photo 80 2ND FL 223 Annual 5/31/2023 Pass

 SD-Photo 76 2ND FL 224 Annual 5/31/2023 Pass

 SD-Photo 79 2ND FL 225 Annual 5/31/2023 Pass

 SD-Photo 56 2ND FL BY 207 Annual 5/31/2023 Pass

 SD-Photo 73 2ND FL BY 218 Annual 5/31/2023 Pass

 PS 86 2ND FL CENTRAL STAIRS Annual 5/31/2023 Pass

 SD-Photo 51 2ND FL CORRIDOR BY
STAIRS Annual 5/31/2023 Pass

 SD-Photo 52 2ND FL CORRIDOR BY
STUDY Annual 5/31/2023 Pass

 SD-Photo 62 2ND FL EAST END Annual 5/31/2023 Pass

 PS 61 2ND FL EAST EXIT Annual 5/31/2023 Pass

 SD-Photo 85 2ND FL LAUNDRY Annual 5/31/2023 Pass

 SD-Photo 78 2ND FL N CORRIDOR Annual 5/31/2023 Pass

 PS 77 2ND FL N CORRIDOR
EXIT Annual 5/31/2023 Pass

 SD-Photo 53 2ND FL STUDY Annual 5/31/2023 Pass

 SD-Photo 8 Rm 105 Annual 5/31/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 5/31/2023
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Fire Alarm Inspection and Testing Report

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE

(Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm (JENKINS HALL ALARM)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/23/2023

Frequency: Annual

Tag: Red

Deficiency Summary

Please refer to the Deficiency Summary located on applicable Fire Alarm Supplementary Forms for additional deficiency details.

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-

inclusive but rather a list of items discovered as a by-product of the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Inspection and Testing Report

1. Property Information
Tag Red
Inspection Frequency: Annual
Property Being Evaluated:
TYLER JUNIOR COLLEGE (Educational)
Owner:
ALFONSO RODRIGUEZ
Owner's Phone Number:
903-262-0777
Property Address:
1327 S Baxter Ave., TYLER, TX, 75701
Assembly Description:
Fire Alarm (JENKINS HALL ALARM)
2. Owner's Section
Has the Owners section been answered on another inspection report that will be submitted with
this inspection report?  Yes  No  N/A

3. Monitoring Information
Is there a monitoring entity?  Yes  No
Monitoring organization: NMC
Phone: 1-855-791-8378
Email: N/A
Account number: A1541595 p.w. Lake tyler
Phone line 1: N/A
Phone line 2: N/A
Means of transmission: WIRELESS
Entity to which alarms are retransmitted: N/A
Phone: N/A
4. Notifications Made Prior To Testing

Contact Time

Monitoring organization: NMC 7:00

Building management: Alfonso 7:00
5. System Information - Panels / Power

5.1 Addressable Panels

Control Unit Manufacturer:
SIMPLEX

Model Number:
4100ES

Location:
2ND FL BY ELEVATOR AND STAIRS

Software Revision:
N/A

SLC Loops Max #:
4

# Utilized:
2

Addresses Available:
2

NAC
Circuits

Max #:
6

# Utilized:
2

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
35

Mfr Year:
2022

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
35

Mfr Year:
2022

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No Description:

5.3 Additional Power Supplies
Are there additional power supplies?  Yes  No
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

6. Testing Results

6.1 Control Unit and Related Equipment

Description Visual Inspection Functional Test Results

Control unit  Yes  No  Yes  No  Pass  Fail  N/A

Lamps / LEDs / LCDs  Yes  No  Yes  No  Pass  Fail  N/A

Fuses  Yes  No  Yes  No  Pass  Fail  N/A

Trouble signals  Yes  No  Yes  No  Pass  Fail  N/A

Disconnect switches  Yes  No  Yes  No  Pass  Fail  N/A

Ground-fault monitoring  Yes  No  Yes  No  Pass  Fail  N/A

Supervision  Yes  No  Yes  No  Pass  Fail  N/A

Annunciators  Yes  No  Yes  No  Pass  Fail  N/A

Remote power panels  Yes  No  Yes  No  Pass  Fail  N/A

Other  Yes  No  Yes  No  Pass  Fail  N/A
6.2 Secondary Power

Description Visual Inspection Functional Test Results

Battery condition  Yes  No  Yes  No  Pass  Fail  N/A

Load voltage  Yes  No  Yes  No  Pass  Fail  N/A

Discharge test  Yes  No  Yes  No  Pass  Fail  N/A

Charger test  Yes  No  Yes  No  Pass  Fail  N/A

Remote panel batteries  Yes  No  Yes  No  Pass  Fail  N/A
6.3 Alarm and Supervisory Alarm Initiating Device
Complete supplementary device test form for all initiating devices.
a. Did all tested initiating devices pass?  Yes  No  N/A
6.4 Notification Appliances
Include Notification Appliances Table on this Report?  Yes  No
Complete supplementary appliance test form for all notification appliances.
6.5 Interface Equipment
Complete supplementary interface component test form for all interface components.
Circuit Interface / Signaling Line Circuit Interface / Fire Alarm Control Interface
6.6 Supervising Station Monitoring

Description Yes/No Time (sec) Results

Alarm signal  Yes  No 10  Pass  Fail  N/A

Alarm restoration  Yes  No 7  Pass  Fail  N/A

Trouble signal  Yes  No 8  Pass  Fail  N/A

Trouble restoration  Yes  No 5  Pass  Fail  N/A

Supervisory signal  Yes  No 9  Pass  Fail  N/A

Supervisory restoration  Yes  No 8  Pass  Fail  N/A
6.7 Air Sampling Detection
Is there Air Sampling Detection?  Yes  No
6.8 Device Information

Devices

Pull Station
Manufacturer(s)
SIMPLEX

Type
 Keyed  Hex Key
 Screw  Other

Detector manufacturer(s)
SIMPLEX

Notification device
manufacturer(s)
SIMPLEX

Color
 Red  White  Other

Comment
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

7. Notifications That Testing Is Complete

Contact Time

Monitoring organization: NMC 3:00

Building management: Alfonso 3:00
8. System Restored To Normal Operation
Date: 5/23/2023
Time: 3:00
9. Observations
These items are outside the regular scope of the required inspection and are not the result of an engineering review. This information is not intended
to be all-inclusive but rather a list of items discovered as a by-product of the required inspection.
Please see the summary section at the top of the form for the comments.
10. Inspector Information:
Test Verification:
Inspected By GUILLERMO RAMOS
Inspector Signature

Inspector License: FAL-2490126
Date of Work 5/23/2023
Inspection Notes

FACP red tagged due to elevator lobby smoke detectors did not recall during testing, smoke detector located inside elevator equipment room did not
recall elevator during testing, heat detector located inside elevator equipment room did not shunt trip during testing.
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (JENKINS HALL DEVICES )

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/23/2023

Frequency: Annual

Deficiency Summary

There are no reported deficiencies for this submission

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/23/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 DD 15 15 0 15 0  HD 1 1 0 1 0

 PS 1 1 0 1 0  SD-Photo 4 4 0 4 0

 TS 3 3 0 3 0  WF 3 3 0 3 0

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 1 1ST FL ELEVATOR LOBBY Did not recall Annual 5/23/2023 Pass

 SD-Photo 17 2ND FL ELEVATOR
LOBBY Did not recall Annual 5/23/2023 Pass

 TS 18 2ND FL RISER ROOM Annual 5/23/2023 Pass

 WF 19 2ND FL RISER ROOM Annual 5/23/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 15 ABOVE FACP Annual 5/23/2023 Pass

 DD 11 AHU 7 NEAR ART Annual 5/23/2023 Pass

 DD 24 ATTIC AHU 9 Annual 5/23/2023 Pass

 DD 26 ATTIC AHU 10 Annual 5/23/2023 Pass

 DD 28 ATTIC AHU 11 Annual 5/23/2023 Pass

 DD 29 ATTIC AHU 11 Annual 5/23/2023 Pass

 DD 30 ATTIC AHU 11 Annual 5/23/2023 Pass

 DD 32 ATTIC SMALL AHU Annual 5/23/2023 Pass

 PS 16 ELECTRICAL ROOM BY
FACP Annual 5/23/2023 Pass

 DD 22 ELEVATOR EQUIPMENT
ROOM AHU 2 Annual 5/23/2023 Pass

 DD 20 ELEVATOR EQUIPMENT
ROOM AHU 3 Annual 5/23/2023 Pass

 HD 3 MECHANICAL 157 Did not shunt trip Annual 5/23/2023 Pass

 SD-Photo 2 MECHANICAL 157 Did not recall Annual 5/23/2023 Pass

 DD 13 MECHANICAL ROOM 103
AHU 1 Annual 5/23/2023 Pass

 TS 8  NEAR ART ROOM Annual 5/23/2023 Pass

 WF 7 NEAR ART ROOM Annual 5/23/2023 Pass

 TS 10 OUTSIDE BASEMENT Annual 5/23/2023 Pass

 WF 9 OUTSIDE BASEMENT Annual 5/23/2023 Pass

 DD 36 UNDER ARR ROOM AHU 4 Annual 5/23/2023 Pass

 DD 38 UNDER ART ROOM AHU 5 Annual 5/23/2023 Pass

 DD 34 UNDER ART ROOM AHU
13 Annual 5/23/2023 Pass

 DD 40 UNDER LECTURE AHU 6 Annual 5/23/2023 Pass

 DD 42 WEST ATTIC AHU Annual 5/23/2023 Pass

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 5/23/2023

©2014 FormLink Systems, Inc.,  Fire Alarm Supplement v1.4 Page 3 of 3



Fire Alarm Inspection and Testing Report

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE

(Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm (Lewis Hall)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/31/2023

Frequency: Annual

Tag: Blue

Deficiency Summary

Please refer to the Deficiency Summary located on applicable Fire Alarm Supplementary Forms for additional deficiency details.

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-

inclusive but rather a list of items discovered as a by-product of the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Inspection and Testing Report

1. Property Information
Tag Blue
Inspection Frequency: Annual
Property Being Evaluated:
TYLER JUNIOR COLLEGE (Educational)
Owner:
ALFONSO RODRIGUEZ
Owner's Phone Number:
903-262-0777
Property Address:
1327 S Baxter Ave., TYLER, TX, 75701
Assembly Description:
Fire Alarm (Lewis Hall)
2. Owner's Section
Has the Owners section been answered on another inspection report that will be submitted with
this inspection report?  Yes  No  N/A

3. Monitoring Information
Is there a monitoring entity?  Yes  No
Monitoring organization: NMC
Phone: .
Email: .
Account number: A150027 p.w. Lake tyler
Phone line 1: .
Phone line 2: .
Means of transmission: Dialer
Entity to which alarms are retransmitted: Dialer
Phone: .
4. Notifications Made Prior To Testing

Contact Time

Monitoring organization: NMC 7:00

Building management: Alfonso 7:00
5. System Information - Panels / Power

5.1 Addressable Panels

Control Unit Manufacturer:
FireNet L@titude

Model Number:
LA203K1-40h

Location:
Lobby area

Software Revision:
.

SLC Loops Max #:
4

# Utilized:
4

Addresses Available:
.

NAC
Circuits

Max #:
4

# Utilized:
2

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
Breaker

Amps:
20

Disconnecting Means Location:
Breaker

Battery 1 Voltage:
12

Amps:
18

Mfr Year:
2021

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
18

Mfr Year:
2021

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No Description:

5.3 Additional Power Supplies
Are there additional power supplies?  Yes  No
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

6. Testing Results

6.1 Control Unit and Related Equipment

Description Visual Inspection Functional Test Results

Control unit  Yes  No  Yes  No  Pass  Fail  N/A

Lamps / LEDs / LCDs  Yes  No  Yes  No  Pass  Fail  N/A

Fuses  Yes  No  Yes  No  Pass  Fail  N/A

Trouble signals  Yes  No  Yes  No  Pass  Fail  N/A

Disconnect switches  Yes  No  Yes  No  Pass  Fail  N/A

Ground-fault monitoring  Yes  No  Yes  No  Pass  Fail  N/A

Supervision  Yes  No  Yes  No  Pass  Fail  N/A

Annunciators  Yes  No  Yes  No  Pass  Fail  N/A

Remote power panels  Yes  No  Yes  No  Pass  Fail  N/A

Other  Yes  No  Yes  No  Pass  Fail  N/A
6.2 Secondary Power

Description Visual Inspection Functional Test Results

Battery condition  Yes  No  Yes  No  Pass  Fail  N/A

Load voltage  Yes  No  Yes  No  Pass  Fail  N/A

Discharge test  Yes  No  Yes  No  Pass  Fail  N/A

Charger test  Yes  No  Yes  No  Pass  Fail  N/A

Remote panel batteries  Yes  No  Yes  No  Pass  Fail  N/A
6.3 Alarm and Supervisory Alarm Initiating Device
Complete supplementary device test form for all initiating devices.
a. Did all tested initiating devices pass?  Yes  No  N/A
6.4 Notification Appliances
Include Notification Appliances Table on this Report?  Yes  No
Complete supplementary appliance test form for all notification appliances.
6.5 Interface Equipment
Complete supplementary interface component test form for all interface components.
Circuit Interface / Signaling Line Circuit Interface / Fire Alarm Control Interface
6.6 Supervising Station Monitoring

Description Yes/No Time (sec) Results

Alarm signal  Yes  No 6  Pass  Fail  N/A

Alarm restoration  Yes  No 5  Pass  Fail  N/A

Trouble signal  Yes  No 5  Pass  Fail  N/A

Trouble restoration  Yes  No 3  Pass  Fail  N/A

Supervisory signal  Yes  No 5  Pass  Fail  N/A

Supervisory restoration  Yes  No 4  Pass  Fail  N/A
6.7 Air Sampling Detection
Is there Air Sampling Detection?  Yes  No
6.8 Device Information

Devices

Pull Station
Manufacturer(s)
Hochiki

Type
 Keyed  Hex Key
 Screw  Other

Detector manufacturer(s)
Hochiki

Notification device
manufacturer(s)
Hochiki

Color
 Red  White  Other

Comment
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

7. Notifications That Testing Is Complete

Contact Time

Monitoring organization: NMC 3:00

Building management: Alfonso 3:00
8. System Restored To Normal Operation
Date: 5/31/2023
Time: 3:00
9. Observations
These items are outside the regular scope of the required inspection and are not the result of an engineering review. This information is not intended
to be all-inclusive but rather a list of items discovered as a by-product of the required inspection.
Please see the summary section at the top of the form for the comments.
10. Inspector Information:
Test Verification:
Inspected By GUILLERMO RAMOS
Inspector Signature

Inspector License: FAL-2490126
Date of Work 5/31/2023
Inspection Notes
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (Lewis Hall)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/31/2023

Frequency: Annual

Deficiency Summary

There are no reported deficiencies for this submission

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/31/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 HD 1 1 0 1 0  PS 6 6 0 6 0

 SD 28 28 0 28 0

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD 1 1st fl Annual 5/31/2023 Pass

 PS 3 1st fl by rm 112 Annual 5/31/2023 Pass

 PS 5 1st fl east stairwell Annual 5/31/2023 Pass

 SD 4 1st fl east stairwell Annual 5/31/2023 Pass

 SD 17 1st fl rm 101 Annual 5/31/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD 16 1st fl rm 102 Annual 5/31/2023 Pass

 SD 15 1st fl rm 103 Annual 5/31/2023 Pass

 SD 14 1st fl rm 104 Annual 5/31/2023 Pass

 SD 13 1st fl rm 105 Annual 5/31/2023 Pass

 SD 12 1st fl rm 106 Annual 5/31/2023 Pass

 SD 11 1st fl rm 107 Annual 5/31/2023 Pass

 SD 10 1st fl rm 108 Annual 5/31/2023 Pass

 SD 9 1st fl rm 109 Annual 5/31/2023 Pass

 SD 8 1st fl rm 110 Annual 5/31/2023 Pass

 SD 7 1st fl rm 111 Annual 5/31/2023 Pass

 SD 6 1st fl rm 112 Annual 5/31/2023 Pass

 PS 18 1st fl west stairwell Annual 5/31/2023 Pass

 SD 19 1st fl west stairwell Annual 5/31/2023 Pass

 PS 35 2nd fl by rm 212 Annual 5/31/2023 Pass

 PS 22 2nd floor by rm 201 Annual 5/31/2023 Pass

 PS 21 Corr. By rm 101 Annual 5/31/2023 Pass

 HD 20 Laundry rm Annual 5/31/2023 Pass

 SD 2 Lobby Annual 5/31/2023 Pass

 SD 23 Rm 201 Annual 5/31/2023 Pass

 SD 24 Rm 202 Annual 5/31/2023 Pass

 SD 25 Rm 203 Annual 5/31/2023 Pass

 SD 26 Rm 204 Annual 5/31/2023 Pass

 SD 27 Rm 205 Annual 5/31/2023 Pass

 SD 28 Rm 206 Annual 5/31/2023 Pass

 SD 29 Rm 207 Annual 5/31/2023 Pass

 SD 30 Rm 208 Annual 5/31/2023 Pass

 SD 31 Rm 209 Annual 5/31/2023 Pass

 SD 32 Rm 210 Annual 5/31/2023 Pass

 SD 33 Rm 211 Annual 5/31/2023 Pass

 SD 34 Rm 212 Annual 5/31/2023 Pass

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

except as noted in the Comments.
Signature of Inspector

Date 5/31/2023
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Fire Alarm Inspection and Testing Report

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE

(Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm (JOANN MEDLOCK

MURPHY TENIS CENTER ALARM)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/25/2023

Frequency: Annual

Tag: Blue

Deficiency Summary

Please refer to the Deficiency Summary located on applicable Fire Alarm Supplementary Forms for additional deficiency details.

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-

inclusive but rather a list of items discovered as a by-product of the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Inspection and Testing Report

1. Property Information
Tag Blue
Inspection Frequency: Annual
Property Being Evaluated:
TYLER JUNIOR COLLEGE (Educational)
Owner:
ALFONSO RODRIGUEZ
Owner's Phone Number:
903-262-0777
Property Address:
1327 S Baxter Ave., TYLER, TX, 75701
Assembly Description:
Fire Alarm (JOANN MEDLOCK MURPHY TENIS CENTER ALARM)
2. Owner's Section
Has the Owners section been answered on another inspection report that will be submitted with
this inspection report?  Yes  No  N/A

3. Monitoring Information
Is there a monitoring entity?  Yes  No
Monitoring organization: NMC
Phone: .
Email: N/A
Account number: A1541595 p.w. Lake tyler
Phone line 1: N/A
Phone line 2: N/A
Means of transmission: WIRELESS
Entity to which alarms are retransmitted: N/A
Phone: N/A
4. Notifications Made Prior To Testing

Contact Time

Monitoring organization: NMC 7:00

Building management: Alfonso 7:00
5. System Information - Panels / Power
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

5.1 Addressable Panels

Control Unit Manufacturer:
EDWARDS

Model Number:
EST2

Location:
IN CLASSROOMS ELECTRICAL
ROOM

Software Revision:
N/A

SLC Loops Max #:
4

# Utilized:
2

Addresses Available:
2

NAC
Circuits

Max #:
4

# Utilized:
2

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
7

Mfr Year:
2019

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
7

Mfr Year:
2019

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No Description:

Control Unit Manufacturer:
SIMPLEX

Model Number:
4100ES

Location:
IN CLASSROOM BY ELECTRICAL
ROOM

Software Revision:
N/A

SLC Loops Max #:
4

# Utilized:
1

Addresses Available:
3

NAC
Circuits

Max #:
4

# Utilized:
0

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
33

Mfr Year:
2019

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
33

Mfr Year:
2019

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No Description:

5.3 Additional Power Supplies
Are there additional power supplies?  Yes  No
6. Testing Results

6.1 Control Unit and Related Equipment

Description Visual Inspection Functional Test Results

Control unit  Yes  No  Yes  No  Pass  Fail  N/A

Lamps / LEDs / LCDs  Yes  No  Yes  No  Pass  Fail  N/A

Fuses  Yes  No  Yes  No  Pass  Fail  N/A

Trouble signals  Yes  No  Yes  No  Pass  Fail  N/A

Disconnect switches  Yes  No  Yes  No  Pass  Fail  N/A

Ground-fault monitoring  Yes  No  Yes  No  Pass  Fail  N/A

Supervision  Yes  No  Yes  No  Pass  Fail  N/A

Annunciators  Yes  No  Yes  No  Pass  Fail  N/A

Remote power panels  Yes  No  Yes  No  Pass  Fail  N/A

Other  Yes  No  Yes  No  Pass  Fail  N/A
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

6.2 Secondary Power

Description Visual Inspection Functional Test Results

Battery condition  Yes  No  Yes  No  Pass  Fail  N/A

Load voltage  Yes  No  Yes  No  Pass  Fail  N/A

Discharge test  Yes  No  Yes  No  Pass  Fail  N/A

Charger test  Yes  No  Yes  No  Pass  Fail  N/A

Remote panel batteries  Yes  No  Yes  No  Pass  Fail  N/A
6.3 Alarm and Supervisory Alarm Initiating Device
Complete supplementary device test form for all initiating devices.
a. Did all tested initiating devices pass?  Yes  No  N/A
6.4 Notification Appliances
Include Notification Appliances Table on this Report?  Yes  No
Complete supplementary appliance test form for all notification appliances.
6.5 Interface Equipment
Complete supplementary interface component test form for all interface components.
Circuit Interface / Signaling Line Circuit Interface / Fire Alarm Control Interface
6.6 Supervising Station Monitoring

Description Yes/No Time (sec) Results

Alarm signal  Yes  No 8  Pass  Fail  N/A

Alarm restoration  Yes  No 6  Pass  Fail  N/A

Trouble signal  Yes  No 9  Pass  Fail  N/A

Trouble restoration  Yes  No 5  Pass  Fail  N/A

Supervisory signal  Yes  No 8  Pass  Fail  N/A

Supervisory restoration  Yes  No 7  Pass  Fail  N/A
6.7 Air Sampling Detection
Is there Air Sampling Detection?  Yes  No
6.8 Device Information

Devices

Pull Station
Manufacturer(s)
N/A

Type
 Keyed  Hex Key
 Screw  Other

Detector manufacturer(s)
EST

Notification device
manufacturer(s)
EST

Color
 Red  White  Other

Comment
N/A

7. Notifications That Testing Is Complete

Contact Time

Monitoring organization: NMC 3:00

Building management: Alfonso 3:00
8. System Restored To Normal Operation
Date: 5/25/2023
Time: 3:00
9. Observations
These items are outside the regular scope of the required inspection and are not the result of an engineering review. This information is not intended
to be all-inclusive but rather a list of items discovered as a by-product of the required inspection.
Please see the summary section at the top of the form for the comments.
10. Inspector Information:
Test Verification:
Inspected By GUILLERMO RAMOS
Inspector Signature

Inspector License: FAL-2490126
Date of Work 5/25/2023
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Inspection Notes
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (JOANN MEDLOCK MURPHY

TENIS CENTER DEVICES)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/25/2023

Frequency: Annual

Deficiency Summary

There are no reported deficiencies for this submission

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/25/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 HD 2 2 0 2 0  SD-Photo 2 2 0 2 0

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 103 1ST FL ELEVATOR
EQUIPMENT ROOM No elevator key on site Annual 5/25/2023 Pass

 HD . O/S 1ST FL ELEVATOR
(One Shot) Visual only, no elevator key on site Annual 5/25/2023 Pass

 HD . O/S 2ND FL ELEVATOR
(One Shot) Visual only, no elevator key on site Annual 5/25/2023 Pass

 SD-Photo 101 SMOKE ABOVE FACP Annual 5/25/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 5/25/2023
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Fire Alarm Inspection and Testing Report

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE

(Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm (OHPE ALARM)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/25/2023

Frequency: Annual

Tag: Red

Deficiency Summary

Please refer to the Deficiency Summary located on applicable Fire Alarm Supplementary Forms for additional deficiency details.

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-

inclusive but rather a list of items discovered as a by-product of the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Inspection and Testing Report

1. Property Information
Tag Red
Inspection Frequency: Annual
Property Being Evaluated:
TYLER JUNIOR COLLEGE (Educational)
Owner:
ALFONSO RODRIGUEZ
Owner's Phone Number:
903-262-0777
Property Address:
1327 S Baxter Ave., TYLER, TX, 75701
Assembly Description:
Fire Alarm (OHPE ALARM)
2. Owner's Section
Has the Owners section been answered on another inspection report that will be submitted with
this inspection report?  Yes  No  N/A

3. Monitoring Information
Is there a monitoring entity?  Yes  No
Monitoring organization: NMC
Phone: 1-855-791-8378
Email: N/A
Account number: A15-1470 p.w. Lake tyler
Phone line 1: N/A
Phone line 2: N/A
Means of transmission: WIRELESS
Entity to which alarms are retransmitted: N/A
Phone: N/A
4. Notifications Made Prior To Testing

Contact Time

Monitoring organization: NMC 7:00

Building management: Alfonso 7:00
5. System Information - Panels / Power

5.1 Addressable Panels

Control Unit Manufacturer:
FireNET

Model Number:
L@titude

Location:
Server rm inside catering

Software Revision:
1.04

SLC Loops Max #:
6

# Utilized:
2

Addresses Available:
2

NAC
Circuits

Max #:
6

# Utilized:
2

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
30

Mfr Year:
2022

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
30

Mfr Year:
2022

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No Description:

5.3 Additional Power Supplies
Are there additional power supplies?  Yes  No
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Power Supplies

Control Unit Manufacturer:
Hochiki

Model Number:
PE-10SN

Location:
2ND FL MECH RM

Disconnecting Location:
Breaker

Battery 1 Voltage:
12

Amps:
7

Mfr Year:
2022

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
7

Mfr Year:
2022

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

6. Testing Results

6.1 Control Unit and Related Equipment

Description Visual Inspection Functional Test Results

Control unit  Yes  No  Yes  No  Pass  Fail  N/A

Lamps / LEDs / LCDs  Yes  No  Yes  No  Pass  Fail  N/A

Fuses  Yes  No  Yes  No  Pass  Fail  N/A

Trouble signals  Yes  No  Yes  No  Pass  Fail  N/A

Disconnect switches  Yes  No  Yes  No  Pass  Fail  N/A

Ground-fault monitoring  Yes  No  Yes  No  Pass  Fail  N/A

Supervision  Yes  No  Yes  No  Pass  Fail  N/A

Annunciators  Yes  No  Yes  No  Pass  Fail  N/A

Remote power panels  Yes  No  Yes  No  Pass  Fail  N/A

Other  Yes  No  Yes  No  Pass  Fail  N/A
6.2 Secondary Power

Description Visual Inspection Functional Test Results

Battery condition  Yes  No  Yes  No  Pass  Fail  N/A

Load voltage  Yes  No  Yes  No  Pass  Fail  N/A

Discharge test  Yes  No  Yes  No  Pass  Fail  N/A

Charger test  Yes  No  Yes  No  Pass  Fail  N/A

Remote panel batteries  Yes  No  Yes  No  Pass  Fail  N/A
6.3 Alarm and Supervisory Alarm Initiating Device
Complete supplementary device test form for all initiating devices.
a. Did all tested initiating devices pass?  Yes  No  N/A
6.4 Notification Appliances
Include Notification Appliances Table on this Report?  Yes  No
Complete supplementary appliance test form for all notification appliances.
6.5 Interface Equipment
Complete supplementary interface component test form for all interface components.
Circuit Interface / Signaling Line Circuit Interface / Fire Alarm Control Interface
6.6 Supervising Station Monitoring

Description Yes/No Time (sec) Results

Alarm signal  Yes  No 7  Pass  Fail  N/A

Alarm restoration  Yes  No 5  Pass  Fail  N/A

Trouble signal  Yes  No 8  Pass  Fail  N/A

Trouble restoration  Yes  No 7  Pass  Fail  N/A

Supervisory signal  Yes  No 9  Pass  Fail  N/A

Supervisory restoration  Yes  No 7  Pass  Fail  N/A
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

6.7 Air Sampling Detection
Is there Air Sampling Detection?  Yes  No
6.8 Device Information

Devices

Pull Station
Manufacturer(s)
Hochiki

Type
 Keyed  Hex Key
 Screw  Other

Detector manufacturer(s)
Hochiki

Notification device
manufacturer(s)
Hochiki

Color
 Red  White  Other

Comment
7. Notifications That Testing Is Complete

Contact Time

Monitoring organization: NMC 3:00

Building management: Alfonso 3:00
8. System Restored To Normal Operation
Date: 5/25/2023
Time: 3:00
9. Observations
These items are outside the regular scope of the required inspection and are not the result of an engineering review. This information is not intended
to be all-inclusive but rather a list of items discovered as a by-product of the required inspection.
Please see the summary section at the top of the form for the comments.
10. Inspector Information:
Test Verification:
Inspected By GUILLERMO RAMOS
Inspector Signature

Inspector License: FAL-2490126
Date of Work 5/25/2023
Inspection Notes

FACP red tagged due to heat detector located inside elevator equipment room did not shunt trip. No installation certificate present at panel.
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (OHPE DEVICES )

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/25/2023

Frequency: Annual

Deficiency Summary

Status: Open

Deficiency for Device Type: HD, Address: ., Location: 1ST FL ELEVATOR EQUIPMENT RM.

Did not shunt trip

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/25/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 DD 9 9 0 9 0  HD 8 8 0 7 1

 PS 8 8 0 8 0  SD 3 3 0 3 0

 SD-Photo 1 1 0 1 0  TS 1 1 0 1 0

 WF 1 1 0 1 0

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD 1-3 1ST FL ELEVATOR Recalled Annual 5/25/2023 Pass

 HD . 1ST FL ELEVATOR
EQUIPMENT RM Annual 5/25/2023 Fail Did not shunt trip
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD . 1ST FL ELEVATOR
EQUIPMENT RM Recalled Annual 5/25/2023 Pass

 PS 1-6 1ST FL ELEVATOR LOBBY Annual 5/25/2023 Pass

 PS 2-22 1ST FL MAIN ENTRANCE Annual 5/25/2023 Pass

 PS 1-7 1ST FL NORTH WEST
EXIT DANCE HALL Annual 5/25/2023 Pass

 PS 2-10 2ND FL BY EAST
STAIRWELL Annual 5/25/2023 Pass

 HD 2-5 2ND FL EAST MECH RM Annual 5/25/2023 Pass

 DD 2-7 2ND FL EAST MECH RM
AHU124 Annual 5/25/2023 Pass

 DD 2-8 2ND FL EAST MECH RM
AHU-3 Annual 5/25/2023 Pass

 DD 2-6 2ND FL EAST MECH RM
AHU-124 Annual 5/25/2023 Pass

 PS 2-3 2ND FL ELEVATOR
LOBBY Annual 5/25/2023 Pass

 SD 2-2 2ND FL ELEVATOR
LOBBY Recalled Annual 5/25/2023 Pass

 DD 2-11 2ND FL MECHANICAL RM
217 AHU-10 Annual 5/25/2023 Pass

 DD 2-12 2ND FL MECHANICAL RM
217 AHU-11 Annual 5/25/2023 Pass

 HD 2-1 2ND FL MECH RM 216 Annual 5/25/2023 Pass

 HD 2-14 2ND FL MECH RM 216 Annual 5/25/2023 Pass

 DD 2-17 2ND FL MECH RM 216
AHU-8 Annual 5/25/2023 Pass

 DD 2-18 2ND FL MECH RM 216
AHU-9 Annual 5/25/2023 Pass

 HD 2-4 2ND FL NORTH MECH RM Annual 5/25/2023 Pass

 PS 2-21 2ND FL STUDENT
LOUNGE BY STAIRS Annual 5/25/2023 Pass

 HD 1-2 Above FACP Annual 5/25/2023 Pass

 SD-Photo 1-1 ABOVE FACP Annual 5/25/2023 Pass

 DD 2-15 MECHANICAL 216 AHU-5 Annual 5/25/2023 Pass

 DD 2-16 MECHANICAL ROOM 216
AHU-6 Annual 5/25/2023 Pass

 TS 1-20 RISER BASEMENT Annual 5/25/2023 Pass

 WF 1-21 RISER BASEMENT Annual 5/25/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 HD 1-24 SPRINKLER RISER RM
EAST Annual 5/25/2023 Pass

 PS 1-22 SPRINKLER RISER RM
EXIT Annual 5/25/2023 Pass

 HD 1-25 SPRINKLER RISER RM
WEST Annual 5/25/2023 Pass

 PS 1-23 SPRINKLER RISER RM
WEST EXIT HY STAIRS Annual 5/25/2023 Pass

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 5/25/2023
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Fire Alarm Inspection and Testing Report

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE

(Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm (ORNELAS A ALARM)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/18/2023

Frequency: Annual

Tag: Red

Deficiency Summary

Status: Open

6.3.a

a. Did all tested initiating devices pass?

Smoke detector (sounder base) located on 4th floor room 422 inoperable (sounder) during testing.

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-

inclusive but rather a list of items discovered as a by-product of the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Inspection and Testing Report

1. Property Information
Tag Red
Inspection Frequency: Annual
Property Being Evaluated:
TYLER JUNIOR COLLEGE (Educational)
Owner:
ALFONSO RODRIGUEZ
Owner's Phone Number:
903-262-0777
Property Address:
1327 S Baxter Ave., TYLER, TX, 75701
Assembly Description:
Fire Alarm (ORNELAS A ALARM)
2. Owner's Section
Has the Owners section been answered on another inspection report that will be submitted with
this inspection report?  Yes  No  N/A

3. Monitoring Information
Is there a monitoring entity?  Yes  No
Monitoring organization: NMC
Phone: 1-855-791-8378
Email: N/A
Account number: A15-41595 p.w. Lake tyler
Phone line 1: N/A
Phone line 2: N/A
Means of transmission: WIRELESS
Entity to which alarms are retransmitted: N/A
Phone: N/A
4. Notifications Made Prior To Testing

Contact Time

Monitoring organization: SIMPLEX 7:00

Building management: Alfonso 7:00
5. System Information - Panels / Power
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

5.1 Addressable Panels

Control Unit Manufacturer:
SILENT KNIGHT

Model Number:
IFP-1000

Location:
IN FRONT LOBBY OFFICE

Software Revision:
N/A

SLC Loops Max #:
4

# Utilized:
3

Addresses Available:
1

NAC
Circuits

Max #:
4

# Utilized:
4

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
7

Mfr Year:
2020

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
7

Mfr Year:
2020

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No Description:

Control Unit Manufacturer:
SIMPLEX

Model Number:
4100ES

Location:
IN FRONT LOBBY OFFICE

Software Revision:
N/A

SLC Loops Max #:
4

# Utilized:
1

Addresses Available:
3

NAC
Circuits

Max #:
4

# Utilized:
0

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
33

Mfr Year:
2019

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
33

Mfr Year:
2019

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No

Description:
MONITORING PANEL.

5.3 Additional Power Supplies
Are there additional power supplies?  Yes  No

Power Supplies

Control Unit Manufacturer:
Silent Knight

Model Number:
RPS-1000

Location:
2nd fl mechanical rm (by single elevator)

Disconnecting Location:
Breaker

Battery 1 Voltage:
12

Amps:
7

Mfr Year:
2023

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
7

Mfr Year:
2023

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Control Unit Manufacturer:
Silent Knight

Model Number:
RPS-1000

Location:
3rd fl mechanical rm (by single elevator)

Disconnecting Location:
Breaker

Battery 1 Voltage:
12

Amps:
7

Mfr Year:
2023

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
7

Mfr Year:
2023

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

6. Testing Results

6.1 Control Unit and Related Equipment

Description Visual Inspection Functional Test Results

Control unit  Yes  No  Yes  No  Pass  Fail  N/A

Lamps / LEDs / LCDs  Yes  No  Yes  No  Pass  Fail  N/A

Fuses  Yes  No  Yes  No  Pass  Fail  N/A

Trouble signals  Yes  No  Yes  No  Pass  Fail  N/A

Disconnect switches  Yes  No  Yes  No  Pass  Fail  N/A

Ground-fault monitoring  Yes  No  Yes  No  Pass  Fail  N/A

Supervision  Yes  No  Yes  No  Pass  Fail  N/A

Annunciators  Yes  No  Yes  No  Pass  Fail  N/A

Remote power panels  Yes  No  Yes  No  Pass  Fail  N/A

Other  Yes  No  Yes  No  Pass  Fail  N/A
6.2 Secondary Power

Description Visual Inspection Functional Test Results

Battery condition  Yes  No  Yes  No  Pass  Fail  N/A

Load voltage  Yes  No  Yes  No  Pass  Fail  N/A

Discharge test  Yes  No  Yes  No  Pass  Fail  N/A

Charger test  Yes  No  Yes  No  Pass  Fail  N/A

Remote panel batteries  Yes  No  Yes  No  Pass  Fail  N/A
6.3 Alarm and Supervisory Alarm Initiating Device
Complete supplementary device test form for all initiating devices.
a. Did all tested initiating devices pass?  Yes  No  N/A
6.4 Notification Appliances
Include Notification Appliances Table on this Report?  Yes  No
Complete supplementary appliance test form for all notification appliances.
6.5 Interface Equipment
Complete supplementary interface component test form for all interface components.
Circuit Interface / Signaling Line Circuit Interface / Fire Alarm Control Interface
6.6 Supervising Station Monitoring

Description Yes/No Time (sec) Results

Alarm signal  Yes  No 11  Pass  Fail  N/A

Alarm restoration  Yes  No 7  Pass  Fail  N/A

Trouble signal  Yes  No 8  Pass  Fail  N/A

Trouble restoration  Yes  No 5  Pass  Fail  N/A

Supervisory signal  Yes  No 10  Pass  Fail  N/A

Supervisory restoration  Yes  No 7  Pass  Fail  N/A
6.7 Air Sampling Detection
Is there Air Sampling Detection?  Yes  No
6.8 Device Information

Devices

Pull Station
Manufacturer(s)
SILENT KNIGHT

Type
 Keyed  Hex Key
 Screw  Other

Detector manufacturer(s)
SILENT KNIGHT

Notification device
manufacturer(s)
SILENT KNIGHT

Color
 Red  White  Other

Comment
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

7. Notifications That Testing Is Complete

Contact Time

Monitoring organization: NMC 3:00

Building management: Alfonso 3:00
8. System Restored To Normal Operation
Date: 5/18/2023
Time: 3:00
9. Observations
These items are outside the regular scope of the required inspection and are not the result of an engineering review. This information is not intended
to be all-inclusive but rather a list of items discovered as a by-product of the required inspection.
Please see the summary section at the top of the form for the comments.
10. Inspector Information:
Test Verification:
Inspected By GUILLERMO RAMOS
Inspector Signature

Inspector License: FAL-2490126
Date of Work 5/18/2023
Inspection Notes

FACP red tagged due to smoke detector (sounder base) located on 4th floor room 422 inoperable (sounder) during testing. SD located inside 1st
floor elevator equipment room needs to be re-mounted. 1st floor elevator lobby smoke detector when tested did not recall single door elevator car.
No access to multiple rooms at this facility, see device supplement for locations.
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (ORNELAS A DEVICES)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/17/2023

Frequency: Annual

Deficiency Summary

Status: Open

Deficiency for Device Type: SD-Photo, Address: ., Location: 4th fl Room 422.

Sounder base smoke detector inoperable (sounder) during testing.

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/17/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 HD 7 7 0 7 0  PS 9 9 0 9 0

 SD-Photo 183 176 7 175 1  TS 7 7 0 7 0

 WF 5 5 0 5 0

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo . 1ST FL BY MECHANICAL
ROOM Annual 5/18/2023 Pass

 HD . 1ST FL ELEVATOR EQUIP. Shunt Annual 5/19/2023 Pass

 HD . 1ST FL ELEVATOR EQUP. Shunt Annual 5/19/2023 Pass

 SD-Photo 018 1ST FL ELEVATOR LOBBY Recalled Annual 5/17/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo . 1ST FL HIGH CELLING IN
LOBBY Annual 5/18/2023 Pass

 SD-Photo . 1ST FL SINGLE
ELEVATOR CAR LOBBY No recall on single door elevator Annual 5/18/2023 Pass

 SD-Photo . 2ND FL BY A2S STAIRS Annual 5/18/2023 Pass

 SD-Photo . 2ND FL BY HONORS
ROOM Annual 5/18/2023 Pass

 SD-Photo . 2ND FL BY ROOM 201 RA Annual 5/18/2023 Pass

 SD-Photo . 2ND FL BY ROOM 205 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL BY ROOM 209 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL BY ROOM 212 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL BY ROOM 213 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL BY ROOM 214 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL BY ROOM 219 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL BY ROOM 226 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL BY ROOM 226 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL BY ROOM 228 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ELECTRICAL
ROOM Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ELECTRICAL
ROOM Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ELEVATOR
LOBBY Recalled Annual 5/18/2023 Pass

 SD-Photo . 2ND FL LAUNDRY ROOM Annual 5/18/2023 Pass

 SD-Photo . 2ND FL MECHANICAL
ROOM Annual 5/18/2023 Pass

 SD-Photo . 2ND FL MECHANICAL
ROOM Annual 5/18/2023 Pass

 SD-Photo . 2ND FL MECHANICAL
ROOM Annual 5/18/2023 Pass

 SD-Photo . 2ND FL MECHANICAL
ROOM Annual 5/18/2023 Pass

 PS . 2ND FL OUTSIDE
STAIRWELL A2N Annual 5/18/2023 Pass

 SD-Photo . 2ND FL OUTSIDE
STAIRWELL A2N Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 201 RA Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 202 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 203 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 204 Annual 5/18/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo . 2ND FL ROOM 205 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 206 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 207 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 208 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 209 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 210 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 211 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 212 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 213 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 214 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 215 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 216 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 217 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 218 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 219 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 220 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 221 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 222 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 223 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 224 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 225 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 226 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 227 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 228 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 229 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL STORAGE ROOM No access 5/18/2023 N/A

 SD-Photo . 2ND FL STORAGE ROOM No access 5/18/2023 N/A

 SD-Photo 049 A1 LOBBY Annual 5/17/2023 Pass

 SD-Photo 001 A1 OFFICE Annual 5/17/2023 Pass

 HD . Basement elevator equipment
Rm Shunt Annual 5/18/2023 Pass

 PS . BY A1N ELECTRICAL
ROOM Annual 5/18/2023 Pass

 SD-Photo . BY A1N ELECTRICAL
ROOM Annual 5/18/2023 Pass

 PS . BY A1 STAIR Annual 5/18/2023 Pass

 SD-Photo . BY A1 STAIR Annual 5/18/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo . BY C STORE Annual 5/18/2023 Pass

 SD-Photo . BY ELEVATOR
EQUIPMENT ROOM Annual 5/18/2023 Pass

 SD-Photo 014 BY GOLD ROOM Annual 5/17/2023 Pass

 SD-Photo . BY JANITOR ROOM No access 5/18/2023 N/A

 SD-Photo . BY LAUNDRY Annual 5/18/2023 Pass

 SD-Photo . BY RECEPTION Annual 5/18/2023 Pass

 SD-Photo . BY ROOM 102 Annual 5/18/2023 Pass

 SD-Photo . BY ROOM 105 Annual 5/18/2023 Pass

 PS . BY ROOM A111 Annual 5/18/2023 Pass

 SD-Photo . BY ROOM A111 Annual 5/18/2023 Pass

 SD-Photo . BY WORKOUT AREA Annual 5/18/2023 Pass

 PS . FRONT ENTRANCE Annual 5/18/2023 Pass

 SD-Photo . IN ALPHA HONORS Annual 5/18/2023 Pass

 SD-Photo 015 IN GOLD ROOM Annual 5/17/2023 Pass

 SD-Photo 075 IN GOLD ROOM Annual 5/17/2023 Pass

 HD . IN JANITOR ROOM Annual 5/18/2023 Pass

 HD . IN LAUNDRY Annual 5/18/2023 Pass

 SD-Photo . IN MECHANICAL ROOM
A1S1 Annual 5/18/2023 Pass

 SD-Photo . IN RECEPTION Annual 5/18/2023 Pass

 SD-Photo . IN RECEPTION Annual 5/18/2023 Pass

 SD-Photo . IN ROOM 101 RA ROOM Annual 5/18/2023 Pass

 SD-Photo . IN ROOM 102 Annual 5/18/2023 Pass

 SD-Photo . IN ROOM 103 Annual 5/18/2023 Pass

 SD-Photo . IN ROOM 104 Annual 5/18/2023 Pass

 SD-Photo . IN ROOM 105 Annual 5/18/2023 Pass

 SD-Photo . IN ROOM 106 Annual 5/18/2023 Pass

 SD-Photo . IN ROOM 107 Annual 5/18/2023 Pass

 SD-Photo . IN ROOM 108 Annual 5/18/2023 Pass

 SD-Photo . IN ROOM 109 Annual 5/18/2023 Pass

 SD-Photo . IN ROOM 110 Annual 5/18/2023 Pass

 SD-Photo . ROOM A111 Annual 5/18/2023 Pass

 SD-Photo . VENDING MACHINES Annual 5/18/2023 Pass

 SD-Photo . WORK OUT AREA Annual 5/18/2023 Pass

Zone: 2
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 2

Type Address Location Notes Frequency Last Tested Test Results Comments

 TS . 1st fl stair A1N Annual 5/18/2023 Pass

 TS . 1st fl stair A1N Annual 5/18/2023 Pass

 WF 074 1st fl stair A1N Annual 5/17/2023 Pass

 TS . 2nd fl stair A2N Annual 5/18/2023 Pass

 WF . 2nd fl stair A2N Annual 5/18/2023 Pass

 SD-Photo . 3rd fl by A2N stairwell Annual 5/18/2023 Pass

 SD-Photo . 3rd fl By elevator Annual 5/18/2023 Pass

 SD-Photo . 3rd fl By Room 301 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl By Room 309 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl By Room 321 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl By Room 322 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl By Room 326 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl By Room 331 Annual 5/18/2023 Pass

 PS . 3rd fl by stair A3N Annual 5/18/2023 Pass

 PS . 3rd fl by stair A3S Annual 5/18/2023 Pass

 SD-Photo . 3rd fl by stair A3S Annual 5/18/2023 Pass

 SD-Photo . 3rd fl BY Stairs Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Electrical Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Electrical Annual 5/18/2023 Pass

 HD . 3rd fl Laundry Room Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 301 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 302 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 303 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 304 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 305 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 306 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 307 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 308 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 309 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 310 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 311 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 312 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 313 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 314 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 315 Annual 5/18/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 2

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo . 3rd fl Room 316 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 317 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 319 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 320 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 321 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 322 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 323 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 324 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 325 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 326 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 327 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 328 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 329 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 330 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 331 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room 332 Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Room A318 Annual 5/18/2023 Pass

 TS . 3rd fl stair A3N Annual 5/18/2023 Pass

 WF . 3rd fl stair A3N Annual 5/18/2023 Pass

 SD-Photo . 3rd fl Storage No access 5/18/2023 N/A

 SD-Photo . 3rd fl Storage No access Annual 5/18/2023 Pass

 SD-Photo . 4th fl By main elevator Annual 5/18/2023 Pass

 SD-Photo . 4th fl by Room 406 Annual 5/18/2023 Pass

 SD-Photo . 4th fl by Room 408 Annual 5/18/2023 Pass

 SD-Photo . 4th fl by Room 411 Annual 5/18/2023 Pass

 SD-Photo . 4th fl by Room 421 Annual 5/18/2023 Pass

 SD-Photo . 4th fl by Room 422 Annual 5/18/2023 Pass

 SD-Photo . 4th fl By Room 401 Annual 5/18/2023 Pass

 SD-Photo . 4th fl By Room 410 Annual 5/18/2023 Pass

 SD-Photo . 4th fl By Room 419 Annual 5/18/2023 Pass

 SD-Photo . 4th fl By Room 429 Annual 5/18/2023 Pass

 SD-Photo . 4th fl by stair A4N Annual 5/18/2023 Pass

 SD-Photo . 4th fl electrical room Annual 5/18/2023 Pass

 SD-Photo . 4th fl electrical room Annual 5/18/2023 Pass

 HD . 4th fl In laundry Annual 5/18/2023 Pass

 SD-Photo . 4th fl In mechanical room Annual 5/18/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 2

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo . 4th fl In Stair A4S Annual 5/18/2023 Pass

 SD-Photo . 4th fl In storage No access 6/22/2022 N/A

 SD-Photo . 4th fl Room 401 Annual 5/18/2023 Pass

 SD-Photo . 4th fl Room 402 Annual 5/18/2023 Pass

 SD-Photo . 4th fl Room 403 Annual 5/18/2023 Pass

 SD-Photo . 4th fl Room 404 Annual 5/18/2023 Pass

 SD-Photo . 4th fl Room 405 Annual 5/18/2023 Pass

 SD-Photo . 4th fl Room 406 Annual 5/18/2023 Pass

 SD-Photo . 4th fl Room 407 Annual 5/18/2023 Pass

 SD-Photo . 4th fl Room 408 Annual 5/18/2023 Pass

 SD-Photo . 4th fl Room 409 Annual 5/18/2023 Pass

 SD-Photo . 4th fl Room 410 Annual 5/18/2023 Pass

 SD-Photo . 4th fl Room 411 Annual 5/18/2023 Pass

 SD-Photo . 4th fl Room 412 Annual 5/18/2023 Pass

 SD-Photo . 4th fl Room 413 Annual 5/18/2023 Pass

 SD-Photo . 4th fl Room 414 Annual 5/18/2023 Pass

 SD-Photo . 4th fl Room 415 Annual 5/18/2023 Pass

 SD-Photo . 4th fl Room 416 Annual 5/18/2023 Pass

 SD-Photo . 4th fl Room 418 Annual 5/18/2023 Pass

 SD-Photo . 4th fl Room 419 Annual 5/18/2023 Pass

 SD-Photo . 4th fl Room 420 Annual 5/18/2023 Pass

 SD-Photo . 4th fl Room 421 Annual 5/18/2023 Pass

 SD-Photo . 4th fl Room 422 Annual 5/18/2023 Fail Sounder base smoke detector inoperable
(sounder) during testing.

 SD-Photo . 4th fl Room 423 Annual 5/18/2023 Pass

 SD-Photo . 4th fl Room 424 Annual 5/18/2023 Pass

 SD-Photo . 4th fl Room 425 Annual 5/18/2023 Pass

 SD-Photo . 4th fl Room 426 Annual 5/18/2023 Pass

 SD-Photo . 4th fl Room 427 Annual 5/18/2023 Pass

 SD-Photo . 4th fl Room 428 Annual 5/18/2023 Pass

 SD-Photo . 4th fl Room 429 Annual 5/18/2023 Pass

 SD-Photo . 4th fl Room 430 Annual 5/18/2023 Pass

 SD-Photo . 4th fl Room 431 No access 6/22/2022 N/A

 SD-Photo . 4th fl Room 432 Annual 5/18/2023 Pass

 PS . 4th fl stair A4N Annual 5/18/2023 Pass

 TS . 4th fl stair A4N Annual 5/18/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 2

Type Address Location Notes Frequency Last Tested Test Results Comments

 TS . 4th fl stair A4N Annual 5/18/2023 Pass

 WF . 4th fl stair A4N Annual 5/18/2023 Pass

 PS . 4th fl stair A4S Annual 5/18/2023 Pass

 SD-Photo . 4th fl storage room No access 5/18/2023 N/A

 TS 068 Riser room Annual 5/17/2023 Pass

 WF . Riser room Annual 5/18/2023 Pass

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 5/17/2023
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Fire Alarm Inspection and Testing Report

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE

(Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm (ORNELAS B ALARM)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/18/2023

Frequency: Annual

Tag: Red

Deficiency Summary

Status: Open

6.3.a

a. Did all tested initiating devices pass?

Elevator equipment room devices: smoke detector and heat detector did not recall or shunt trip during testing. Elevator shaft devices (smoke

detectors) did not recall. Smoke detector located on 1st floor room 123 inoperable (sounder) during testing.

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-

inclusive but rather a list of items discovered as a by-product of the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Inspection and Testing Report

1. Property Information
Tag Red
Inspection Frequency: Annual
Property Being Evaluated:
TYLER JUNIOR COLLEGE (Educational)
Owner:
ALFONSO RODRIGUEZ
Owner's Phone Number:
903-262-0777
Property Address:
1327 S Baxter Ave., TYLER, TX, 75701
Assembly Description:
Fire Alarm (ORNELAS B ALARM)
2. Owner's Section
Has the Owners section been answered on another inspection report that will be submitted with
this inspection report?  Yes  No  N/A

3. Monitoring Information
Is there a monitoring entity?  Yes  No
Monitoring organization: NMC
Phone: 1-855-791-8378
Email: N/A
Account number: #A15-0036
Phone line 1: N/A
Phone line 2: N/A
Means of transmission: WIRELESS
Entity to which alarms are retransmitted: N/A
Phone: N/A
4. Notifications Made Prior To Testing

Contact Time

Monitoring organization: NMC 7:00

Building management: Alfonso 7:00
5. System Information - Panels / Power
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

5.1 Addressable Panels

Control Unit Manufacturer:
SILENT KNIGHT

Model Number:
IFP-1000

Location:
BACK EXIT STORGAE ROOM

Software Revision:
N/A

SLC Loops Max #:
4

# Utilized:
4

Addresses Available:
0

NAC
Circuits

Max #:
4

# Utilized:
4

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
7

Mfr Year:
2020

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
7

Mfr Year:
2020

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No Description:

Control Unit Manufacturer:
SIMPLEX

Model Number:
4100ES

Location:
IN BACK EXIT STORAGE ROOM

Software Revision:
N/A

SLC Loops Max #:
4

# Utilized:
1

Addresses Available:
3

NAC
Circuits

Max #:
4

# Utilized:
0

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
33

Mfr Year:
2021

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
33

Mfr Year:
2021

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No

Description:
MONITORING PANEL

5.3 Additional Power Supplies
Are there additional power supplies?  Yes  No
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Power Supplies

Control Unit Manufacturer:
Silent Knight

Model Number:
RPS-1000

Location:
2nd fl IDF closet south hallway

Disconnecting Location:
Breaker

Battery 1 Voltage:
12

Amps:
7

Mfr Year:
2021

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
7

Mfr Year:
2021

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Control Unit Manufacturer:
Silent Knight

Model Number:
RPS-1000

Location:
3rd fl IDF closet south hallway

Disconnecting Location:
Breaker

Battery 1 Voltage:
12

Amps:
7

Mfr Year:
2021

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
7

Mfr Year:
2021

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Control Unit Manufacturer:
Silent Knight

Model Number:
RPS-1000

Location:
4th fl IDF closet south hallway

Disconnecting Location:
Breaker

Battery 1 Voltage:
12

Amps:
7

Mfr Year:
2021

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
7

Mfr Year:
2021

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

6. Testing Results

6.1 Control Unit and Related Equipment

Description Visual Inspection Functional Test Results

Control unit  Yes  No  Yes  No  Pass  Fail  N/A

Lamps / LEDs / LCDs  Yes  No  Yes  No  Pass  Fail  N/A

Fuses  Yes  No  Yes  No  Pass  Fail  N/A

Trouble signals  Yes  No  Yes  No  Pass  Fail  N/A

Disconnect switches  Yes  No  Yes  No  Pass  Fail  N/A

Ground-fault monitoring  Yes  No  Yes  No  Pass  Fail  N/A

Supervision  Yes  No  Yes  No  Pass  Fail  N/A

Annunciators  Yes  No  Yes  No  Pass  Fail  N/A

Remote power panels  Yes  No  Yes  No  Pass  Fail  N/A

Other  Yes  No  Yes  No  Pass  Fail  N/A
6.2 Secondary Power

Description Visual Inspection Functional Test Results

Battery condition  Yes  No  Yes  No  Pass  Fail  N/A

Load voltage  Yes  No  Yes  No  Pass  Fail  N/A

Discharge test  Yes  No  Yes  No  Pass  Fail  N/A

Charger test  Yes  No  Yes  No  Pass  Fail  N/A

Remote panel batteries  Yes  No  Yes  No  Pass  Fail  N/A
6.3 Alarm and Supervisory Alarm Initiating Device
Complete supplementary device test form for all initiating devices.
a. Did all tested initiating devices pass?  Yes  No  N/A
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

6.4 Notification Appliances
Include Notification Appliances Table on this Report?  Yes  No
Complete supplementary appliance test form for all notification appliances.
6.5 Interface Equipment
Complete supplementary interface component test form for all interface components.
Circuit Interface / Signaling Line Circuit Interface / Fire Alarm Control Interface
6.6 Supervising Station Monitoring

Description Yes/No Time (sec) Results

Alarm signal  Yes  No 8  Pass  Fail  N/A

Alarm restoration  Yes  No 5  Pass  Fail  N/A

Trouble signal  Yes  No 8  Pass  Fail  N/A

Trouble restoration  Yes  No 7  Pass  Fail  N/A

Supervisory signal  Yes  No 10  Pass  Fail  N/A

Supervisory restoration  Yes  No 8  Pass  Fail  N/A
6.7 Air Sampling Detection
Is there Air Sampling Detection?  Yes  No
6.8 Device Information

Devices

Pull Station
Manufacturer(s)
SILENT KNIGHT

Type
 Keyed  Hex Key
 Screw  Other

Detector manufacturer(s)
SILENT KNIGHT

Notification device
manufacturer(s)
SILENT KNIGHT

Color
 Red  White  Other

Comment
7. Notifications That Testing Is Complete

Contact Time

Monitoring organization: SIMPLEX 3:00

Building management: Alfonso 3:00
8. System Restored To Normal Operation
Date: 5/18/2023
Time: 3:00
9. Observations
These items are outside the regular scope of the required inspection and are not the result of an engineering review. This information is not intended
to be all-inclusive but rather a list of items discovered as a by-product of the required inspection.
Please see the summary section at the top of the form for the comments.
10. Inspector Information:
Test Verification:
Inspected By GUILLERMO RAMOS
Inspector Signature

Inspector License: FAL-2490126
Date of Work 5/18/2023
Inspection Notes

FACP red tagged due to elevator equipment room devices: smoke detector and heat detector did not recall or shunt trip during testing. Elevator top
of shaft devices (smoke detectors) did not recall during testing. Smoke detector located on 1st floor room 123 inoperable (sounder) during testing.
Trouble (smoke detector point 55) present on panel upon departure. Simplex monitoring FACP (Silent Knight) panel had no power during testing.
Verified signals with monitoring, signals sent successfully.
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (ORNELAS B DEVICES )

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/18/2023

Frequency: Annual

Deficiency Summary

Status: Open

Deficiency for Device Type: SD-Photo, Address: ., Location: 1ST FL ROOM 123.

Smoke detector sounder base inoperable (sounder) during testing

Status: Open

Deficiency for Device Type: HD, Address: ., Location: 1ST FL ELEVATOR MACHINE ROOM.

Did not shunt

Status: Open

Deficiency for Device Type: SD-Photo, Address: ., Location: 1ST FL ELEVATOR MACHINE ROOM.

Did not recall

Status: Open

Deficiency for Device Type: SD-Photo, Address: ., Location: Elevator top shaft.

Did not recall

Status: Open

Deficiency for Device Type: SD-Photo, Address: ., Location: Elevator top shaft.

Did not recall
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General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/18/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 DD 1 1 0 1 0  HD 4 4 0 3 1

 PS 12 12 0 12 0  SD-Photo 200 196 4 192 4

 TS 7 7 0 7 0  WF 6 6 0 6 0

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo . 1ST FL BY SOUTH IDF Annual 5/18/2023 Pass

 SD-Photo . 1ST FL CENTER STORAGE No access 6/13/2022 N/A

 SD-Photo . 1ST FL ELECTRICAL
ROOM Annual 5/18/2023 Pass

 SD-Photo . 1ST FL ELEVATOR LOBBY Recalled to secondary Annual 5/18/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 HD . 1ST FL ELEVATOR
MACHINE ROOM Did not shunt Annual 5/18/2023 Fail Did not shunt

 SD-Photo . 1ST FL ELEVATOR
MACHINE ROOM Did not recall Annual 5/18/2023 Fail Did not recall

 SD-Photo . 1ST FL HALL BY 102 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL HALL BY 106 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL HALL BY 108 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL HALL BY 114 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL HALL BY 118 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL HALL BY 121 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL HALL BY 123 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL HALL BY 124 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL HALL BY 127 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL HALL BY ROOM
111 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL LAUNDRY Annual 5/18/2023 Pass

 SD-Photo . 1ST FL MDF Annual 5/18/2023 Pass

 PS . 1ST FL N. BRIDGE EXIT Annual 5/18/2023 Pass

 PS . 1ST FL N. BRIDGE EXIT Annual 5/18/2023 Pass

 PS . 1ST FL N. EXIT Annual 5/18/2023 Pass

 SD-Photo . 1ST FL N. IDF Annual 5/18/2023 Pass

 SD-Photo . 1ST FL N LOBBY Annual 5/18/2023 Pass

 SD-Photo . 1ST FL ROOM 101 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL ROOM 102 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL ROOM 103 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL ROOM 104 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL ROOM 105 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL ROOM 106 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL ROOM 107 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL ROOM 108 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL ROOM 109 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL ROOM 110 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL ROOM 111 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL ROOM 112 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL ROOM 113 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL ROOM 114 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL ROOM 115 Annual 5/18/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo . 1ST FL ROOM 116 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL ROOM 117 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL ROOM 118 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL ROOM 119 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL ROOM 120 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL ROOM 121 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL ROOM 122 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL ROOM 123 Annual 5/18/2023 Fail Smoke detector sounder base inoperable
(sounder) during testing

 SD-Photo . 1ST FL ROOM 124 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL ROOM 125 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL ROOM 126 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL ROOM 127 Annual 5/18/2023 Pass

 SD-Photo . 1ST FL S. BRIDGE Annual 5/18/2023 Pass

 PS . 1ST FL S EXIT Annual 5/18/2023 Pass

 SD-Photo . 1ST FL S HALL Annual 5/18/2023 Pass

 SD-Photo . 1ST FL S LOBBY Annual 5/18/2023 Pass

 TS . 1ST FL STAIR B1N Annual 5/18/2023 Pass

 TS . 1ST FL STAIR B1N Annual 5/18/2023 Pass

 WF . 1ST FL STAIR B1N Annual 5/18/2023 Pass

 SD-Photo . 1ST FL STORAGE No access 6/13/2022 N/A

 SD-Photo . 1ST FL VENDING Annual 5/18/2023 Pass

 SD-Photo . 2ND FL 225 Annual 5/18/2023 Pass

 PS . 2ND FL B2N STAIRS Annual 5/18/2023 Pass

 SD-Photo . 2ND FL BY 227 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL BY ROOM 204 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL BY ROOM 206 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL BY ROOM 209 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL BY ROOM 213 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL BY ROOM 214 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL BY ROOM 216 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL BY ROOM 218 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL BY ROOM 221 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL BY ROOM 225 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL BY ROOM 228 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL BY ROOM 231 Annual 5/18/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo . 2ND FL ELECTRICAL
ROOM Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ELECTRICAL
ROOM N Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ELEVATOR
LOBBY Recalled to primary Annual 5/18/2023 Pass

 SD-Photo . 2ND FL IT CLOSET Annual 5/18/2023 Pass

 HD . 2ND FL LAUNDRY Annual 5/18/2023 Pass

 PS . 2ND FL LOBBY Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 201 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 202 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 203 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 204 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 205 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 206 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 207 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 208 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 209 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 210 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 211 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 212 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 213 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 214 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 215 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 216 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 217 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 218 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 219 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 220 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 221 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 222 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 223 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 224 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 226 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 227 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 228 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 229 Annual 5/18/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo . 2ND FL ROOM 230 Annual 5/18/2023 Pass

 SD-Photo . 2ND FL ROOM 231 Annual 5/18/2023 Pass

 PS . 2ND FL S. STAIR Annual 5/18/2023 Pass

 TS . 2ND FL STAIR B2N Annual 5/18/2023 Pass

 WF . 2ND FL STAIR B2N Annual 5/18/2023 Pass

 SD-Photo . 2ND FL TOP MIDDLE
STAIR Annual 5/18/2023 Pass

 TS . 3RD FL STAIR B3N Annual 5/18/2023 Pass

 WF . 3RD FL STAIR B3N Annual 5/18/2023 Pass

 TS . 4TH FL STAIR B4N Annual 5/18/2023 Pass

 TS . 4TH FL STAIR B4N Annual 5/18/2023 Pass

 WF . 4TH FL STAIR B4N Annual 5/18/2023 Pass

 WF . 4TH FL STAIR B4N Annual 5/18/2023 Pass

 SD-Photo . ABOVE FACP Annual 5/18/2023 Pass

 SD-Photo . Elevator top shaft Did not recall Annual 5/18/2023 Fail Did not recall

 SD-Photo . Elevator top shaft Did not recall Annual 5/18/2023 Fail Did not recall

 PS . MAIN ENTRANCE Annual 5/18/2023 Pass

 TS . SPRINKLER RISER ROOM Annual 5/18/2023 Pass

 WF . SPRINKLER RISER ROOM Annual 5/18/2023 Pass

 SD-Photo . SPRINKLER ROOM Annual 5/18/2023 Pass

Zone: 2

Zone: 2

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo . 3RD FL 301 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 302 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 303 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 304 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 305 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 306 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 307 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 308 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 309 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 310 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 311 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 312 Annual 5/18/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 2

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo . 3RD FL 313 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 314 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 314 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 315 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 316 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 317 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 318 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 319 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 320 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 321 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 322 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 323 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 324 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 325 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 326 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 327 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 328 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 329 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 330 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 331 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL 332 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL BY 303 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL BY 307 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL BY 309 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL BY 313 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL BY 317 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL BY 323 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL BY 328 Annual 5/18/2023 Pass

 SD-Photo . 3RD FL BY ELEVATOR Recalled to primary 6/16/2022 N/A

 SD-Photo . 3RD FL BY LAUNDRY Annual 5/18/2023 Pass

 SD-Photo . 3RD FL BY STAIR B3N Annual 5/18/2023 Pass

 SD-Photo . 3RD FL BY STAIR B Annual 5/18/2023 Pass

 SD-Photo . 3RD FL IN ELECTRICAL
ROOM Annual 5/18/2023 Pass

 HD . 3RD FL IN LAUNDRY Annual 5/18/2023 Pass

©2014 FormLink Systems, Inc.,  Fire Alarm Supplement v1.4 Page 8 of 10



American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 2

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo . 3RD FL MECHANICAL
ROOM Annual 5/18/2023 Pass

 PS . 3RD FL STAIR B3S Annual 5/18/2023 Pass

 PS . 3RD FL STAIR B3S Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 401 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 402 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 403 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 404 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 405 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 406 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 407 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 408 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 409 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 410 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 411 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 412 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 413 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 414 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 415 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 416 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 417 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 418 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 419 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 420 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 421 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 422 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 423 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 424 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 425 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 426 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 427 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 428 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 429 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 430 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 431 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL 432 Annual 5/18/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 2

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo . 4TH FL BY 402 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL BY 405 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL BY 409 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL BY 412 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL BY 417 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL BY 419 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL BY 423 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL BY 426 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL BY 428 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL BY 431 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL BY 432 Annual 5/18/2023 Pass

 SD-Photo . 4TH FL BY ELEVATOR Recalled to primary 6/16/2022 N/A

 SD-Photo . 4TH FL BY LAUNDRY Annual 5/18/2023 Pass

 SD-Photo . 4TH FL BY STAIR B4S Annual 5/18/2023 Pass

 SD-Photo . 4TH FL ELECTRICAL B4N Annual 5/18/2023 Pass

 SD-Photo . 4TH FL IN ELECTRICAL
B4S Annual 5/18/2023 Pass

 HD . 4TH FL IN LAUNDRY Annual 5/18/2023 Pass

 SD-Photo . 4TH FL IN MECHANICAL
ROOM Annual 5/18/2023 Pass

 SD-Photo . 4TH FL IN STAIR B4S Annual 5/18/2023 Pass

 SD-Photo . 4TH FL IN STAIRWELL Annual 5/18/2023 Pass

 DD . 4th floor attic access AHU Annual 5/18/2023 Pass

 PS . 4TH FL STAIR B4S Annual 5/18/2023 Pass

 PS . 4TH FL STAIRWELL Annual 5/18/2023 Pass

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 5/18/2023
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Fire Alarm Inspection and Testing Report

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE

(Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm (PIRTLE TECH ALARM)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/30/2023

Frequency: Annual

Tag: Blue

Deficiency Summary

Please refer to the Deficiency Summary located on applicable Fire Alarm Supplementary Forms for additional deficiency details.

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-

inclusive but rather a list of items discovered as a by-product of the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Inspection and Testing Report

1. Property Information
Tag Blue
Inspection Frequency: Annual
Property Being Evaluated:
TYLER JUNIOR COLLEGE (Educational)
Owner:
ALFONSO RODRIGUEZ
Owner's Phone Number:
903-262-0777
Property Address:
1327 S Baxter Ave., TYLER, TX, 75701
Assembly Description:
Fire Alarm (PIRTLE TECH ALARM)
2. Owner's Section
Has the Owners section been answered on another inspection report that will be submitted with
this inspection report?  Yes  No  N/A

3. Monitoring Information
Is there a monitoring entity?  Yes  No
Monitoring organization: NMC
Phone: 1-855 791 8378
Email: N/A
Account number: #A1541595
Phone line 1: N/A
Phone line 2: N/A
Means of transmission: WIRELESS
Entity to which alarms are retransmitted: N/A
Phone: N/A
4. Notifications Made Prior To Testing

Contact Time

Monitoring organization: NMC 7:00

Building management: Alfonso 7:00
5. System Information - Panels / Power

5.1 Addressable Panels

Control Unit Manufacturer:
SIMPLEX

Model Number:
4100

Location:
HALL BY ROOM T247

Software Revision:
N/A

SLC Loops Max #:
4

# Utilized:
0

Addresses Available:
0

NAC
Circuits

Max #:
6

# Utilized:
0

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
33

Mfr Year:
2021

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
33

Mfr Year:
2021

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No Description:
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

5.2 Conventional Panels

Control Unit Manufacturer:
SILENT KNIGHT

Model Number:
SK-5808

Location:
IN ELECTRICAL ROOM BY CLASS
T247

Software Revision:
N/A

IDCs Max #:
4

# Utilized:
4

Style/Class:
B

NAC
Circuits

Max #:
4

# Utilized:
4

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
7

Mfr Year:
20

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
7

Mfr Year:
20

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No Description:

5.3 Additional Power Supplies
Are there additional power supplies?  Yes  No

Power Supplies

Control Unit Manufacturer:
Potter

Model Number:
PSN-64

Location:
2nd fl hallway by main entrance stairwell

Disconnecting Location:
Breaker

Battery 1 Voltage:
12

Amps:
7

Mfr Year:
2021

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
7

Mfr Year:
2021

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

6. Testing Results

6.1 Control Unit and Related Equipment

Description Visual Inspection Functional Test Results

Control unit  Yes  No  Yes  No  Pass  Fail  N/A

Lamps / LEDs / LCDs  Yes  No  Yes  No  Pass  Fail  N/A

Fuses  Yes  No  Yes  No  Pass  Fail  N/A

Trouble signals  Yes  No  Yes  No  Pass  Fail  N/A

Disconnect switches  Yes  No  Yes  No  Pass  Fail  N/A

Ground-fault monitoring  Yes  No  Yes  No  Pass  Fail  N/A

Supervision  Yes  No  Yes  No  Pass  Fail  N/A

Annunciators  Yes  No  Yes  No  Pass  Fail  N/A

Remote power panels  Yes  No  Yes  No  Pass  Fail  N/A

Other  Yes  No  Yes  No  Pass  Fail  N/A
6.2 Secondary Power

Description Visual Inspection Functional Test Results

Battery condition  Yes  No  Yes  No  Pass  Fail  N/A

Load voltage  Yes  No  Yes  No  Pass  Fail  N/A

Discharge test  Yes  No  Yes  No  Pass  Fail  N/A

Charger test  Yes  No  Yes  No  Pass  Fail  N/A

Remote panel batteries  Yes  No  Yes  No  Pass  Fail  N/A

American Fire Protection Group, 12440 HWY 155 S, Unit 1A, Tyler, TX, 75701    Phone: 903-939-2066 Page 3 of 4



American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

6.3 Alarm and Supervisory Alarm Initiating Device
Complete supplementary device test form for all initiating devices.
a. Did all tested initiating devices pass?  Yes  No  N/A
6.4 Notification Appliances
Include Notification Appliances Table on this Report?  Yes  No
Complete supplementary appliance test form for all notification appliances.
6.5 Interface Equipment
Complete supplementary interface component test form for all interface components.
Circuit Interface / Signaling Line Circuit Interface / Fire Alarm Control Interface
6.6 Supervising Station Monitoring

Description Yes/No Time (sec) Results

Alarm signal  Yes  No 10  Pass  Fail  N/A

Alarm restoration  Yes  No 7  Pass  Fail  N/A

Trouble signal  Yes  No 9  Pass  Fail  N/A

Trouble restoration  Yes  No 8  Pass  Fail  N/A

Supervisory signal  Yes  No 11  Pass  Fail  N/A

Supervisory restoration  Yes  No 8  Pass  Fail  N/A
6.7 Air Sampling Detection
Is there Air Sampling Detection?  Yes  No
6.8 Device Information

Devices

Pull Station
Manufacturer(s)
SILENT KNIGHT

Type
 Keyed  Hex Key
 Screw  Other

Detector manufacturer(s)
SILENT KNIGHT

Notification device
manufacturer(s)
WHEELOCK

Color
 Red  White  Other

Comment
7. Notifications That Testing Is Complete

Contact Time

Monitoring organization: NMC 3:00

Building management: Alfonso 3:00
8. System Restored To Normal Operation
Date: 5/30/2023
Time: 3:00
9. Observations
These items are outside the regular scope of the required inspection and are not the result of an engineering review. This information is not intended
to be all-inclusive but rather a list of items discovered as a by-product of the required inspection.
Please see the summary section at the top of the form for the comments.
10. Inspector Information:
Test Verification:
Inspected By GUILLERMO RAMOS
Inspector Signature

Inspector License: FAL-2490126
Date of Work 5/30/2023
Inspection Notes
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (PIRTLE TECH DEVICES )

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/30/2023

Frequency: Annual

Deficiency Summary

There are no reported deficiencies for this submission

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/30/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 DD 1 1 0 1 0  LA 1 1 0 1 0

 PS 22 22 0 22 0  SD-Photo 4 4 0 4 0

 TS 3 3 0 3 0  WF 2 2 0 2 0

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 PS . 1st fl By elevator exit Annual 5/30/2023 Pass

 PS . 1st fl By restrooms exit Annual 5/30/2023 Pass

 PS . 1st fl By T118 Annual 5/30/2023 Pass

 PS . 1st fl By T121 Annual 5/30/2023 Pass
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Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo . 1st fl elevator lobby Recalled to secondary Annual 5/30/2023 Pass

 PS . 1st fl Exit by T125-B Annual 5/30/2023 Pass

 PS . 1st fl Exit by T128 Annual 5/30/2023 Pass

 PS . 2nd fl by elevator exit Annual 5/30/2023 Pass

 PS . 2nd fl By mechanical room 1 Annual 5/30/2023 Pass

 PS . 2nd fl By T219 Annual 5/30/2023 Pass

 PS . 2nd fl By T225 Annual 5/30/2023 Pass

 PS . 2nd fl By T228-A Annual 5/30/2023 Pass

 PS . 2nd fl By T255 Annual 5/30/2023 Pass

 SD-Photo . 2nd fl elevator lobby Recalled to primary Annual 5/30/2023 Pass

 PS . 2nd fl exit by Mechanical
room 1 Annual 5/30/2023 Pass

 PS . 2nd fl Exit by T240 Annual 5/30/2023 Pass

 PS . 2nd fl Exit by T241 Annual 5/30/2023 Pass

 PS . 2nd fl next to vending
machines Annual 5/30/2023 Pass

 PS . 2nd fl T-252 Annual 5/30/2023 Pass

 PS . 3rd fl By T300U Annual 5/30/2023 Pass

 PS . 3rd fl By T303 Annual 5/30/2023 Pass

 SD-Photo . 3rd fl elevator lobby Recalled to primary Annual 5/30/2023 Pass

 PS . 3rd fl Mechanical room 2 Annual 5/30/2023 Pass

 PS . 3rd fl T309 Annual 5/30/2023 Pass

 PS . By T359 Annual 5/30/2023 Pass

 SD-Photo . Elevator equipment rm 1st fl Annual 5/30/2023 Pass

 DD . Mechanical AHU rm Annual 5/30/2023 Pass

 LA . Outside riser Dry system pressure switch Annual 5/30/2023 Pass

 TS . Outside riser Annual 5/30/2023 Pass

 TS . Outside riser Annual 5/30/2023 Pass

 TS . Outside riser Dry system Annual 5/30/2023 Pass

 WF . Outside riser Annual 5/30/2023 Pass

 WF . Outside riser Annual 5/30/2023 Pass

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 5/30/2023
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Fire Alarm Inspection and Testing Report

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE

(Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm (POTTER HALL ALARM)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/25/2023

Frequency: Annual

Tag: Red

Deficiency Summary

Please refer to the Deficiency Summary located on applicable Fire Alarm Supplementary Forms for additional deficiency details.

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-

inclusive but rather a list of items discovered as a by-product of the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Inspection and Testing Report

1. Property Information
Tag Red
Inspection Frequency: Annual
Property Being Evaluated:
TYLER JUNIOR COLLEGE (Educational)
Owner:
ALFONSO RODRIGUEZ
Owner's Phone Number:
903-262-0777
Property Address:
1327 S Baxter Ave., TYLER, TX, 75701
Assembly Description:
Fire Alarm (POTTER HALL ALARM)
2. Owner's Section
Has the Owners section been answered on another inspection report that will be submitted with
this inspection report?  Yes  No  N/A

3. Monitoring Information
Is there a monitoring entity?  Yes  No
Monitoring organization: NMC
Phone: 1-855-791-8378
Email: N/A
Account number: A15-41595 p.w. Lake tyler
Phone line 1: N/A
Phone line 2: N/A
Means of transmission: WIRELESS
Entity to which alarms are retransmitted: N/A
Phone: N/A
4. Notifications Made Prior To Testing

Contact Time

Monitoring organization: NMC 7:00

Building management: Alfonso 7:00
5. System Information - Panels / Power

5.1 Addressable Panels

Control Unit Manufacturer:
SIMPLEX

Model Number:
4100ES

Location:
2ND FL JANITORS CLOSET

Software Revision:
N/A

SLC Loops Max #:
4

# Utilized:
0

Addresses Available:
4

NAC
Circuits

Max #:
6

# Utilized:
0

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
33

Mfr Year:
2021

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
33

Mfr Year:
2021

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No Description:
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

5.2 Conventional Panels

Control Unit Manufacturer:
SILENT KNIGHT

Model Number:
SK-5208

Location:
2ND FL JANITORS CLOSET

Software Revision:
N/A

IDCs Max #:
4

# Utilized:
4

Style/Class:
B

NAC
Circuits

Max #:
4

# Utilized:
3

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
7

Mfr Year:
2021

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
7

Mfr Year:
2021

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No Description:

5.3 Additional Power Supplies
Are there additional power supplies?  Yes  No

Power Supplies

Control Unit Manufacturer:
SILENT KNIGHT

Model Number:
5495

Location:
2ND FL JANITORS CLOSET

Disconnecting Location:
BREAKER

Battery 1 Voltage:
12

Amps:
7

Mfr Year:
2021

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
7

Mfr Year:
2021

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

6. Testing Results

6.1 Control Unit and Related Equipment

Description Visual Inspection Functional Test Results

Control unit  Yes  No  Yes  No  Pass  Fail  N/A

Lamps / LEDs / LCDs  Yes  No  Yes  No  Pass  Fail  N/A

Fuses  Yes  No  Yes  No  Pass  Fail  N/A

Trouble signals  Yes  No  Yes  No  Pass  Fail  N/A

Disconnect switches  Yes  No  Yes  No  Pass  Fail  N/A

Ground-fault monitoring  Yes  No  Yes  No  Pass  Fail  N/A

Supervision  Yes  No  Yes  No  Pass  Fail  N/A

Annunciators  Yes  No  Yes  No  Pass  Fail  N/A

Remote power panels  Yes  No  Yes  No  Pass  Fail  N/A

Other  Yes  No  Yes  No  Pass  Fail  N/A
6.2 Secondary Power

Description Visual Inspection Functional Test Results

Battery condition  Yes  No  Yes  No  Pass  Fail  N/A

Load voltage  Yes  No  Yes  No  Pass  Fail  N/A

Discharge test  Yes  No  Yes  No  Pass  Fail  N/A

Charger test  Yes  No  Yes  No  Pass  Fail  N/A

Remote panel batteries  Yes  No  Yes  No  Pass  Fail  N/A
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

6.3 Alarm and Supervisory Alarm Initiating Device
Complete supplementary device test form for all initiating devices.
a. Did all tested initiating devices pass?  Yes  No  N/A
6.4 Notification Appliances
Include Notification Appliances Table on this Report?  Yes  No
Complete supplementary appliance test form for all notification appliances.
6.5 Interface Equipment
Complete supplementary interface component test form for all interface components.
Circuit Interface / Signaling Line Circuit Interface / Fire Alarm Control Interface
6.6 Supervising Station Monitoring

Description Yes/No Time (sec) Results

Alarm signal  Yes  No 8  Pass  Fail  N/A

Alarm restoration  Yes  No 6  Pass  Fail  N/A

Trouble signal  Yes  No 9  Pass  Fail  N/A

Trouble restoration  Yes  No 7  Pass  Fail  N/A

Supervisory signal  Yes  No 10  Pass  Fail  N/A

Supervisory restoration  Yes  No 7  Pass  Fail  N/A
6.7 Air Sampling Detection
Is there Air Sampling Detection?  Yes  No
6.8 Device Information

Devices

Pull Station
Manufacturer(s)
FIRE-LITE

Type
 Keyed  Hex Key
 Screw  Other

Detector manufacturer(s)
FIRE-LITE

Notification device
manufacturer(s)
WHEELOCK

Color
 Red  White  Other

Comment
7. Notifications That Testing Is Complete

Contact Time

Monitoring organization: NMC 3:00

Building management: Alfonso 3:00
8. System Restored To Normal Operation
Date: 5/25/2023
Time: 3:00
9. Observations
These items are outside the regular scope of the required inspection and are not the result of an engineering review. This information is not intended
to be all-inclusive but rather a list of items discovered as a by-product of the required inspection.
Please see the summary section at the top of the form for the comments.
10. Inspector Information:
Test Verification:
Inspected By GUILLERMO RAMOS
Inspector Signature

Inspector License: FAL-2490126
Date of Work 5/25/2023
Inspection Notes

FACP red tagged due to elevator lobby and equipment room smoke detectors did not recall during testing.
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (POTTER HALL DEVICES )

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/25/2023

Frequency: Annual

Deficiency Summary

Status: Open

Deficiency for Device Type: SD-Photo, Address: Z5, Location: 2ND FL ELEVATOR LOBBY.

Did not recall

Status: Open

Deficiency for Device Type: SD-Photo, Address: Z5, Location: 3RD FL ELEVATOR LOBBY.

Did not recall

Status: Open

Deficiency for Device Type: SD-Photo, Address: Z4, Location: 1ST FL ELEVATOR LOBBY.

Did not recall

Status: Open

Deficiency for Device Type: SD-Photo, Address: Z6, Location: ELEVATOR MACHINE ROOM.

Did not recall

General Comments
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These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/25/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 PS 8 8 0 8 0  SD-Photo 5 5 0 1 4

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo Z3 1ST FL BY P001B Annual 5/25/2023 Pass

 PS Z3 1ST FL ELEVATOR Annual 5/25/2023 Pass

 SD-Photo Z4 1ST FL ELEVATOR LOBBY Annual 5/25/2023 Fail Did not recall

 PS Z3 2ND FL BY P106 Annual 5/25/2023 Pass

 PS Z3 2ND FL BY ROOM G Annual 5/25/2023 Pass

 PS Z3 2ND FL BY ROOM S Annual 5/25/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 PS Z3 2ND FL BY ROOM U Annual 5/25/2023 Pass

 PS Z3 2ND FL BY WOMANS
RESTROOM Annual 5/25/2023 Pass

 SD-Photo Z5 2ND FL ELEVATOR
LOBBY Annual 5/25/2023 Fail Did not recall

 PS Z3 3RD FL BY P200 Annual 5/25/2023 Pass

 PS Z3 3RD FL BY WOMANS
RESTROOM Annual 5/25/2023 Pass

 SD-Photo Z5 3RD FL ELEVATOR
LOBBY Annual 5/25/2023 Fail Did not recall

 SD-Photo Z6 ELEVATOR MACHINE
ROOM Annual 5/25/2023 Fail Did not recall

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 5/25/2023
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (ROGERS NURSING

BUILDING )

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/19/2023

Frequency: Annual

Deficiency Summary

There are no reported deficiencies for this submission

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/19/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 DD 17 17 0 17 0  FIRE DOOR 2 2 0 2 0

 HD 4 4 0 4 0  PS 3 3 0 3 0

 SD 9 9 0 9 0  SD-Photo 180 180 0 180 0

 TS 7 7 0 7 0  WF 7 7 0 7 0

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 60 1ST FL MAIN ENTRY Annual 5/19/2023 Pass

 TS 88 1ST FL MAIN RISER Annual 5/19/2023 Pass

 WF 87 1ST FL MAIN RISER Annual 5/19/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 61 1ST FL NEAR MAIN
ENTRANCE Annual 5/19/2023 Pass

 SD-Photo 65 1ST FL NEAR STAIR 2 Annual 5/19/2023 Pass

 SD-Photo 63 1ST FL NEAR STAIR 3 Annual 5/19/2023 Pass

 SD-Photo 64 1ST FL NEAR STAIR 3 Annual 5/19/2023 Pass

 SD-Photo 39 1ST FL NEAR STAIR 4 Annual 5/19/2023 Pass

 SD-Photo 40 1ST FL O/S RR NEAR
ELEVATOR 3 Annual 5/19/2023 Pass

 TS 113 1ST FL STAIR 1 Annual 5/19/2023 Pass

 TS 118 1ST FL STAIR 1 Annual 5/19/2023 Pass

 TS 111 1ST FL STAIR 2 Annual 5/19/2023 Pass

 WF 110 1ST FL STAIR 2 Annual 5/19/2023 Pass

 SD-Photo 11 2FL STAIR 4 Annual 5/19/2023 Pass

 TS 74 2ND FL STAIR 2 Annual 5/19/2023 Pass

 WF 73 2ND FL STAIR 2 Annual 5/19/2023 Pass

 WF 51 3RD FL STAIR 2 Annual 5/19/2023 Pass

 WF 52 3RD FL STAIR 2 Annual 5/19/2023 Pass

 DD 12 AIR HANDLER 0.009 Annual 5/19/2023 Pass

 DD 15 AIR HANDLER 0.009 Annual 5/19/2023 Pass

 SD-Photo 13 AIR HANDLER 0.009 Annual 5/19/2023 Pass

 DD 5 AIR HANDLER 1.112 Annual 5/19/2023 Pass

 DD 36 AIR HANDLER 1.112 Annual 5/19/2023 Pass

 SD-Photo 37 AIR HANDLER 1.112 Annual 5/19/2023 Pass

 SD-Photo 91 BY PANEX 1.14B Annual 5/19/2023 Pass

 SD-Photo 16 BY RESTROOM 11 Annual 5/19/2023 Pass

 SD-Photo 48 BY SIM CONTROL 1.115G Annual 5/19/2023 Pass

 SD-Photo 26 BY STUDY ROOM 21 Annual 5/19/2023 Pass

 SD-Photo 23 BY WORK AREA 20 Annual 5/19/2023 Pass

 SD-Photo 59 CLASSROOM 1.118 Annual 5/19/2023 Pass

 SD-Photo 68 CLASSROOM 1.131 Annual 5/19/2023 Pass

 SD-Photo 69 CLASSROOM 1.131 Annual 5/19/2023 Pass

 SD-Photo 70 CLASSROOM 1.131 Annual 5/19/2023 Pass

 SD-Photo 71 CLASSROOM 1.131 Annual 5/19/2023 Pass

 SD-Photo 97 DENTAL 1.141 Annual 5/19/2023 Pass

 SD-Photo 98 DENTAL 1.141 Annual 5/19/2023 Pass

 SD-Photo 99 DENTAL 1.141 Annual 5/19/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 100 DENTAL 1.141 Annual 5/19/2023 Pass

 SD-Photo 101 DENTAL 1.141 Annual 5/19/2023 Pass

 SD-Photo 102 DENTAL 1.141 Annual 5/19/2023 Pass

 SD-Photo 103 DENTAL 1.141 Annual 5/19/2023 Pass

 SD-Photo 104 DENTAL 1.141 Annual 5/19/2023 Pass

 SD-Photo 105 DENTAL 1.141 Annual 5/19/2023 Pass

 SD-Photo 106 DENTAL 1.141 Annual 5/19/2023 Pass

 SD-Photo 107 DENTAL 1.141 Annual 5/19/2023 Pass

 SD-Photo 108 DENTAL 1.141 Annual 5/19/2023 Pass

 SD-Photo 44 ELECTRICAL DIST 1.107 Annual 5/19/2023 Pass

 HD 28 ELEVATOR 1&2
EQUIPMENT ROOM Shunt Annual 5/19/2023 Pass

 HD 30 ELEVATOR 1&2
EQUIPMENT ROOM Shunt Annual 5/19/2023 Pass

 SD-Photo 29 ELEVATOR 1&2
EQUIPMENT ROOM Recalled Annual 5/19/2023 Pass

 SD-Photo 32 ELEVATOR 1&2 GRN FL
LOBBY Recalled Annual 5/19/2023 Pass

 SD-Photo 66 ELEVATOR 1&2 LOBBY Recalled Annual 5/19/2023 Pass

 SD-Photo 81 ELEVATOR 1&2 3RD FL
LOBBY Recalled Annual 5/19/2023 Pass

 HD 8 ELEVATOR 3 EQUIPMENT
ROOM

Out of order could not test shunt and recall
function Annual 5/19/2023 Pass

 HD 10 ELEVATOR 3 EQUIPMENT
ROOM

Out of order could not test shunt and recall
function Annual 5/19/2023 Pass

 SD-Photo 9 ELEVATOR 3 EQUIPMENT
ROOM

Out of order could not test shunt and recall
function Annual 5/19/2023 Pass

 SD-Photo 38 ELEVATOR 3 1ST FL
LOBBY

Out of order could not test shunt and recall
function Annual 5/19/2023 Pass

 SD-Photo 50 ELEVATOR 3 2ND FL
LOBBY

Out of order could not test shunt and recall
function Annual 5/19/2023 Pass

 SD-Photo 42 EMERGENCY ENTRY
1.109 Annual 5/19/2023 Pass

 SD-Photo 31 GRD FL BY STAIR 2 Annual 5/19/2023 Pass

 SD-Photo 4 GRD FL EXIT NEAR STAIR
4 Annual 5/19/2023 Pass

 TS 117 GRD FL STAIR 4 Annual 5/19/2023 Pass

 WF 116 GRD FL STAIR 4 Annual 5/19/2023 Pass

 PS 6 GRN FL EXIT NEAR STAIR
4 Annual 5/19/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 17 GRN FL NEAR STAIR 4 Annual 5/19/2023 Pass

 SD-Photo 72 LIVING ROOM 1.32A Annual 5/19/2023 Pass

 SD-Photo 60 MAIN ENTRY Annual 5/19/2023 Pass

 SD-Photo 2 MAINTENANCE OFFICE Annual 5/19/2023 Pass

 DD 90 MECHANICAL 1.190 Annual 5/19/2023 Pass

 SD-Photo 89 MECHANICAL 1.190 Annual 5/19/2023 Pass

 SD-Photo 34 MED GAS 1.152 Annual 5/19/2023 Pass

 SD-Photo 35 MED GAS 1.153 Annual 5/19/2023 Pass

 SD-Photo 67 NEAR CLASSROOM 1.131 Annual 5/19/2023 Pass

 SD-Photo 19 NEAR CLASSROOM 12 Annual 5/19/2023 Pass

 SD-Photo 18 NEAR CLASSROOM 13 Annual 5/19/2023 Pass

 SD-Photo 20 NEAR CLASSROOM 16 Annual 5/19/2023 Pass

 SD-Photo 21 NEAR CLASSROOM 17 Annual 5/19/2023 Pass

 SD-Photo 22 NEAR CLASSROOM 18 Annual 5/19/2023 Pass

 SD-Photo 3 NEAR IT 0.006 Annual 5/19/2023 Pass

 SD-Photo 95 NURSING ASSISTANCE
1.142 Annual 5/19/2023 Pass

 SD-Photo 80 NURSING BEDROOM 1.135 Annual 5/19/2023 Pass

 SD-Photo 85 NURSING BY CUSTODIAN Annual 5/19/2023 Pass

 SD-Photo 83 NURSING BY DINING
1.132A Annual 5/19/2023 Pass

 SD-Photo
109

NURSING BY
ELECTRICAL ROOM
1.120B

Annual 5/19/2023 Pass

 SD-Photo
96

NURSING BY MENS
RESTROOM AND
ELEVATOR

Annual 5/19/2023 Pass

 SD-Photo 82 NURSING BY WAITING
1.140 Annual 5/19/2023 Pass

 SD-Photo 73 NURSING DINING ROOM
1.32A Annual 5/19/2023 Pass

 SD-Photo 33 NURSING ELECTRICAL
1.151 Annual 5/19/2023 Pass

 DD 86 NURSING MECHANICAL
1.190 Annual 5/19/2023 Pass

 SD-Photo 75 NURSING MUSCULAR
LAB 1.137 Annual 5/19/2023 Pass

 SD-Photo 76 NURSING MUSCULAR
LAB 1.137 Annual 5/19/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 77 NURSING MUSCULAR
LAB 1.137 Annual 5/19/2023 Pass

 SD-Photo 74 NURSING MUSCULAR
LAB Annual 5/19/2023 Pass

 SD-Photo 81 NURSING NEAR
CLASSROOM 1.131 Annual 5/19/2023 Pass

 SD-Photo 84 NURSING NEAR LAB 1.137 Annual 5/19/2023 Pass

 SD-Photo 92 NURSING PRE-CLINIC
LAB 1.147 Annual 5/19/2023 Pass

 SD-Photo 93 NURSING PRE-CLINIC
LAB 1.147 Annual 5/19/2023 Pass

 SD-Photo 41 NURSING RECEIVING
1.109B Annual 5/19/2023 Pass

 SD-Photo 94 NURSING STERILIZATION
1.146 Annual 5/19/2023 Pass

 SD-Photo 79 NURSING TREATMENT
1.132 Annual 5/19/2023 Pass

 SD-Photo 78 NURSING TREATMENT
LAB 1.132 Annual 5/19/2023 Pass

 SD-Photo 43 O/S EMERGENCN ENTRY Annual 5/19/2023 Pass

 SD-Photo 53 O/S ICU PAT SIM 1.115L Annual 5/19/2023 Pass

 SD-Photo 46 O/S RESP THERAPY Annual 5/19/2023 Pass

 SD-Photo 45 O/S SIM TECH 1.1155 Annual 5/19/2023 Pass

 SD-Photo 49 O/S SKILLS LAB 1.105 Annual 5/19/2023 Pass

 SD-Photo 54 OUTSIDE CLASSROOM
1.116 Annual 5/19/2023 Pass

 SD-Photo 47 RESP THERAPY 1.106 Annual 5/19/2023 Pass

 SD-Photo 1 SECURITY OFFICE Annual 5/19/2023 Pass

 SD-Photo 56 SKILLS LAB 1.103 Annual 5/19/2023 Pass

 SD-Photo 57 SKILLS LAB 1.103 Annual 5/19/2023 Pass

 SD-Photo 58 SKILLS LAB 1.103 Annual 5/19/2023 Pass

 SD-Photo 50 SKILLS LAB 1.105 Annual 5/19/2023 Pass

 SD-Photo 51 SKILLS LAB 1.105 Annual 5/19/2023 Pass

 SD-Photo 52 SKILLS LAB 1.105 Annual 5/19/2023 Pass

 SD-Photo 55 SKILLS LAB STORE 1.104 Annual 5/19/2023 Pass

 SD-Photo 24 WORK AREA 20 Annual 5/19/2023 Pass

 SD-Photo 25 WORK AREA 20 Annual 5/19/2023 Pass

Zone: 2
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 2

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 2-23 2ND FL ELEVATOR 1&2
LOBBY Recalled Annual 5/19/2023 Pass

 SD-Photo 2-22 2ND FL MENS
RESTROOMS Annual 5/19/2023 Pass

 SD-Photo 2-39 2ND FL NEAR FIRE DOOR
MAGS Annual 5/19/2023 Pass

 SD-Photo 2-38 2ND FL NEAR STAIR 3 Annual 5/19/2023 Pass

 TS 2-74 2nd fl stair 2 Annual 5/19/2023 Pass

 WF 2-73 2nd fl stair 2 Annual 5/19/2023 Pass

 SD-Photo 2-35 2ND FL STAIR 3 Annual 5/19/2023 Pass

 SD-Photo 2-37 2ND FL STAIR 3 Annual 5/19/2023 Pass

 SD-Photo 2-41 2ND NEAR FIRE DOORS Annual 5/19/2023 Pass

 SD-Photo 2-72 3rd fl by MENS restrooms Annual 5/19/2023 Pass

 SD-Photo 2-77 3rd fl by MENS restrooms Annual 5/19/2023 Pass

 SD-Photo 2-83 3rd fl elevator lobby corridor Annual 5/19/2023 Pass

 SD-Photo 2-67 3rd fl mechanical room 310 Annual 5/19/2023 Pass

 SD-Photo 2-82 3rd fl meeting room 3.01 Annual 5/19/2023 Pass

 SD-Photo 2-62 3rd fl multi purpose Annual 5/19/2023 Pass

 SD-Photo 2-63 3rd fl multi purpose Annual 5/19/2023 Pass

 SD 2-60 3rd fl multi purpose rm Annual 5/19/2023 Pass

 SD 2-59 3rd fl multi purpose rm. Annual 5/19/2023 Pass

 SD-Photo 2-61 3rd fl multi purpose room Annual 5/19/2023 Pass

 SD-Photo 2-68 3rd fl multi purpose room Annual 5/19/2023 Pass

 SD-Photo 2-69 3rd fl multi purpose room Annual 5/19/2023 Pass

 SD-Photo 2-70 3rd fl multi purpose room Annual 5/19/2023 Pass

 SD-Photo 2-84 3rd fl multi purpose room Annual 5/19/2023 Pass

 SD-Photo 2-85 3rd fl multi purpose room Annual 5/19/2023 Pass

 SD-Photo 2-86 3rd fl multi purpose room Annual 5/19/2023 Pass

 SD-Photo 2-87 3rd fl multi purpose room Annual 5/19/2023 Pass

 PS 2-79 3rd fl near stair 2 Annual 5/19/2023 Pass

 SD-Photo 2-78 3rd fl near stair 2 Annual 5/19/2023 Pass

 SD-Photo 2-51 3rd fl stair 2 Annual 5/19/2023 Pass

 SD-Photo 2-52 3rd fl stair 2 Annual 5/19/2023 Pass

 SD-Photo 2-80 3rd fl stair 2 Annual 5/19/2023 Pass

 PS 2-75 3rd fl west stairwell Annual 5/19/2023 Pass

 SD-Photo 2-1 ABOVE XPDR STORAGE Annual 5/19/2023 Pass

 DD 2-54 Air handler 2.210 Annual 5/19/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 2

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD 2-53 Air handler 2.210 Annual 5/19/2023 Pass

 SD-Photo 2-43 BY 2.213C Annual 5/19/2023 Pass

 SD-Photo 2-65 By classroom 2.214 Annual 5/19/2023 Pass

 SD-Photo 2-45 BY ELECTRICAL DIST Annual 5/19/2023 Pass

 SD-Photo 2-21 BY EXAM ROOM 2.307 Annual 5/19/2023 Pass

 SD-Photo 2-31 BY FACULTY WORK Annual 5/19/2023 Pass

 SD-Photo 2-42 BY LAB 2.214A Annual 5/19/2023 Pass

 SD-Photo 2-33 BY LARGE CONFERENCE
ROOM 2.234 Annual 5/19/2023 Pass

 SD-Photo 2-13 BY MECHANICAL ROOM
2.290 Annual 5/19/2023 Pass

 SD-Photo 2-32 BY OFFICE 2.239 Annual 5/19/2023 Pass

 SD-Photo 2-30 BY OFFICE 2.248 Annual 5/19/2023 Pass

 SD-Photo 2-29 BY OFFICE 2.256 Annual 5/19/2023 Pass

 SD-Photo 2-28 BY OFFICE 2.260 Annual 5/19/2023 Pass

 SD-Photo 2-27 BY OFFICE 2.268 Annual 5/19/2023 Pass

 SD-Photo 2-26 BY OFFICE 2.274 Annual 5/19/2023 Pass

 SD-Photo 2-25 BY OFFICE 2.282 Annual 5/19/2023 Pass

 SD-Photo 2-44 BY RAD TECH 2.213B Annual 5/19/2023 Pass

 SD-Photo 2-19 BY SOILED HOLD Annual 5/19/2023 Pass

 SD-Photo 2-16 BY TEST WAITING Annual 5/19/2023 Pass

 SD-Photo 2-14 CUSTODIAN 2.291 Annual 5/19/2023 Pass

 SD-Photo 2-81 Elevator 1&2 lobby Annual 5/19/2023 Pass

 SD-Photo 2-50 Elevator 3 2nd fl lobby Out of order could not test shunt and recall
function Annual 5/19/2023 Pass

 DD 2-64 Mechanical 3.390 Annual 5/19/2023 Pass

 DD 2-66 Mechanical 3.390 Annual 5/19/2023 Pass

 DD 2-11 MECHANICAL 2.290 Annual 5/19/2023 Pass

 DD 2-12 MECHANICAL 2.290 Annual 5/19/2023 Pass

 SD-Photo 2-10 MECHANICAL 2.290 Annual 5/19/2023 Pass

 SD 2-48 Nursing 2nd fl. Near stair 4 Annual 5/19/2023 Pass

 SD-Photo 2-3 NURSING BY CLEAN
SUPPLY Annual 5/19/2023 Pass

 SD-Photo 2-5 NURSING BY EXAM 2.317 Annual 5/19/2023 Pass

 SD-Photo 2-2 NURSING BY IT ROOM
2.200C Annual 5/19/2023 Pass

 SD-Photo 2-4 NURSING BY
KITCHENETTE Annual 5/19/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 2

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 2-6 NURSING COMPUTER
TEST ROOM 2.293 Annual 5/19/2023 Pass

 SD-Photo 2-7 NURSING COMPUTER
TEST ROOM 2.293 Annual 5/19/2023 Pass

 SD-Photo 2-8 NURSING COMPUTER
TEST ROOM 2.293 Annual 5/19/2023 Pass

 SD-Photo 2-9 NURSING COMPUTER
TEST ROOM 2.293 Annual 5/19/2023 Pass

 SD-Photo 2-40 NURSING NEAR STAIR 3 Annual 5/19/2023 Pass

 SD-Photo 2-47 Nursing o/s WOMENS rr
2.209 Annual 5/19/2023 Pass

 SD-Photo 2-46 NURSING RECEPTION
2.212 Annual 5/19/2023 Pass

 SD 2-49 Nursing snack bar 2.211c Annual 5/19/2023 Pass

 SD 2-57 Outside IT rm 3.320c Annual 5/19/2023 Pass

 SD 2-58 Outside IT rm 3.320c Annual 5/19/2023 Pass

 SD-Photo 2-24 RECEPTION 2.231 Annual 5/19/2023 Pass

 SD-Photo 2-36 RECORDS 2.212 Annual 5/19/2023 Pass

 SD 2-55 Student lounge 2.211 Annual 5/19/2023 Pass

 SD 2-56 Student lounge 2.211 Annual 5/19/2023 Pass

 SD-Photo 2-34 WAITING 2.231 Annual 5/19/2023 Pass

 SD-Photo 2-15 WAITING LOCKER ROOM Annual 5/19/2023 Pass

 SD-Photo 2-17 WAITING LOCKER ROOM Annual 5/19/2023 Pass

 SD-Photo 2-18 WAITING LOCKER ROOM Annual 5/19/2023 Pass

 SD-Photo 2-20 WAITING ROOM 2.300B Annual 5/19/2023 Pass

Zone: 3

Zone: 3

Type Address Location Notes Frequency Last Tested Test Results Comments

 FIRE
DOOR . 2ND FL NORTH HALL Annual 5/19/2023 Pass

 FIRE
DOOR . 2ND FL SOUTH HALL Annual 5/19/2023 Pass

 DD 1-113 3rd AHU 2 Annual 5/19/2023 Pass

 DD 2-110 3rd fl AHU1 Annual 5/19/2023 Pass

 DD 1-111 3rd fl AHU Annual 5/19/2023 Pass

 DD 1-112 3rd fl AHU Annual 5/19/2023 Pass

 SD-Photo 2-91 3rd fl multi purpose Annual 5/19/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 3

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 2-92 3rd fl multi purpose room Annual 5/19/2023 Pass

 SD-Photo 2-93 3rd fl multi purpose room Annual 5/19/2023 Pass

 SD-Photo 2-94 3rd fl multi purpose room Annual 5/19/2023 Pass

 SD-Photo 2-95 3rd fl multi purpose room Annual 5/19/2023 Pass

 SD-Photo 2-96 3rd fl multi purpose room Annual 5/19/2023 Pass

 SD-Photo 2-97 3rd fl multi purpose room Annual 5/19/2023 Pass

 SD-Photo 2-98 3rd fl multi purpose room Annual 5/19/2023 Pass

 SD-Photo 2-99 3rd fl multi purpose room Annual 5/19/2023 Pass

 SD-Photo 2-89 3rd fl stair 1 Annual 5/19/2023 Pass

 DD 2-109 AHU 2.210 Annual 5/19/2023 Pass

 SD-Photo 2-88 By mechanical room 3.390 Annual 5/19/2023 Pass

 SD-Photo 2-105 Room 2.202 Annual 5/19/2023 Pass

 SD-Photo 2-106 Room 2.202 Annual 5/19/2023 Pass

 SD-Photo 2-107 Room 2.202 Annual 5/19/2023 Pass

 SD-Photo 2-101 Room 2.204 Annual 5/19/2023 Pass

 SD-Photo 2-102 Room 2.204 Annual 5/19/2023 Pass

 SD-Photo 2-103 Room 2.204 Annual 5/19/2023 Pass

 SD-Photo 2-104 Storage room 2.203B Annual 5/19/2023 Pass

 DD 1-150 Top of stair 3 Annual 5/19/2023 Pass

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 5/19/2023
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Fire Alarm Inspection and Testing Report

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE

(Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm (ROGERS NURSING

BUILDING)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/19/2023

Frequency: Annual

Tag: Blue

Deficiency Summary

Please refer to the Deficiency Summary located on applicable Fire Alarm Supplementary Forms for additional deficiency details.

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-

inclusive but rather a list of items discovered as a by-product of the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Inspection and Testing Report

1. Property Information
Tag Blue
Inspection Frequency: Annual
Property Being Evaluated:
TYLER JUNIOR COLLEGE (Educational)
Owner:
ALFONSO RODRIGUEZ
Owner's Phone Number:
903-262-0777
Property Address:
1327 S Baxter Ave., TYLER, TX, 75701
Assembly Description:
Fire Alarm (ROGERS NURSING BUILDING)
2. Owner's Section
Has the Owners section been answered on another inspection report that will be submitted with
this inspection report?  Yes  No  N/A

3. Monitoring Information
Is there a monitoring entity?  Yes  No
Monitoring organization: NMC
Phone: 1-855-791-8378
Email: N/A
Account number: #A15-41595
Phone line 1: N/A
Phone line 2: N/A
Means of transmission: WIRELESS
Entity to which alarms are retransmitted: N/A
Phone: N/A
4. Notifications Made Prior To Testing

Contact Time

Monitoring organization: NMC 7:00

Building management: Alfonso 7:00
5. System Information - Panels / Power

5.1 Addressable Panels

Control Unit Manufacturer:
SIMPLEX

Model Number:
4100ES

Location:
IN BOTTOM SECURITY ROOM

Software Revision:
N/A

SLC Loops Max #:
4

# Utilized:
4

Addresses Available:
B

NAC
Circuits

Max #:
6

# Utilized:
6

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
33

Mfr Year:
2021

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
33

Mfr Year:
2021

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No Description:

5.3 Additional Power Supplies
Are there additional power supplies?  Yes  No
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Power Supplies

Control Unit Manufacturer:
SIMPLEX

Model Number:
4100 ES

Location:
3rd floor storage/mech rm

Disconnecting Location:
Breaker

Battery 1 Voltage:
12

Amps:
33

Mfr Year:
2022

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
33

Mfr Year:
2022

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

6. Testing Results

6.1 Control Unit and Related Equipment

Description Visual Inspection Functional Test Results

Control unit  Yes  No  Yes  No  Pass  Fail  N/A

Lamps / LEDs / LCDs  Yes  No  Yes  No  Pass  Fail  N/A

Fuses  Yes  No  Yes  No  Pass  Fail  N/A

Trouble signals  Yes  No  Yes  No  Pass  Fail  N/A

Disconnect switches  Yes  No  Yes  No  Pass  Fail  N/A

Ground-fault monitoring  Yes  No  Yes  No  Pass  Fail  N/A

Supervision  Yes  No  Yes  No  Pass  Fail  N/A

Annunciators  Yes  No  Yes  No  Pass  Fail  N/A

Remote power panels  Yes  No  Yes  No  Pass  Fail  N/A

Other  Yes  No  Yes  No  Pass  Fail  N/A
6.2 Secondary Power

Description Visual Inspection Functional Test Results

Battery condition  Yes  No  Yes  No  Pass  Fail  N/A

Load voltage  Yes  No  Yes  No  Pass  Fail  N/A

Discharge test  Yes  No  Yes  No  Pass  Fail  N/A

Charger test  Yes  No  Yes  No  Pass  Fail  N/A

Remote panel batteries  Yes  No  Yes  No  Pass  Fail  N/A
6.3 Alarm and Supervisory Alarm Initiating Device
Complete supplementary device test form for all initiating devices.
a. Did all tested initiating devices pass?  Yes  No  N/A
6.4 Notification Appliances
Include Notification Appliances Table on this Report?  Yes  No
Complete supplementary appliance test form for all notification appliances.
6.5 Interface Equipment
Complete supplementary interface component test form for all interface components.
Circuit Interface / Signaling Line Circuit Interface / Fire Alarm Control Interface
6.6 Supervising Station Monitoring

Description Yes/No Time (sec) Results

Alarm signal  Yes  No 6  Pass  Fail  N/A

Alarm restoration  Yes  No 4  Pass  Fail  N/A

Trouble signal  Yes  No 8  Pass  Fail  N/A

Trouble restoration  Yes  No 7  Pass  Fail  N/A

Supervisory signal  Yes  No 7  Pass  Fail  N/A

Supervisory restoration  Yes  No 6  Pass  Fail  N/A
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

6.7 Air Sampling Detection
Is there Air Sampling Detection?  Yes  No
6.8 Device Information

Devices

Pull Station
Manufacturer(s)
SIMPLEX

Type
 Keyed  Hex Key
 Screw  Other

Detector manufacturer(s)
SIMPLEX

Notification device
manufacturer(s)
SIMPLEX

Color
 Red  White  Other

Comment
7. Notifications That Testing Is Complete

Contact Time

Monitoring organization: NMC 3:00

Building management: Alfonso 3:00
8. System Restored To Normal Operation
Date: 5/19/2023
Time: 3:00
9. Observations
These items are outside the regular scope of the required inspection and are not the result of an engineering review. This information is not intended
to be all-inclusive but rather a list of items discovered as a by-product of the required inspection.
Please see the summary section at the top of the form for the comments.
10. Inspector Information:
Test Verification:
Inspected By GUILLERMO RAMOS
Inspector Signature

Inspector License: FAL-2490126
Date of Work 5/19/2023
Inspection Notes
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Fire Alarm Inspection and Testing Report

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE

(Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm (ROGERS STUDENT

CENTER ALARM)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/26/2023

Frequency: Annual

Tag: Red

Deficiency Summary

Status: Open

6. Testing Results

6.1 Control Unit and Related Equipment

Disconnect switches - Visual Inspection: Yes, Functional Test: Yes

Inoperable

Status: Open

6.3.a

a. Did all tested initiating devices pass?

Duct detector 2nd floor mechanical rm 206B inoperable, 2 basement water flow switches did not report to FACP, 4 water flow switches by elevator

1 and 2 did not report to FACP.

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-

inclusive but rather a list of items discovered as a by-product of the required inspection.

There are no general comments for this submission

American Fire Protection Group, 12440 HWY 155 S, Unit 1A, Tyler, TX, 75701    Phone: 903-939-2066 Page 1 of 5



American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Inspection and Testing Report

1. Property Information
Tag Red
Inspection Frequency: Annual
Property Being Evaluated:
TYLER JUNIOR COLLEGE (Educational)
Owner:
ALFONSO RODRIGUEZ
Owner's Phone Number:
903-262-0777
Property Address:
1327 S Baxter Ave., TYLER, TX, 75701
Assembly Description:
Fire Alarm (ROGERS STUDENT CENTER ALARM)
2. Owner's Section
Has the Owners section been answered on another inspection report that will be submitted with
this inspection report?  Yes  No  N/A

3. Monitoring Information
Is there a monitoring entity?  Yes  No
Monitoring organization: NMC
Phone: .
Email: N/A
Account number: A1541595 p.w. Lake tyler
Phone line 1: N/A
Phone line 2: N/A
Means of transmission: WIRELESS
Entity to which alarms are retransmitted: N/A
Phone: N/A
4. Notifications Made Prior To Testing

Contact Time

Monitoring organization: NMC 7:00

Building management: Alfonso 7:00
5. System Information - Panels / Power

5.1 Addressable Panels

Control Unit Manufacturer:
SIMPLEX

Model Number:
4100ES

Location:
2ND FL STORAGE BEHIND FRONT
DESK

Software Revision:
N/A

SLC Loops Max #:
4

# Utilized:
0

Addresses Available:
4

NAC
Circuits

Max #:
6

# Utilized:
0

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
33

Mfr Year:
2020

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
33

Mfr Year:
2020

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No Description:
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

5.2 Conventional Panels

Control Unit Manufacturer:
SIMPLEX

Model Number:
4002

Location:
2ND FL STORAGE BEHIND FRONT
DESK

Software Revision:
N/A

IDCs Max #:
5

# Utilized:
4

Style/Class:
B

NAC
Circuits

Max #:
4

# Utilized:
2

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
17

Mfr Year:
2020

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
17

Mfr Year:
2020

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No

Description:
MONITORING

5.3 Additional Power Supplies
Are there additional power supplies?  Yes  No

Power Supplies

Control Unit Manufacturer:
EST

Model Number:
RED BOX

Location:
2ND FL STORAGE BEHIND FRONT
DESK

Disconnecting Location:
N/A

Battery 1 Voltage:
12

Amps:
7

Mfr Year:
2020

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
7

Mfr Year:
2020

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

6. Testing Results

6.1 Control Unit and Related Equipment

Description Visual Inspection Functional Test Results

Control unit  Yes  No  Yes  No  Pass  Fail  N/A

Lamps / LEDs / LCDs  Yes  No  Yes  No  Pass  Fail  N/A

Fuses  Yes  No  Yes  No  Pass  Fail  N/A

Trouble signals  Yes  No  Yes  No  Pass  Fail  N/A

Disconnect switches  Yes  No  Yes  No  Pass  Fail  N/A

Ground-fault monitoring  Yes  No  Yes  No  Pass  Fail  N/A

Supervision  Yes  No  Yes  No  Pass  Fail  N/A

Annunciators  Yes  No  Yes  No  Pass  Fail  N/A

Remote power panels  Yes  No  Yes  No  Pass  Fail  N/A

Other  Yes  No  Yes  No  Pass  Fail  N/A
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Tyler, TX 75701
Phone: 903-939-2066

6.2 Secondary Power

Description Visual Inspection Functional Test Results

Battery condition  Yes  No  Yes  No  Pass  Fail  N/A

Load voltage  Yes  No  Yes  No  Pass  Fail  N/A

Discharge test  Yes  No  Yes  No  Pass  Fail  N/A

Charger test  Yes  No  Yes  No  Pass  Fail  N/A

Remote panel batteries  Yes  No  Yes  No  Pass  Fail  N/A
6.3 Alarm and Supervisory Alarm Initiating Device
Complete supplementary device test form for all initiating devices.
a. Did all tested initiating devices pass?  Yes  No  N/A
6.4 Notification Appliances
Include Notification Appliances Table on this Report?  Yes  No
Complete supplementary appliance test form for all notification appliances.
6.5 Interface Equipment
Complete supplementary interface component test form for all interface components.
Circuit Interface / Signaling Line Circuit Interface / Fire Alarm Control Interface
6.6 Supervising Station Monitoring

Description Yes/No Time (sec) Results

Alarm signal  Yes  No 7  Pass  Fail  N/A

Alarm restoration  Yes  No 5  Pass  Fail  N/A

Trouble signal  Yes  No 6  Pass  Fail  N/A

Trouble restoration  Yes  No 5  Pass  Fail  N/A

Supervisory signal  Yes  No 8  Pass  Fail  N/A

Supervisory restoration  Yes  No 6  Pass  Fail  N/A
6.7 Air Sampling Detection
Is there Air Sampling Detection?  Yes  No
6.8 Device Information

Devices

Pull Station
Manufacturer(s)
Hochiki

Type
 Keyed  Hex Key
 Screw  Other

Detector manufacturer(s)
Hochiki

Notification device
manufacturer(s)
Hochiki

Color
 Red  White  Other

Comment
7. Notifications That Testing Is Complete

Contact Time

Monitoring organization: NMC 3:00

Building management: Alfonso 3:00
8. System Restored To Normal Operation
Date: 5/26/2023
Time: 3:00
9. Observations
These items are outside the regular scope of the required inspection and are not the result of an engineering review. This information is not intended
to be all-inclusive but rather a list of items discovered as a by-product of the required inspection.
Please see the summary section at the top of the form for the comments.
10. Inspector Information:
Test Verification:
Inspected By GUILLERMO RAMOS
Inspector Signature

Inspector License: FAL-2490126
Date of Work 5/26/2023
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Inspection Notes

FACP red tagged due to duct detector located inside mechanical rm 206B inoperable during testing, horn/strobes located inside Apache rooms on 1st
floor inoperable during testing, 2 water flow switches located in basement and 4 water flow switches located by both elevator 1 and 2 did not report
to FACP during testing, and disconnect switches on monitoring panel (Simplex) inoperable.
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Fire Alarm Inspection and Testing Report

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE

(Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm (Rodgers Palmer Performing

Arts Center (RPAC))

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/23/2023

Frequency: Annual

Tag: Blue

Deficiency Summary

Please refer to the Deficiency Summary located on applicable Fire Alarm Supplementary Forms for additional deficiency details.

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-

inclusive but rather a list of items discovered as a by-product of the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Inspection and Testing Report

1. Property Information
Tag Blue
Inspection Frequency: Annual
Property Being Evaluated:
TYLER JUNIOR COLLEGE (Educational)
Owner:
ALFONSO RODRIGUEZ
Owner's Phone Number:
903-262-0777
Property Address:
1327 S Baxter Ave., TYLER, TX, 75701
Assembly Description:
Fire Alarm (Rodgers Palmer Performing Arts Center (RPAC))
2. Owner's Section
Has the Owners section been answered on another inspection report that will be submitted with
this inspection report?  Yes  No  N/A

3. Monitoring Information
Is there a monitoring entity?  Yes  No
Monitoring organization: NMC
Phone: 1-855-791-8378
Email: .
Account number: A1526551 PW: Lake Tyler
Phone line 1: .
Phone line 2: .
Means of transmission: .
Entity to which alarms are retransmitted: .
Phone: .
4. Notifications Made Prior To Testing

Contact Time

Monitoring organization: NMC 7:00

Building management: Alfonso 7:00
5. System Information - Panels / Power

5.1 Addressable Panels

Control Unit Manufacturer:
FireNet  L@titude

Model Number:
LA101H-40

Location:
Electrical/Server room

Software Revision:
V1.xx

SLC Loops Max #:
4

# Utilized:
4

Addresses Available:
.

NAC
Circuits

Max #:
4

# Utilized:
2

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
Breaker

Amps:
20

Disconnecting Means Location:
Breaker

Battery 1 Voltage:
12

Amps:
26

Mfr Year:
2020

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
26

Mfr Year:
2020

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No Description:

5.3 Additional Power Supplies
Are there additional power supplies?  Yes  No
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Power Supplies

Control Unit Manufacturer:
Hochiki

Model Number:
PE-10SN

Location:
Electrical/Server rm

Disconnecting Location:
Breaker

Battery 1 Voltage:
12

Amps:
18

Mfr Year:
2020

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
18

Mfr Year:
2020

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

6. Testing Results

6.1 Control Unit and Related Equipment

Description Visual Inspection Functional Test Results

Control unit  Yes  No  Yes  No  Pass  Fail  N/A

Lamps / LEDs / LCDs  Yes  No  Yes  No  Pass  Fail  N/A

Fuses  Yes  No  Yes  No  Pass  Fail  N/A

Trouble signals  Yes  No  Yes  No  Pass  Fail  N/A

Disconnect switches  Yes  No  Yes  No  Pass  Fail  N/A

Ground-fault monitoring  Yes  No  Yes  No  Pass  Fail  N/A

Supervision  Yes  No  Yes  No  Pass  Fail  N/A

Annunciators  Yes  No  Yes  No  Pass  Fail  N/A

Remote power panels  Yes  No  Yes  No  Pass  Fail  N/A

Other  Yes  No  Yes  No  Pass  Fail  N/A
6.2 Secondary Power

Description Visual Inspection Functional Test Results

Battery condition  Yes  No  Yes  No  Pass  Fail  N/A

Load voltage  Yes  No  Yes  No  Pass  Fail  N/A

Discharge test  Yes  No  Yes  No  Pass  Fail  N/A

Charger test  Yes  No  Yes  No  Pass  Fail  N/A

Remote panel batteries  Yes  No  Yes  No  Pass  Fail  N/A
6.3 Alarm and Supervisory Alarm Initiating Device
Complete supplementary device test form for all initiating devices.
a. Did all tested initiating devices pass?  Yes  No  N/A
6.4 Notification Appliances
Include Notification Appliances Table on this Report?  Yes  No
Complete supplementary appliance test form for all notification appliances.
6.5 Interface Equipment
Complete supplementary interface component test form for all interface components.
Circuit Interface / Signaling Line Circuit Interface / Fire Alarm Control Interface
6.6 Supervising Station Monitoring

Description Yes/No Time (sec) Results

Alarm signal  Yes  No 10  Pass  Fail  N/A

Alarm restoration  Yes  No 7  Pass  Fail  N/A

Trouble signal  Yes  No 8  Pass  Fail  N/A

Trouble restoration  Yes  No 7  Pass  Fail  N/A

Supervisory signal  Yes  No 11  Pass  Fail  N/A

Supervisory restoration  Yes  No 8  Pass  Fail  N/A
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6.7 Air Sampling Detection
Is there Air Sampling Detection?  Yes  No
6.8 Device Information

Devices

Pull Station
Manufacturer(s)
.

Type
 Keyed  Hex Key
 Screw  Other

Detector manufacturer(s)
Hochiki

Notification device
manufacturer(s)
Hochiki

Color
 Red  White  Other

Comment
.

7. Notifications That Testing Is Complete

Contact Time

Monitoring organization: NMC 3:00

Building management: Alfonso 3:00
8. System Restored To Normal Operation
Date: 5/23/2023
Time: 3:00
9. Observations
These items are outside the regular scope of the required inspection and are not the result of an engineering review. This information is not intended
to be all-inclusive but rather a list of items discovered as a by-product of the required inspection.
Please see the summary section at the top of the form for the comments.
10. Inspector Information:
Test Verification:
Inspected By GUILLERMO RAMOS
Inspector Signature

Inspector License: FAL-2490126
Date of Work 5/23/2023
Inspection Notes

American Fire Protection Group, 12440 HWY 155 S, Unit 1A, Tyler, TX, 75701    Phone: 903-939-2066 Page 4 of 4



Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (Rodgers Palmer Performing Arts

Center (RPAC))

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/23/2023

Frequency: Annual

Deficiency Summary

There are no reported deficiencies for this submission

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/23/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 DD 7 7 0 7 0  HD 41 41 0 41 0

 LA 2 2 0 2 0  SD 1 1 0 1 0

 SD-Photo 1 1 0 1 0  TS 2 2 0 2 0

 WF 1 1 0 1 0

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD 8 Above annunciator lobby Annual 5/23/2023 Pass

 SD-Photo 2 Above FACP Annual 5/23/2023 Pass

 DD 4 Corr. 118 Annual 5/23/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 DD 5 Hall 111 Annual 5/23/2023 Pass

 HD 54 Mech room157 Annual 5/23/2023 Pass

 DD 3 Men’s dressing Annual 5/23/2023 Pass

 DD 49 Performer hall 168 Annual 5/23/2023 Pass

 TS 51 Riser room Annual 5/23/2023 Pass

 LA . Riser Room Annual 5/23/2023 Pass

 LA . Riser Room Annual 5/23/2023 Pass

 TS . Riser Room Annual 5/23/2023 Pass

 WF 50 Riser Room Annual 5/23/2023 Pass

 HD 9 Stage Visual only, no access Annual 5/23/2023 Pass

 HD 10 Stage Visual only no access Annual 5/23/2023 Pass

 HD 11 Stage Visual only no access Annual 5/23/2023 Pass

 HD 12 Stage Visual only no access Annual 5/23/2023 Pass

 HD 13 Stage Visual only no access Annual 5/23/2023 Pass

 HD 15 Stage Visual only no access Annual 5/23/2023 Pass

 HD 16 Stage Visual only no access Annual 5/23/2023 Pass

 HD 17 Stage Visual only no access Annual 5/23/2023 Pass

 HD 18 Stage Visual only no access Annual 5/23/2023 Pass

 HD 19 Stage Visual only no access Annual 5/23/2023 Pass

 HD 20 Stage Visual only no access Annual 5/23/2023 Pass

 HD 21 Stage Visual only no access Annual 5/23/2023 Pass

 HD 22 Stage Visual only no access Annual 5/23/2023 Pass

 HD 23 Stage Visual only no access Annual 5/23/2023 Pass

 HD 24 Stage Visual only no access Annual 5/23/2023 Pass

 HD 25 Stage Visual only no access Annual 5/23/2023 Pass

 HD 26 Stage Visual only no access Annual 5/23/2023 Pass

 HD 27 Stage Visual only no access Annual 5/23/2023 Pass

 HD 28 Stage Visual only no access Annual 5/23/2023 Pass

 HD 29 Stage Visual only no access Annual 5/23/2023 Pass

 HD 30 Stage Visual only no access Annual 5/23/2023 Pass

 HD 31 Stage Visual only no access Annual 5/23/2023 Pass

 HD 32 Stage Visual only no access Annual 5/23/2023 Pass

 HD 33 Stage Visual only no access Annual 5/23/2023 Pass

 HD 34 Stage Visual only no access Annual 5/23/2023 Pass

 HD 35 Stage Visual only no access Annual 5/23/2023 Pass

 HD 36 Stage Visual only no access Annual 5/23/2023 Pass
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Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 HD 37 Stage Visual only no access Annual 5/23/2023 Pass

 HD 38 Stage Visual only no access Annual 5/23/2023 Pass

 HD 39 Stage Visual only no access Annual 5/23/2023 Pass

 HD 40 Stage Visual only no access Annual 5/23/2023 Pass

 HD 41 Stage Visual only no access Annual 5/23/2023 Pass

 HD 42 Stage Visual only no access Annual 5/23/2023 Pass

 HD 43 Stage Visual only no access Annual 5/23/2023 Pass

 HD 44 Stage Visual only no access Annual 5/23/2023 Pass

 HD 45 Stage Visual only no access Annual 5/23/2023 Pass

 HD 46 Stage Visual only no access Annual 5/23/2023 Pass

 HD 47 Stage Visual only no access Annual 5/23/2023 Pass

 HD 48 Stage Visual only no access Annual 5/23/2023 Pass

 HD 56 Storage room148 Annual 5/23/2023 Pass

 DD 6 Women’s rr 110 Annual 5/23/2023 Pass

 DD 7 Women’s rr 110 Annual 5/23/2023 Pass

 DD 53 Women’s RR Annual 5/23/2023 Pass

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 5/23/2023
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Fire Alarm Inspection and Testing Report

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE

(Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm (SATELLITE PHYSICAL

PLANT ALARM)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/16/2023

Frequency: Annual

Tag: Yellow

Deficiency Summary

Please refer to the Deficiency Summary located on applicable Fire Alarm Supplementary Forms for additional deficiency details.

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-

inclusive but rather a list of items discovered as a by-product of the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Inspection and Testing Report

1. Property Information
Tag Yellow
Inspection Frequency: Annual
Property Being Evaluated:
TYLER JUNIOR COLLEGE (Educational)
Owner:
ALFONSO RODRIGUEZ
Owner's Phone Number:
903-262-0777
Property Address:
1327 S Baxter Ave., TYLER, TX, 75701
Assembly Description:
Fire Alarm (SATELLITE PHYSICAL PLANT ALARM)
2. Owner's Section
Has the Owners section been answered on another inspection report that will be submitted with
this inspection report?  Yes  No  N/A

3. Monitoring Information
Is there a monitoring entity?  Yes  No
Monitoring organization: NMC
Phone: 1-855-791-8378
Email: .
Account number: A15-41596
Phone line 1: .
Phone line 2: .
Means of transmission: .
Entity to which alarms are retransmitted: .
Phone: .
4. Notifications Made Prior To Testing

Contact Time

Monitoring organization: NMC 7:00

Building management: Alfonso 7:00
5. System Information - Panels / Power

5.2 Conventional Panels

Control Unit Manufacturer:
SILENT KNIGHT

Model Number:
IFP-50

Location:
IN ELECTRICAL ROOM

Software Revision:
N/A

IDCs Max #:
4

# Utilized:
2

Style/Class:
B

NAC
Circuits

Max #:
4

# Utilized:
2

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER PANEL (LA)

Battery 1 Voltage:
12

Amps:
7

Mfr Year:
2019

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
7

Mfr Year:
2019

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No Description:

5.3 Additional Power Supplies
Are there additional power supplies?  Yes  No
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

6. Testing Results

6.1 Control Unit and Related Equipment

Description Visual Inspection Functional Test Results

Control unit  Yes  No  Yes  No  Pass  Fail  N/A

Lamps / LEDs / LCDs  Yes  No  Yes  No  Pass  Fail  N/A

Fuses  Yes  No  Yes  No  Pass  Fail  N/A

Trouble signals  Yes  No  Yes  No  Pass  Fail  N/A

Disconnect switches  Yes  No  Yes  No  Pass  Fail  N/A

Ground-fault monitoring  Yes  No  Yes  No  Pass  Fail  N/A

Supervision  Yes  No  Yes  No  Pass  Fail  N/A

Annunciators  Yes  No  Yes  No  Pass  Fail  N/A

Remote power panels  Yes  No  Yes  No  Pass  Fail  N/A

Other  Yes  No  Yes  No  Pass  Fail  N/A
6.2 Secondary Power

Description Visual Inspection Functional Test Results

Battery condition  Yes  No  Yes  No  Pass  Fail  N/A

Load voltage  Yes  No  Yes  No  Pass  Fail  N/A

Discharge test  Yes  No  Yes  No  Pass  Fail  N/A

Charger test  Yes  No  Yes  No  Pass  Fail  N/A

Remote panel batteries  Yes  No  Yes  No  Pass  Fail  N/A
6.3 Alarm and Supervisory Alarm Initiating Device
Complete supplementary device test form for all initiating devices.
a. Did all tested initiating devices pass?  Yes  No  N/A
6.4 Notification Appliances
Include Notification Appliances Table on this Report?  Yes  No
Complete supplementary appliance test form for all notification appliances.
6.5 Interface Equipment
Complete supplementary interface component test form for all interface components.
Circuit Interface / Signaling Line Circuit Interface / Fire Alarm Control Interface
6.6 Supervising Station Monitoring

Description Yes/No Time (sec) Results

Alarm signal  Yes  No 8  Pass  Fail  N/A

Alarm restoration  Yes  No 6  Pass  Fail  N/A

Trouble signal  Yes  No 10  Pass  Fail  N/A

Trouble restoration  Yes  No 8  Pass  Fail  N/A

Supervisory signal  Yes  No 11  Pass  Fail  N/A

Supervisory restoration  Yes  No 9  Pass  Fail  N/A
6.7 Air Sampling Detection
Is there Air Sampling Detection?  Yes  No
6.8 Device Information

Devices

Pull Station
Manufacturer(s)
SILENT KNIGHT

Type
 Keyed  Hex Key
 Screw  Other

Detector manufacturer(s)
SILENT KNIGHT

Notification device
manufacturer(s)
WHEELOCK

Color
 Red  White  Other

Comment
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

7. Notifications That Testing Is Complete

Contact Time

Monitoring organization: N/A 3:00

Building management: Alfonso 3:00
8. System Restored To Normal Operation
Date: 5/16/2023
Time: 3:00
9. Observations
These items are outside the regular scope of the required inspection and are not the result of an engineering review. This information is not intended
to be all-inclusive but rather a list of items discovered as a by-product of the required inspection.
Please see the summary section at the top of the form for the comments.
10. Inspector Information:
Test Verification:
Inspected By GUILLERMO RAMOS
Inspector Signature

Inspector License: FAL-2490126
Date of Work 5/16/2023
Inspection Notes

FACP yellow tagged due to corroded battery leads (FACP)

American Fire Protection Group, 12440 HWY 155 S, Unit 1A, Tyler, TX, 75701    Phone: 903-939-2066American Fire Protection Group, 12440 HWY 155 S, Unit 1A, Tyler, TX, 75701    Phone: 903-939-2066 Page 4 of 6



American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

American Fire Protection Group, 12440 HWY 155 S, Unit 1A, Tyler, TX, 75701    Phone: 903-939-2066 Page 5 of 6



American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (SATELLITE PHYSICAL

PLANT DEVICES)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/16/2023

Frequency: Annual

Deficiency Summary

There are no reported deficiencies for this submission

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission

American Fire Protection Group, 12440 HWY 155 S, Unit 1A, Tyler, TX, 75701    Phone: 903-939-2066 Page 1 of 3



American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/16/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 PS 2 2 0 2 0  SD-Photo 4 4 0 4 0

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 4 CONTROL ROOM Annual 5/16/2023 Pass

 PS 6 DOCK DOOR Annual 5/16/2023 Pass

 PS 5 FRONT DOOR Annual 5/16/2023 Pass

 SD-Photo 3 HALLWAY NORTH Annual 5/16/2023 Pass

 SD-Photo 2 HALLWAY SOUTH Annual 5/16/2023 Pass

 SD-Photo 1 MAIN ELECTRICAL
ROOM Annual 5/16/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 5/16/2023
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (SLEDGE HALL DEVICES )

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/31/2023

Frequency: Annual

Deficiency Summary

Status: Open

Deficiency for Device Type: PS, Address: 66, Location: 2ND FL SE STAIR .

Did not reset

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/31/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 PS 4 4 0 3 1  SD-Photo 46 46 0 46 0

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 25 1ST FL COACHES ROOM Annual 5/31/2023 Pass

 SD-Photo 26 1ST FL COACHES ROOM
KITCHEN Annual 5/31/2023 Pass

 SD-Photo 6 1ST FL EAST STAIR Annual 5/31/2023 Pass

 PS 16 1ST FL E STAIR Annual 5/31/2023 Pass

 SD-Photo 1 1ST FL IT ROOM Annual 5/31/2023 Pass

 SD-Photo 3 1ST FL LAUNDRY Annual 5/31/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 PS 15 1ST FL W STAIR Annual 5/31/2023 Pass

 SD-Photo 60 2ND FL LAUNDRY Annual 5/31/2023 Pass

 PS 65 2ND FL N STAIR Annual 5/31/2023 Pass

 PS 66 2ND FL SE STAIR Annual 5/31/2023 Fail Did not reset

 SD-Photo 61 2ND FL STORAGE Annual 5/31/2023 Pass

 SD-Photo 2 ABOVE FACP Annual 5/31/2023 Pass

 SD-Photo 4 LOUNGE Annual 5/31/2023 Pass

 SD-Photo 5 LOUNGE Annual 5/31/2023 Pass

 SD-Photo 44 ROOM 101 Annual 5/31/2023 Pass

 SD-Photo 43 ROOM 102 Annual 5/31/2023 Pass

 SD-Photo 42 ROOM 103 Annual 5/31/2023 Pass

 SD-Photo 41 ROOM 104 Annual 5/31/2023 Pass

 SD-Photo 40 ROOM 105 Annual 5/31/2023 Pass

 SD-Photo 39 ROOM 106 Annual 5/31/2023 Pass

 SD-Photo 38 ROOM 107 Annual 5/31/2023 Pass

 SD-Photo 37 ROOM 108 Annual 5/31/2023 Pass

 SD-Photo 36 ROOM 109 Annual 5/31/2023 Pass

 SD-Photo 35 ROOM 110 Annual 5/31/2023 Pass

 SD-Photo 34 ROOM 111 Annual 5/31/2023 Pass

 SD-Photo 33 ROOM 112 Annual 5/31/2023 Pass

 SD-Photo 32 ROOM 113 Annual 5/31/2023 Pass

 SD-Photo 31 ROOM 114 Annual 5/31/2023 Pass

 SD-Photo 30 ROOM 115 Annual 5/31/2023 Pass

 SD-Photo 29 ROOM 116 Annual 5/31/2023 Pass

 SD-Photo 28 ROOM 117 Annual 5/31/2023 Pass

 SD-Photo 27 ROOM 118 Annual 5/31/2023 Pass

 SD-Photo 70 ROOM 201 Annual 5/31/2023 Pass

 SD-Photo 71 ROOM 202 Annual 5/31/2023 Pass

 SD-Photo 72 ROOM 203 Annual 5/31/2023 Pass

 SD-Photo 73 ROOM 204 Annual 5/31/2023 Pass

 SD-Photo 74 ROOM 205 Annual 5/31/2023 Pass

 SD-Photo 75 ROOM 206 Annual 5/31/2023 Pass

 SD-Photo 76 ROOM 207 Annual 5/31/2023 Pass

 SD-Photo 77 ROOM 208 Annual 5/31/2023 Pass

 SD-Photo 78 ROOM 209 Annual 5/31/2023 Pass

 SD-Photo 79 ROOM 210 Annual 5/31/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 80 ROOM 211 Annual 5/31/2023 Pass

 SD-Photo 81 ROOM 212 Annual 5/31/2023 Pass

 SD-Photo 82 ROOM 213 Annual 5/31/2023 Pass

 SD-Photo 83 ROOM 214 Annual 5/31/2023 Pass

 SD-Photo 84 ROOM 215 Annual 5/31/2023 Pass

 SD-Photo 85 ROOM 216 Annual 5/31/2023 Pass

 SD-Photo 86 ROOM 217 Annual 5/31/2023 Pass

 SD-Photo 87 ROOM 218 Annual 5/31/2023 Pass

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 5/31/2023
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (VAUGHN CONSERVATORY

DEVICES)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/31/2023

Frequency: Annual

Deficiency Summary

There are no reported deficiencies for this submission

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/31/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 PS 4 4 0 4 0  SD-Photo 3 3 0 3 0

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo Z4 ABOVE FACP IN LOBBY Annual 5/31/2023 Pass

 PS Z2 BACK ENTRANCE Annual 5/31/2023 Pass

 PS Z2 FRONT ENTRANCE Annual 5/31/2023 Pass

 PS Z2 IN CLASSROOM Annual 5/31/2023 Pass

 SD-Photo Z3 IN JANITOR CLOSET Annual 5/31/2023 Pass

 SD-Photo Z4 IN LOBBY Annual 5/31/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 PS Z2 SIDE ENTRANCE Annual 5/31/2023 Pass

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 5/31/2023
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (VAUGHN HALL DEVICES )

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/31/2023

Frequency: Annual

Deficiency Summary

There are no reported deficiencies for this submission

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/31/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 PS 4 4 0 4 0  SD-Photo 33 31 2 31 0

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 PS 8 1st fl south entrance Annual 5/31/2023 Pass

 SD-Photo 7 1st fl south entrance Annual 5/31/2023 Pass

 SD-Photo 8 2nd fl maintenance Annual 5/31/2023 Pass

 SD-Photo 40 2nd fl north mechanical room Annual 5/31/2023 Pass

 PS 26 2nd floor north stair Annual 5/31/2023 Pass

 SD-Photo 6 2nd fl south mechanical room Annual 5/31/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 PS 39 2nd fl south stairs Annual 5/31/2023 Pass

 SD-Photo 2 Above FACP Annual 5/31/2023 Pass

 PS 1 Abve FACP Annual 5/31/2023 Pass

 SD-Photo 5 Common area Annual 5/31/2023 Pass

 SD-Photo 41 Laundry room Annual 5/31/2023 Pass

 SD-Photo 3 RA room No access 6/21/2022 N/A

 SD-Photo 4 RA room No access 6/21/2022 N/A

 SD-Photo 9 Room 101 Annual 5/31/2023 Pass

 SD-Photo 10 Room 102 Annual 5/31/2023 Pass

 SD-Photo 11 Room 103 Annual 5/31/2023 Pass

 SD-Photo 12 Room 104 Annual 5/31/2023 Pass

 SD-Photo 13 Room 105 Annual 5/31/2023 Pass

 SD-Photo 14 Room 106 Annual 5/31/2023 Pass

 SD-Photo 15 Room 107 Annual 5/31/2023 Pass

 SD-Photo 16 Room 108 Annual 5/31/2023 Pass

 SD-Photo 17 Room 109 Annual 5/31/2023 Pass

 SD-Photo 18 Room 110 Annual 5/31/2023 Pass

 SD-Photo 19 Room 111 Annual 5/31/2023 Pass

 SD-Photo 20 Room 112 Annual 5/31/2023 Pass

 SD-Photo 38 Room 201 Annual 5/31/2023 Pass

 SD-Photo 37 Room 202 Annual 5/31/2023 Pass

 SD-Photo 36 Room 203 Annual 5/31/2023 Pass

 SD-Photo 35 Room 204 Annual 5/31/2023 Pass

 SD-Photo 34 Room 205 Annual 5/31/2023 Pass

 SD-Photo 33 Room 206 Annual 5/31/2023 Pass

 SD-Photo 32 Room 207 Annual 5/31/2023 Pass

 SD-Photo 31 Room 208 Annual 5/31/2023 Pass

 SD-Photo 30 Room 209 Annual 5/31/2023 Pass

 SD-Photo 29 Room 210 Annual 5/31/2023 Pass

 SD-Photo 28 Room 211 Annual 5/31/2023 Pass

 SD-Photo 27 Room 212 Annual 5/31/2023 Pass

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Inspector License: FAL-2490126
I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 5/31/2023
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Fire Alarm Inspection and Testing Report

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE

(Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm (WAGSTAFF GYM ALARM)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/24/2023

Frequency: Annual

Tag: Blue

Deficiency Summary

Please refer to the Deficiency Summary located on applicable Fire Alarm Supplementary Forms for additional deficiency details.

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-

inclusive but rather a list of items discovered as a by-product of the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Inspection and Testing Report

1. Property Information
Tag Blue
Inspection Frequency: Annual
Property Being Evaluated:
TYLER JUNIOR COLLEGE (Educational)
Owner:
ALFONSO RODRIGUEZ
Owner's Phone Number:
903-262-0777
Property Address:
1327 S Baxter Ave., TYLER, TX, 75701
Assembly Description:
Fire Alarm (WAGSTAFF GYM ALARM)
2. Owner's Section
Has the Owners section been answered on another inspection report that will be submitted with
this inspection report?  Yes  No  N/A

3. Monitoring Information
Is there a monitoring entity?  Yes  No
Monitoring organization: NMC
Phone: 1-855-791-8378
Email: N/A
Account number: A1541595
Phone line 1: N/A
Phone line 2: N/A
Means of transmission: WIRELESS
Entity to which alarms are retransmitted: N/A
Phone: N/A
4. Notifications Made Prior To Testing

Contact Time

Monitoring organization: NMC 7:00

Building management: Alfonso 7:00
5. System Information - Panels / Power

American Fire Protection Group, 12440 HWY 155 S, Unit 1A, Tyler, TX, 75701    Phone: 903-939-2066 Page 2 of 5



American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

5.1 Addressable Panels

Control Unit Manufacturer:
EDWARDS

Model Number:
EST 2

Location:
IN FRONT OFFICE

Software Revision:
N/A

SLC Loops Max #:
4

# Utilized:
2

Addresses Available:
2

NAC
Circuits

Max #:
4

# Utilized:
4

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
12

Mfr Year:
2021

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
12

Mfr Year:
2021

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No

Description:
4 BATTERIES

Control Unit Manufacturer:
SIMPLEX

Model Number:
4100ES

Location:
OFFICE STORAGE

Software Revision:
N/A

SLC Loops Max #:
4

# Utilized:
0

Addresses Available:
4

NAC
Circuits

Max #:
4

# Utilized:
0

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
33

Mfr Year:
2021

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
33

Mfr Year:
2021

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No Description:

5.3 Additional Power Supplies
Are there additional power supplies?  Yes  No

Power Supplies

Control Unit Manufacturer:
EST

Model Number:
RED BOX

Location:
CUSTODIAL ROOM

Disconnecting Location:
N/A

Battery 1 Voltage:
12

Amps:
7

Mfr Year:
2020

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
7

Mfr Year:
2020

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

6. Testing Results

6.1 Control Unit and Related Equipment

Description Visual Inspection Functional Test Results

Control unit  Yes  No  Yes  No  Pass  Fail  N/A

Lamps / LEDs / LCDs  Yes  No  Yes  No  Pass  Fail  N/A

Fuses  Yes  No  Yes  No  Pass  Fail  N/A

Trouble signals  Yes  No  Yes  No  Pass  Fail  N/A

Disconnect switches  Yes  No  Yes  No  Pass  Fail  N/A

Ground-fault monitoring  Yes  No  Yes  No  Pass  Fail  N/A

Supervision  Yes  No  Yes  No  Pass  Fail  N/A

Annunciators  Yes  No  Yes  No  Pass  Fail  N/A

Remote power panels  Yes  No  Yes  No  Pass  Fail  N/A

Other  Yes  No  Yes  No  Pass  Fail  N/A
6.2 Secondary Power

Description Visual Inspection Functional Test Results

Battery condition  Yes  No  Yes  No  Pass  Fail  N/A

Load voltage  Yes  No  Yes  No  Pass  Fail  N/A

Discharge test  Yes  No  Yes  No  Pass  Fail  N/A

Charger test  Yes  No  Yes  No  Pass  Fail  N/A

Remote panel batteries  Yes  No  Yes  No  Pass  Fail  N/A
6.3 Alarm and Supervisory Alarm Initiating Device
Complete supplementary device test form for all initiating devices.
a. Did all tested initiating devices pass?  Yes  No  N/A
6.4 Notification Appliances
Include Notification Appliances Table on this Report?  Yes  No
Complete supplementary appliance test form for all notification appliances.
6.5 Interface Equipment
Complete supplementary interface component test form for all interface components.
Circuit Interface / Signaling Line Circuit Interface / Fire Alarm Control Interface
6.6 Supervising Station Monitoring

Description Yes/No Time (sec) Results

Alarm signal  Yes  No 9  Pass  Fail  N/A

Alarm restoration  Yes  No 5  Pass  Fail  N/A

Trouble signal  Yes  No 10  Pass  Fail  N/A

Trouble restoration  Yes  No 8  Pass  Fail  N/A

Supervisory signal  Yes  No 7  Pass  Fail  N/A

Supervisory restoration  Yes  No 6  Pass  Fail  N/A
6.7 Air Sampling Detection
Is there Air Sampling Detection?  Yes  No
6.8 Device Information

Devices

Pull Station
Manufacturer(s)
EST

Type
 Keyed  Hex Key
 Screw  Other

Detector manufacturer(s)
EST

Notification device
manufacturer(s)
EST

Color
 Red  White  Other

Comment
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

7. Notifications That Testing Is Complete

Contact Time

Monitoring organization: NMC 3:00

Building management: Alfonso 3:00
8. System Restored To Normal Operation
Date: 5/24/2023
Time: 3:00
9. Observations
These items are outside the regular scope of the required inspection and are not the result of an engineering review. This information is not intended
to be all-inclusive but rather a list of items discovered as a by-product of the required inspection.
Please see the summary section at the top of the form for the comments.
10. Inspector Information:
Test Verification:
Inspected By GUILLERMO RAMOS
Inspector Signature

Inspector License: FAL-2490126
Date of Work 5/24/2023
Inspection Notes
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (WAGSTAFF GYM DEVICES )

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/24/2023

Frequency: Annual

Deficiency Summary

There are no reported deficiencies for this submission

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/24/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 DD 3 3 0 3 0  HD 2 2 0 2 0

 PS 12 12 0 12 0  SD-Photo 30 30 0 30 0

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 124 ABOVE BPS Annual 5/24/2023 Pass

 SD-Photo 101 ABOVE FACP Annual 5/24/2023 Pass

 SD-Photo 134 BY COACHES OFFICE Annual 5/24/2023 Pass

 PS 220 BY COMPUTER ROOM Annual 5/24/2023 Pass

 PS 217 BY JANITOR STORAGE Annual 5/24/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 145 BY MULTI-PURPOSE
ROOM Annual 5/24/2023 Pass

 PS 227 BY MULTI-PURPOSES
ROOM Annual 5/24/2023 Pass

 SD-Photo 106 BY RESTROOMS 96 Annual 5/24/2023 Pass

 SD-Photo 104 BY RESTROOMS Annual 5/24/2023 Pass

 PS 223 BY SOFTBALL OFFICE Annual 5/24/2023 Pass

 SD-Photo 140 BY SOFTBALL OFFICE Annual 5/24/2023 Pass

 PS 228 BY STORAGE ROOM Annual 5/24/2023 Pass

 SD-Photo 138 BY VOLLEYBALL
LOCKERS Annual 5/24/2023 Pass

 SD-Photo 139 BY VOLLEYBALL
LOCKERS Annual 5/24/2023 Pass

 SD-Photo 141 BY VOLLEYBALL OFFICE Annual 5/24/2023 Pass

 PS 210 BY W. NW EXIT Annual 5/24/2023 Pass

 SD-Photo 135 BY WOMANS LOCKERS Annual 5/24/2023 Pass

 HD . CONCESSION STORAGE Annual 5/24/2023 Pass

 SD-Photo 137 CORRIDOR 38 BY BREAK
ROOM Annual 5/24/2023 Pass

 SD-Photo 136 CORRIDOR 38 BY
VISITORS LOCKERS Annual 5/24/2023 Pass

 SD-Photo 128 CORRIDOR 55 BY
COMPUTER ROOM Annual 5/24/2023 Pass

 SD-Photo 130 CORRIDOR 57 BY
LAUNDRY Annual 5/24/2023 Pass

 SD-Photo 127 CORRIDOR 58 BY
LAUNDRY Annual 5/24/2023 Pass

 SD-Photo 125 CORRIDOR 58 BY
TRAINING Annual 5/24/2023 Pass

 SD-Photo 116 CORRIDOR 73 NORTH Annual 5/24/2023 Pass

 SD-Photo 115 CORRIDOR 73 SOUTH Annual 5/24/2023 Pass

 SD-Photo 113 CORRIDOR 78 EAST Annual 5/24/2023 Pass

 SD-Photo 108 CORRIDOR 78 WEST Annual 5/24/2023 Pass

 SD-Photo 111 CORRIDOR 79 CENTER Annual 5/24/2023 Pass

 SD-Photo 112 CORRIDOR 79 NORTH Annual 5/24/2023 Pass

 SD-Photo 109 CORRIDOR 79 SOUTH Annual 5/24/2023 Pass

 SD-Photo 105 CORRIDOR 92 CENTER Annual 5/24/2023 Pass

 SD-Photo 107 CORRIDOR 92 NORTH Annual 5/24/2023 Pass

 SD-Photo 103 CORRIDOR 92 SOUTH Annual 5/24/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 146 CORRIDOR BY PLAYERS
LOUNGE Annual 5/24/2023 Pass

 SD-Photo 147 ELECTRICAL ROOM Annual 5/24/2023 Pass

 DD . LUNCH ROOM Annual 5/24/2023 Pass

 DD . MEN’S SIDE HALLWAY Annual 5/24/2023 Pass

 HD . MULTI-PURPOSE Annual 5/24/2023 Pass

 PS 211 N. NW EXIT Annual 5/24/2023 Pass

 SD-Photo 102 N.W EXIT Annual 5/24/2023 Pass

 DD . REAR HALL Annual 5/24/2023 Pass

 PS 209 SOUTHWEST GYM Annual 5/24/2023 Pass

 PS 229 SOUTHWEST GYM EXIT Annual 5/24/2023 Pass

 PS 230 SOUTHWEST LOBBY Annual 5/24/2023 Pass

 PS 231 SOUTHWEST LOBBY Annual 5/24/2023 Pass

 PS 219 TRAINING WET STORAGE Annual 5/24/2023 Pass

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 5/24/2023
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (WESLEY HALL DEVICES )

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/31/2023

Frequency: Annual

Deficiency Summary

Status: Open

Deficiency for Device Type: SD-Photo, Address: M4, Location: STORAGE LOUNGE.

Sounder base reported to FACP but failed to sound when tested.

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/31/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 HD 1 1 0 1 0  PS 4 4 0 4 0

 SD-Photo 30 29 1 28 1

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 PS M41 2ND FL EAST STAIR Annual 5/31/2023 Pass

 SD-Photo M26 2ND FL MECHANICAL
ROOM WEST Annual 5/31/2023 Pass

 PS M27 2ND FL WEST STAIR Annual 5/31/2023 Pass

 PS M9 EAST EXIT Annual 5/31/2023 Pass

 SD-Photo M8 EAST EXIT Annual 5/31/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 HD M3 KITCHEN Annual 5/31/2023 Pass

 SD-Photo M21 LAUNDRY Annual 5/31/2023 Pass

 SD-Photo M7 RA BED ROOM Annual 5/31/2023 Pass

 SD-Photo M5 RA LIVING ROOM Annual 5/31/2023 Pass

 SD-Photo M20 ROOM 102 Annual 5/31/2023 Pass

 SD-Photo M19 ROOM 103 Annual 5/31/2023 Pass

 SD-Photo M18 ROOM 104 Annual 5/31/2023 Pass

 SD-Photo M17 ROOM 105 Annual 5/31/2023 Pass

 SD-Photo M16 ROOM 106 Annual 5/31/2023 Pass

 SD-Photo M15 ROOM 107 Annual 5/31/2023 Pass

 SD-Photo M14 ROOM 108 Annual 5/31/2023 Pass

 SD-Photo M13 ROOM 109 Annual 5/31/2023 Pass

 SD-Photo M12 ROOM 110 Annual 5/31/2023 Pass

 SD-Photo M11 ROOM 111 Annual 5/31/2023 Pass

 SD-Photo M10 ROOM 112 Annual 5/31/2023 Pass

 SD-Photo M28 ROOM 201 Annual 5/31/2023 Pass

 SD-Photo M29 ROOM 202 Annual 5/31/2023 Pass

 SD-Photo M30 ROOM 203 Annual 5/31/2023 Pass

 SD-Photo M31 ROOM 204 Annual 5/31/2023 Pass

 SD-Photo M32 ROOM 205 Annual 5/31/2023 Pass

 SD-Photo M35 ROOM 205 Annual 5/31/2023 Pass

 SD-Photo M33 ROOM 206 Annual 5/31/2023 Pass

 SD-Photo M34 ROOM 207 Annual 5/31/2023 Pass

 SD-Photo M36 ROOM  209 No access 6/22/2022 N/A

 SD-Photo M37 ROOM 210 Annual 5/31/2023 Pass

 SD-Photo M38 ROOM 211 Annual 5/31/2023 Pass

 SD-Photo M39 ROOM 212 Annual 5/31/2023 Pass

 SD-Photo M4 STORAGE LOUNGE Annual 6/22/2022 Fail Sounder base reported to FACP but failed
to sound when tested.

 PS M1 WEST EXIT Annual 5/31/2023 Pass

 SD-Photo M2 WEST EXIT Annual 5/31/2023 Pass

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 5/31/2023
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Fire Alarm Inspection and Testing Report

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE

(Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm (ENERGY BUILDING

ALARM (West Campus))

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/15/2023

Frequency: Annual

Tag: Red

Deficiency Summary

Please refer to the Deficiency Summary located on applicable Fire Alarm Supplementary Forms for additional deficiency details.

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-

inclusive but rather a list of items discovered as a by-product of the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Inspection and Testing Report

1. Property Information
Tag Red
Inspection Frequency: Annual
Property Being Evaluated:
TYLER JUNIOR COLLEGE (Educational)
Owner:
ALFONSO RODRIGUEZ
Owner's Phone Number:
903-262-0777
Property Address:
1327 S Baxter Ave., TYLER, TX, 75701
Assembly Description:
Fire Alarm (ENERGY BUILDING ALARM (West Campus))
2. Owner's Section
Has the Owners section been answered on another inspection report that will be submitted with
this inspection report?  Yes  No  N/A

3. Monitoring Information
Is there a monitoring entity?  Yes  No
Monitoring organization: NMC
Phone: 1-855-791-8378
Email: N/A
Account number: #A15-0026
Phone line 1: N/A
Phone line 2: N/A
Means of transmission: WIRELESS
Entity to which alarms are retransmitted: N/A
Phone: N/A
4. Notifications Made Prior To Testing

Contact Time

Monitoring organization: NMC 7:00

Building management: Alfonso 7:00
5. System Information - Panels / Power

5.1 Addressable Panels

Control Unit Manufacturer:
SIMPLEX

Model Number:
4100ES

Location:
IN OUTSIDE ELECTRICAL ROOM 113

Software Revision:
N/A

SLC Loops Max #:
4

# Utilized:
4

Addresses Available:
0

NAC
Circuits

Max #:
6

# Utilized:
6

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
33

Mfr Year:
2021

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
33

Mfr Year:
2021

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No Description:

5.3 Additional Power Supplies
Are there additional power supplies?  Yes  No
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

6. Testing Results

6.1 Control Unit and Related Equipment

Description Visual Inspection Functional Test Results

Control unit  Yes  No  Yes  No  Pass  Fail  N/A

Lamps / LEDs / LCDs  Yes  No  Yes  No  Pass  Fail  N/A

Fuses  Yes  No  Yes  No  Pass  Fail  N/A

Trouble signals  Yes  No  Yes  No  Pass  Fail  N/A

Disconnect switches  Yes  No  Yes  No  Pass  Fail  N/A

Ground-fault monitoring  Yes  No  Yes  No  Pass  Fail  N/A

Supervision  Yes  No  Yes  No  Pass  Fail  N/A

Annunciators  Yes  No  Yes  No  Pass  Fail  N/A

Remote power panels  Yes  No  Yes  No  Pass  Fail  N/A

Other  Yes  No  Yes  No  Pass  Fail  N/A
6.2 Secondary Power

Description Visual Inspection Functional Test Results

Battery condition  Yes  No  Yes  No  Pass  Fail  N/A

Load voltage  Yes  No  Yes  No  Pass  Fail  N/A

Discharge test  Yes  No  Yes  No  Pass  Fail  N/A

Charger test  Yes  No  Yes  No  Pass  Fail  N/A

Remote panel batteries  Yes  No  Yes  No  Pass  Fail  N/A
6.3 Alarm and Supervisory Alarm Initiating Device
Complete supplementary device test form for all initiating devices.
a. Did all tested initiating devices pass?  Yes  No  N/A
6.4 Notification Appliances
Include Notification Appliances Table on this Report?  Yes  No
Complete supplementary appliance test form for all notification appliances.
6.5 Interface Equipment
Complete supplementary interface component test form for all interface components.
Circuit Interface / Signaling Line Circuit Interface / Fire Alarm Control Interface
6.6 Supervising Station Monitoring

Description Yes/No Time (sec) Results

Alarm signal  Yes  No 6  Pass  Fail  N/A

Alarm restoration  Yes  No 4  Pass  Fail  N/A

Trouble signal  Yes  No 10  Pass  Fail  N/A

Trouble restoration  Yes  No 8  Pass  Fail  N/A

Supervisory signal  Yes  No 12  Pass  Fail  N/A

Supervisory restoration  Yes  No 9  Pass  Fail  N/A
6.7 Air Sampling Detection
Is there Air Sampling Detection?  Yes  No
6.8 Device Information

Devices

Pull Station
Manufacturer(s)
SIMPLEX

Type
 Keyed  Hex Key
 Screw  Other

Detector manufacturer(s)
SIMPLEX

Notification device
manufacturer(s)
SIMPLEX

Color
 Red  White  Other

Comment
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

7. Notifications That Testing Is Complete

Contact Time

Monitoring organization: NMC 3:00

Building management: Alfonso 3:00
8. System Restored To Normal Operation
Date: 5/15/2023
Time: 3:00
9. Observations
These items are outside the regular scope of the required inspection and are not the result of an engineering review. This information is not intended
to be all-inclusive but rather a list of items discovered as a by-product of the required inspection.
Please see the summary section at the top of the form for the comments.
10. Inspector Information:
Test Verification:
Inspected By GUILLERMO RAMOS
Inspector Signature

Inspector License: FAL-2490126
Date of Work 5/15/2023
Inspection Notes

FACP red tagged due to horn/strobe (strobe) located on 2nd floor women’s restroom inoperable during testing. Tamper switch on 4th floor stairwell
inoperable during testing. Unable to test main elevator recall and shunt trip functions since elevator is out of service during testing. Supervisory
trouble present on panel (due to elevator out of service) upon arrival and departure.
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

American Fire Protection Group, 12440 HWY 155 S, Unit 1A, Tyler, TX, 75701    Phone: 903-939-2066 Page 5 of 7



American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (ENERGY BUILDING

DEVICES  (West Campus))

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/15/2023

Frequency: Annual

Deficiency Summary

Status: Open

Deficiency for Device Type: TS, Address: 87, Location: 4th fl East stairs .

Does not report to FACP

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/15/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 DD 6 6 0 6 0  HD 3 3 0 3 0

 PS 3 3 0 3 0  SD-Photo 42 42 0 42 0

 TS 4 4 0 3 1  WF 4 4 0 4 0

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 11 1st fl by east stairs Annual 5/15/2023 Pass

 TS 12 1st fl by east stairs Annual 5/15/2023 Pass

 WF 13 1st fl by east stairs Annual 5/15/2023 Pass

 SD-Photo 16 1st fl by restrooms Annual 5/15/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 17 1st fl main corridor Annual 5/15/2023 Pass

 SD-Photo 14 1st fl main lobby Annual 5/15/2023 Pass

 PS 94 1st fl north entrance Annual 5/15/2023 Pass

 PS 93 1st west entrance Annual 5/15/2023 Pass

 SD-Photo 45 2nd fl by 216 Annual 5/15/2023 Pass

 SD-Photo 50 2nd fl by east stair Annual 5/15/2023 Pass

 SD-Photo 44 2nd fl by lab 214 Annual 5/15/2023 Pass

 SD-Photo 47 2nd fl by lab 217 Annual 5/15/2023 Pass

 SD-Photo 46 2nd fl By lab 216 Annual 5/15/2023 Pass

 SD-Photo 54 2nd fl By restrooms Annual 5/15/2023 Pass

 TS 52 2nd fl east stairs Annual 5/15/2023 Pass

 WF 51 2nd fl east stairs Annual 5/15/2023 Pass

 SD-Photo 90 2nd fl electrical room Annual 5/15/2023 Pass

 SD-Photo 49 2nd fl elevator lobby Annual 5/15/2023 Pass

 SD-Photo 53 2nd fl near restroom Annual 5/15/2023 Pass

 SD-Photo 55 2nd fl Power plant lab 216 Annual 5/15/2023 Pass

 SD-Photo 48 2nd fl storage 218 Annual 5/15/2023 Pass

 DD 66 3rd fl AHU 1 return Annual 5/15/2023 Pass

 DD 67 3rd fl AHU 1 supply Annual 5/15/2023 Pass

 DD 62 3rd fl AHU 2 return Annual 5/15/2023 Pass

 DD 63 3rd fl AHU 2 Supply Annual 5/15/2023 Pass

 DD 68 3rd fl AHU 3 return Annual 5/15/2023 Pass

 DD 69 3rd fl AHU 3 supply Annual 5/15/2023 Pass

 TS 64 3rd fl east stairs Annual 5/15/2023 Pass

 WF 65 3rd fl east stairs Annual 5/15/2023 Pass

 SD-Photo 88 3rd fl electrical room Annual 5/15/2023 Pass

 SD-Photo 70 3rd fl elevator lobby Annual 5/15/2023 Pass

 SD-Photo 61 3rd fl freight elevator lobby Annual 5/15/2023 Pass

 SD-Photo 89 3rd fl IT room Annual 5/15/2023 Pass

 SD-Photo 81 4th fl boiler room Annual 5/15/2023 Pass

 SD-Photo 83 4th fl by stairs Annual 5/15/2023 Pass

 TS 87 4th fl East stairs Annual 5/15/2023 Fail Does not report to FACP

 WF 86 4th fl East stairs Annual 5/15/2023 Pass

 SD-Photo 82 4th fl Freight elevator lobby Annual 5/15/2023 Pass

 SD-Photo 21 By elevator Annual 5/15/2023 Pass

 SD-Photo 30 By HVAC lab 115 Annual 5/15/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 22 By HVAC lab Annual 5/15/2023 Pass

 SD-Photo 18 Classroom 103 Annual 5/15/2023 Pass

 SD-Photo 2 Electrical room by FACP Annual 5/15/2023 Pass

 PS 1 Electrical room near FACP Annual 5/15/2023 Pass

 HD 92 Elevator equipment room Annual 5/15/2023 Pass

 SD-Photo 23 Elevator equipment room Annual 5/15/2023 Pass

 HD 95 Freight elevator equipment
room Annual 5/15/2023 Pass

 SD-Photo 6 Freight elevator equipment
room Annual 5/15/2023 Pass

 SD-Photo 32 Freight elevator shaft Annual 5/15/2023 Pass

 SD-Photo 33 Freight elevator shaft Annual 5/15/2023 Pass

 SD-Photo 31 HVAC lab 114 Annual 5/15/2023 Pass

 SD-Photo 28 HVAC lab 115 Annual 5/15/2023 Pass

 SD-Photo 29 HVAC lab 115A Annual 5/15/2023 Pass

 SD-Photo 4 Lab 111 Annual 5/15/2023 Pass

 SD-Photo 41 Power plant lab 212 Annual 5/15/2023 Pass

 SD-Photo 42 Power plant lab 212 Annual 5/15/2023 Pass

 SD-Photo 43 Power plant lab 214 Annual 5/15/2023 Pass

 SD-Photo 3 Room 112A Annual 5/15/2023 Pass

 SD-Photo 5 The front of freight elevator Annual 5/15/2023 Pass

 HD 91 Top of elevator shaft Annual 5/15/2023 Pass

 SD-Photo 71 Top of elevator shaft Annual 5/15/2023 Pass

 SD-Photo 19 West entrance Annual 5/15/2023 Pass

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 5/15/2023
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Fire Alarm Inspection and Testing Report

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE

(Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm (RTDC ALARM (West

Campus))

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/16/2023

Frequency: Annual

Tag: Red

Deficiency Summary

Please refer to the Deficiency Summary located on applicable Fire Alarm Supplementary Forms for additional deficiency details.

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-

inclusive but rather a list of items discovered as a by-product of the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Inspection and Testing Report

1. Property Information
Tag Red
Inspection Frequency: Annual
Property Being Evaluated:
TYLER JUNIOR COLLEGE (Educational)
Owner:
ALFONSO RODRIGUEZ
Owner's Phone Number:
903-262-0777
Property Address:
1327 S Baxter Ave., TYLER, TX, 75701
Assembly Description:
Fire Alarm (RTDC ALARM (West Campus))
2. Owner's Section
Has the Owners section been answered on another inspection report that will be submitted with
this inspection report?  Yes  No  N/A

3. Monitoring Information
Is there a monitoring entity?  Yes  No
Monitoring organization: NMC
Phone: 1-855-791-8378
Email: N/A
Account number: #A15-0025
Phone line 1: N/A
Phone line 2: N/A
Means of transmission: WIRELESS
Entity to which alarms are retransmitted: N/A
Phone: N/A
4. Notifications Made Prior To Testing

Contact Time

Monitoring organization: NMC 7:00

Building management: Alfonso 7:00
5. System Information - Panels / Power

5.2 Conventional Panels

Control Unit Manufacturer:
SILENT KNIGHT

Model Number:
5208

Location:
TJC FRONT OFFICE

Software Revision:
N/A

IDCs Max #:
8

# Utilized:
6

Style/Class:
B

NAC
Circuits

Max #:
4

# Utilized:
2

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
7

Mfr Year:
2020

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
7

Mfr Year:
2020

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No Description:

5.3 Additional Power Supplies
Are there additional power supplies?  Yes  No
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

6. Testing Results

6.1 Control Unit and Related Equipment

Description Visual Inspection Functional Test Results

Control unit  Yes  No  Yes  No  Pass  Fail  N/A

Lamps / LEDs / LCDs  Yes  No  Yes  No  Pass  Fail  N/A

Fuses  Yes  No  Yes  No  Pass  Fail  N/A

Trouble signals  Yes  No  Yes  No  Pass  Fail  N/A

Disconnect switches  Yes  No  Yes  No  Pass  Fail  N/A

Ground-fault monitoring  Yes  No  Yes  No  Pass  Fail  N/A

Supervision  Yes  No  Yes  No  Pass  Fail  N/A

Annunciators  Yes  No  Yes  No  Pass  Fail  N/A

Remote power panels  Yes  No  Yes  No  Pass  Fail  N/A

Other  Yes  No  Yes  No  Pass  Fail  N/A
6.2 Secondary Power

Description Visual Inspection Functional Test Results

Battery condition  Yes  No  Yes  No  Pass  Fail  N/A

Load voltage  Yes  No  Yes  No  Pass  Fail  N/A

Discharge test  Yes  No  Yes  No  Pass  Fail  N/A

Charger test  Yes  No  Yes  No  Pass  Fail  N/A

Remote panel batteries  Yes  No  Yes  No  Pass  Fail  N/A
6.3 Alarm and Supervisory Alarm Initiating Device
Complete supplementary device test form for all initiating devices.
a. Did all tested initiating devices pass?  Yes  No  N/A
6.4 Notification Appliances
Include Notification Appliances Table on this Report?  Yes  No
Complete supplementary appliance test form for all notification appliances.
6.5 Interface Equipment
Complete supplementary interface component test form for all interface components.
Circuit Interface / Signaling Line Circuit Interface / Fire Alarm Control Interface
6.6 Supervising Station Monitoring

Description Yes/No Time (sec) Results

Alarm signal  Yes  No 9  Pass  Fail  N/A

Alarm restoration  Yes  No 7  Pass  Fail  N/A

Trouble signal  Yes  No 9  Pass  Fail  N/A

Trouble restoration  Yes  No 5  Pass  Fail  N/A

Supervisory signal  Yes  No 10  Pass  Fail  N/A

Supervisory restoration  Yes  No 8  Pass  Fail  N/A
6.7 Air Sampling Detection
Is there Air Sampling Detection?  Yes  No
6.8 Device Information

Devices

Pull Station
Manufacturer(s)
SILENT KNIGHT

Type
 Keyed  Hex Key
 Screw  Other

Detector manufacturer(s)
SILENT KNIGHT

Notification device
manufacturer(s)
WHEELOCK

Color
 Red  White  Other

Comment
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

7. Notifications That Testing Is Complete

Contact Time

Monitoring organization: NMC 3:00

Building management: Alfonso 3:00
8. System Restored To Normal Operation
Date: 5/16/2023
Time: 3:00
9. Observations
These items are outside the regular scope of the required inspection and are not the result of an engineering review. This information is not intended
to be all-inclusive but rather a list of items discovered as a by-product of the required inspection.
Please see the summary section at the top of the form for the comments.
10. Inspector Information:
Test Verification:
Inspected By GUILLERMO RAMOS
Inspector Signature

Inspector License: FAL-2490126
Date of Work 5/16/2023
Inspection Notes

FACP red tagged due to horn/strobe located southeast dock area inoperable (strobe) during testing. No access to duct detectors. System normal
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (RTDC DEVICES  (West

Campus))

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/16/2023

Frequency: Annual

Deficiency Summary

There are no reported deficiencies for this submission

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/16/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 DD 6 1 5 1 0  DH 4 4 0 4 0

 PS 10 9 1 9 0  TS 1 1 0 1 0

 WF 2 2 0 2 0

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 PS Z3 By Maintenance break room
exit Annual 5/16/2023 Pass

 PS Z2 Class room 144 exit Annual 5/16/2023 Pass

 PS Z2 Class room 148 exit Annual 5/16/2023 Pass

 PS Z2 Class room 152 exit Annual 5/16/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 WF Z6 East Riser Annual 5/16/2023 Pass

 DH . Hall by room 104 Annual 5/16/2023 Pass

 DH . Hall by room 124 Annual 5/16/2023 Pass

 DH . Hall Front north entrance Annual 5/16/2023 Pass

 PS Z2 Maintenance room Annual 5/16/2023 Pass

 PS Z2 N.East exit Annual 5/16/2023 Pass

 DD Z7 N.E mechanical No access 6/23/2021 N/A

 PS Z3 N.West front entrance Annual 5/16/2023 Pass

 DD Z7 N.W Mechanical No access 6/23/2021 N/A

 DD Z7 N central mechanical No access 6/23/2021 N/A

 DH . Rear Hallway Annual 5/16/2023 Pass

 TS Z6 Riser Annual 5/16/2023 Pass

 PS Z2 S.E Exit Annual 5/16/2023 Pass

 DD Z4 S.W. Mechanical room No access 6/23/2021 N/A

 PS Z2 S.West front entrance Annual 5/16/2023 Pass

 DD Z4 S.W mechanical room No access 6/23/2021 N/A

 DD Z4 South mechanical room Annual 5/16/2023 Pass

 PS Z2 South storage exit 6/23/2021 N/A

 WF Z6 West Riser Annual 5/16/2023 Pass

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 5/16/2023
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Fire Alarm Inspection and Testing Report

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE

(Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm (SKILL TRAINING CENTER

ALARM (West Campus))

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/15/2023

Frequency: Annual

Tag: Blue

Deficiency Summary

Please refer to the Deficiency Summary located on applicable Fire Alarm Supplementary Forms for additional deficiency details.

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-

inclusive but rather a list of items discovered as a by-product of the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Inspection and Testing Report

1. Property Information
Tag Blue
Inspection Frequency: Annual
Property Being Evaluated:
TYLER JUNIOR COLLEGE (Educational)
Owner:
ALFONSO RODRIGUEZ
Owner's Phone Number:
903-262-0777
Property Address:
1327 S Baxter Ave., TYLER, TX, 75701
Assembly Description:
Fire Alarm (SKILL TRAINING CENTER ALARM (West Campus))
2. Owner's Section
Has the Owners section been answered on another inspection report that will be submitted with
this inspection report?  Yes  No  N/A

3. Monitoring Information
Is there a monitoring entity?  Yes  No
Monitoring organization: NMC
Phone: 1-888-791-8378
Email: N/A
Account number: #A15-0026
Phone line 1: N/A
Phone line 2: N/A
Means of transmission: WIRELESS TRANSMITTER
Entity to which alarms are retransmitted: N/A
Phone: N/A
4. Notifications Made Prior To Testing

Contact Time

Monitoring organization: NMC 7:00

Building management: Alfonso 7:00
5. System Information - Panels / Power

5.1 Addressable Panels

Control Unit Manufacturer:
EST

Model Number:
QUICK START

Location:
FRONT LOBBY ENTRANCE

Software Revision:
N/A

SLC Loops Max #:
1

# Utilized:
1

Addresses Available:
0

NAC
Circuits

Max #:
2

# Utilized:
2

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
7

Mfr Year:
2022

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
7

Mfr Year:
2022

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No Description:

5.3 Additional Power Supplies
Are there additional power supplies?  Yes  No
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Power Supplies

Control Unit Manufacturer:
EST

Model Number:
RED BOX

Location:
1ST FL ELECTRICAL ROOM

Disconnecting Location:
BREAKER

Battery 1 Voltage:
12

Amps:
7

Mfr Year:
2022

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
11

Amps:
7

Mfr Year:
2022

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Control Unit Manufacturer:
EST

Model Number:
RED BOX

Location:
2ND FL ELECTRICAL ROOM

Disconnecting Location:
BREAKER

Battery 1 Voltage:
12

Amps:
7

Mfr Year:
2022

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
7

Mfr Year:
2022

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

6. Testing Results

6.1 Control Unit and Related Equipment

Description Visual Inspection Functional Test Results

Control unit  Yes  No  Yes  No  Pass  Fail  N/A

Lamps / LEDs / LCDs  Yes  No  Yes  No  Pass  Fail  N/A

Fuses  Yes  No  Yes  No  Pass  Fail  N/A

Trouble signals  Yes  No  Yes  No  Pass  Fail  N/A

Disconnect switches  Yes  No  Yes  No  Pass  Fail  N/A

Ground-fault monitoring  Yes  No  Yes  No  Pass  Fail  N/A

Supervision  Yes  No  Yes  No  Pass  Fail  N/A

Annunciators  Yes  No  Yes  No  Pass  Fail  N/A

Remote power panels  Yes  No  Yes  No  Pass  Fail  N/A

Other  Yes  No  Yes  No  Pass  Fail  N/A
6.2 Secondary Power

Description Visual Inspection Functional Test Results

Battery condition  Yes  No  Yes  No  Pass  Fail  N/A

Load voltage  Yes  No  Yes  No  Pass  Fail  N/A

Discharge test  Yes  No  Yes  No  Pass  Fail  N/A

Charger test  Yes  No  Yes  No  Pass  Fail  N/A

Remote panel batteries  Yes  No  Yes  No  Pass  Fail  N/A
6.3 Alarm and Supervisory Alarm Initiating Device
Complete supplementary device test form for all initiating devices.
a. Did all tested initiating devices pass?  Yes  No  N/A
6.4 Notification Appliances
Include Notification Appliances Table on this Report?  Yes  No
Complete supplementary appliance test form for all notification appliances.
6.5 Interface Equipment
Complete supplementary interface component test form for all interface components.
Circuit Interface / Signaling Line Circuit Interface / Fire Alarm Control Interface
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

6.6 Supervising Station Monitoring

Description Yes/No Time (sec) Results

Alarm signal  Yes  No 6  Pass  Fail  N/A

Alarm restoration  Yes  No 4  Pass  Fail  N/A

Trouble signal  Yes  No 10  Pass  Fail  N/A

Trouble restoration  Yes  No 8  Pass  Fail  N/A

Supervisory signal  Yes  No 11  Pass  Fail  N/A

Supervisory restoration  Yes  No 7  Pass  Fail  N/A
6.7 Air Sampling Detection
Is there Air Sampling Detection?  Yes  No
6.8 Device Information

Devices

Pull Station
Manufacturer(s)
EST

Type
 Keyed  Hex Key
 Screw  Other

Detector manufacturer(s)
EST

Notification device
manufacturer(s)
EST

Color
 Red  White  Other

Comment
7. Notifications That Testing Is Complete

Contact Time

Monitoring organization: NMC 3:00

Building management: Alfonso 3:00
8. System Restored To Normal Operation
Date: 5/15/2023
Time: 3:00
9. Observations
These items are outside the regular scope of the required inspection and are not the result of an engineering review. This information is not intended
to be all-inclusive but rather a list of items discovered as a by-product of the required inspection.
Please see the summary section at the top of the form for the comments.
10. Inspector Information:
Test Verification:
Inspected By GUILLERMO RAMOS
Inspector Signature

Inspector License: FAL-2490126
Date of Work 5/15/2023
Inspection Notes
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (SKILL TRAINING CENTER

DEVICES (West Campus) )

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/15/2023

Frequency: Annual

Deficiency Summary

There are no reported deficiencies for this submission

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/15/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 DD 17 17 0 17 0  PS 15 15 0 15 0

 SD-Photo 5 5 0 5 0  TS 4 4 0 4 0

 WF 4 4 0 4 0

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo 25 2ND FL TXU TRAINING
STORAGE Annual 5/15/2023 Pass

 SD-Photo 1 ABOVE BPS ELECTRICAL
ROOM 118 Annual 5/15/2023 Pass

 SD-Photo 9 ABOVE FACP Annual 5/15/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 DD 10 AHU 1 Annual 5/15/2023 Pass

 DD 11 AHU 1 Annual 5/15/2023 Pass

 DD 2 AHU 2 Annual 5/15/2023 Pass

 DD 3 AHU 2 Annual 5/15/2023 Pass

 DD 4 AHU 2 Annual 5/15/2023 Pass

 DD 5 AHU 2 Annual 5/15/2023 Pass

 DD 6 AHU 2 Annual 5/15/2023 Pass

 DD 7 AHU 2 Annual 5/15/2023 Pass

 DD 22 AHU 3 RETURN Annual 5/15/2023 Pass

 DD 21 AHU 3 SUPPLY Annual 5/15/2023 Pass

 DD 24 AHU 4 RETURN Annual 5/15/2023 Pass

 DD 23 AHU 4 SUPPLY Annual 5/15/2023 Pass

 DD 14 AHU 5 Annual 5/15/2023 Pass

 DD 15 AHU 5 Annual 5/15/2023 Pass

 DD 19 AHU 5 Annual 5/15/2023 Pass

 DD 12 AHU 6 Annual 5/15/2023 Pass

 DD 13 AHU 8 Annual 5/15/2023 Pass

 SD-Photo 8 DATA ROOM Annual 5/15/2023 Pass

 PS 139 EAST EXIT DIESEL LAB Annual 5/15/2023 Pass

 PS 131 EAST EXIT TXU
WAREHOUSE Annual 5/15/2023 Pass

 SD-Photo 20 ELECTRICAL ROOM 151 Annual 5/15/2023 Pass

 PS 134 HALL 113 Annual 5/15/2023 Pass

 PS 149 HALL 123 Annual 5/15/2023 Pass

 PS 138 HAL L 127 BY DIESEL LAB Annual 5/15/2023 Pass

 PS 137 HALL 127 BY PARTS
STORAGE Annual 5/15/2023 Pass

 PS 126 MAIN ENTRANCE Annual 5/15/2023 Pass

 PS 127 MAIN ENTRANCE Annual 5/15/2023 Pass

 TS 142 MECHANICAL ROOM 204 Annual 5/15/2023 Pass

 TS 144 MECHANICAL ROOM 204 Annual 5/15/2023 Pass

 TS 146 MECHANICAL ROOM 204 Annual 5/15/2023 Pass

 WF 141 MECHANICAL ROOM 204 Annual 5/15/2023 Pass

 WF 143 MECHANICAL ROOM 204 Annual 5/15/2023 Pass

 WF 145 MECHANICAL ROOM 204 Annual 5/15/2023 Pass

 TS 152 NORTH WELDING LAB Annual 5/15/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 WF 151 NORTH WELDING LAB Annual 5/15/2023 Pass

 PS 147 SOUTH EXIT AUTO
REPAIR LAB Annual 5/15/2023 Pass

 PS 140 SOUTH EXIT DEISEL LAB Annual 5/15/2023 Pass

 PS 133 TXU 2ND FL EAST STAIRS Annual 5/15/2023 Pass

 PS 130 TXU 2ND FL WEST
STAIRS Annual 5/15/2023 Pass

 PS 29 TXU AREA WEST EXIT Annual 5/15/2023 Pass

 PS 132 WELDING LAB Annual 5/15/2023 Pass

 PS 148 WEST SIDE AUTO REPAIR
LAB Annual 5/15/2023 Pass

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 5/15/2023
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Fire Alarm Inspection and Testing Report

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE

(Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm (WHITE ADMINISTRATION

ALARM)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/26/2023

Frequency: Annual

Tag: Red

Deficiency Summary

Status: Open

6.3.a

a. Did all tested initiating devices pass?

Pull station by tech services NW exit did not report

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-

inclusive but rather a list of items discovered as a by-product of the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Inspection and Testing Report

1. Property Information
Tag Red
Inspection Frequency: Annual
Property Being Evaluated:
TYLER JUNIOR COLLEGE (Educational)
Owner:
ALFONSO RODRIGUEZ
Owner's Phone Number:
903-262-0777
Property Address:
1327 S Baxter Ave., TYLER, TX, 75701
Assembly Description:
Fire Alarm (WHITE ADMINISTRATION ALARM)
2. Owner's Section
Has the Owners section been answered on another inspection report that will be submitted with
this inspection report?  Yes  No  N/A

3. Monitoring Information
Is there a monitoring entity?  Yes  No
Monitoring organization: NMC
Phone: N/A
Email: N/A
Account number: A1541595
Phone line 1: N/A
Phone line 2: N/A
Means of transmission: WIRELESS
Entity to which alarms are retransmitted: N/A
Phone: N/A
4. Notifications Made Prior To Testing

Contact Time

Monitoring organization: NMC 7:00

Building management: Alfonso 7:00
5. System Information - Panels / Power

5.1 Addressable Panels

Control Unit Manufacturer:
SIMPLEX

Model Number:
4100ES

Location:
2ND FL COLLEGE RELATIONS IN
ROOM 241

Software Revision:
N/A

SLC Loops Max #:
4

# Utilized:
4

Addresses Available:
0

NAC
Circuits

Max #:
6

# Utilized:
6

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
33

Mfr Year:
2020

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
33

Mfr Year:
2020

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No Description:

5.3 Additional Power Supplies
Are there additional power supplies?  Yes  No
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

6. Testing Results

6.1 Control Unit and Related Equipment

Description Visual Inspection Functional Test Results

Control unit  Yes  No  Yes  No  Pass  Fail  N/A

Lamps / LEDs / LCDs  Yes  No  Yes  No  Pass  Fail  N/A

Fuses  Yes  No  Yes  No  Pass  Fail  N/A

Trouble signals  Yes  No  Yes  No  Pass  Fail  N/A

Disconnect switches  Yes  No  Yes  No  Pass  Fail  N/A

Ground-fault monitoring  Yes  No  Yes  No  Pass  Fail  N/A

Supervision  Yes  No  Yes  No  Pass  Fail  N/A

Annunciators  Yes  No  Yes  No  Pass  Fail  N/A

Remote power panels  Yes  No  Yes  No  Pass  Fail  N/A

Other  Yes  No  Yes  No  Pass  Fail  N/A
6.2 Secondary Power

Description Visual Inspection Functional Test Results

Battery condition  Yes  No  Yes  No  Pass  Fail  N/A

Load voltage  Yes  No  Yes  No  Pass  Fail  N/A

Discharge test  Yes  No  Yes  No  Pass  Fail  N/A

Charger test  Yes  No  Yes  No  Pass  Fail  N/A

Remote panel batteries  Yes  No  Yes  No  Pass  Fail  N/A
6.3 Alarm and Supervisory Alarm Initiating Device
Complete supplementary device test form for all initiating devices.
a. Did all tested initiating devices pass?  Yes  No  N/A
6.4 Notification Appliances
Include Notification Appliances Table on this Report?  Yes  No
Complete supplementary appliance test form for all notification appliances.
6.5 Interface Equipment
Complete supplementary interface component test form for all interface components.
Circuit Interface / Signaling Line Circuit Interface / Fire Alarm Control Interface
6.6 Supervising Station Monitoring

Description Yes/No Time (sec) Results

Alarm signal  Yes  No 10  Pass  Fail  N/A

Alarm restoration  Yes  No 8  Pass  Fail  N/A

Trouble signal  Yes  No 9  Pass  Fail  N/A

Trouble restoration  Yes  No 7  Pass  Fail  N/A

Supervisory signal  Yes  No 8  Pass  Fail  N/A

Supervisory restoration  Yes  No 8  Pass  Fail  N/A
6.7 Air Sampling Detection
Is there Air Sampling Detection?  Yes  No
6.8 Device Information

Devices

Pull Station
Manufacturer(s)
SIMPLEX

Type
 Keyed  Hex Key
 Screw  Other

Detector manufacturer(s)
NOTIFIER

Notification device
manufacturer(s)
WHEELOCK

Color
 Red  White  Other

Comment
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

7. Notifications That Testing Is Complete

Contact Time

Monitoring organization: NMC 3:00

Building management: Alfonso 3:00
8. System Restored To Normal Operation
Date: 5/26/2023
Time: 3:00
9. Observations
These items are outside the regular scope of the required inspection and are not the result of an engineering review. This information is not intended
to be all-inclusive but rather a list of items discovered as a by-product of the required inspection.
Please see the summary section at the top of the form for the comments.
10. Inspector Information:
Test Verification:
Inspected By GUILLERMO RAMOS
Inspector Signature

Inspector License: FAL-2490126
Date of Work 5/26/2023
Inspection Notes

FACP red tagged due to pull station by tech. services office N.W. exit inoperable during testing.
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Fire Alarm Inspection and Testing Report

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE

(Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm (WISE CULTURE ARTS

ALARM)

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/24/2023

Frequency: Annual

Tag: Red

Deficiency Summary

Please refer to the Deficiency Summary located on applicable Fire Alarm Supplementary Forms for additional deficiency details.

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-

inclusive but rather a list of items discovered as a by-product of the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Inspection and Testing Report

1. Property Information
Tag Red
Inspection Frequency: Annual
Property Being Evaluated:
TYLER JUNIOR COLLEGE (Educational)
Owner:
ALFONSO RODRIGUEZ
Owner's Phone Number:
903-262-0777
Property Address:
1327 S Baxter Ave., TYLER, TX, 75701
Assembly Description:
Fire Alarm (WISE CULTURE ARTS ALARM)
2. Owner's Section
Has the Owners section been answered on another inspection report that will be submitted with
this inspection report?  Yes  No  N/A

3. Monitoring Information
Is there a monitoring entity?  Yes  No
Monitoring organization: NMC
Phone: 1-855-791-8378 alarmontest.com
Email: N/A
Account number: A1541595 p.w. Lake tyler
Phone line 1: N/A
Phone line 2: N/A
Means of transmission: WIRELESS
Entity to which alarms are retransmitted: N/A
Phone: N/A
4. Notifications Made Prior To Testing

Contact Time

Monitoring organization: NMC 7:00

Building management: Alfonso 7:00
5. System Information - Panels / Power

5.1 Addressable Panels

Control Unit Manufacturer:
SIMPLEX

Model Number:
4100ES

Location:
IN JANITOR CLOSET

Software Revision:
N/A

SLC Loops Max #:
4

# Utilized:
0

Addresses Available:
4

NAC
Circuits

Max #:
4

# Utilized:
0

Style/Class:
N/A

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
33

Mfr Year:
2019

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
33

Mfr Year:
2019

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No Description:
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

5.2 Conventional Panels

Control Unit Manufacturer:
SILENT KNIGHT

Model Number:
SK-5808

Location:
IN JANITOR CLOSET

Software Revision:
N/A

IDCs Max #:
4

# Utilized:
4

Style/Class:
B

NAC
Circuits

Max #:
4

# Utilized:
1

Style/Class:
B

Primary
Power Voltage:

120
Amps:
20

Overcurrent Protection
Type:
BREAKER

Amps:
20

Disconnecting Means Location:
BREAKER

Battery 1 Voltage:
12

Amps:
7

Mfr Year:
2019

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
7

Mfr Year:
2019

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

Secondary
Power

Other Power Present?
 Yes  No Description:

5.3 Additional Power Supplies
Are there additional power supplies?  Yes  No

Power Supplies

Control Unit Manufacturer:
SILENT KNIGHT

Model Number:
5295

Location:
ABOVE FACP

Disconnecting Location:
BREAKER

Battery 1 Voltage:
12

Amps:
7

Mfr Year:
2019

Load Test
Battery 1 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

Result of Battery 1 & 2

Battery 2 Voltage:
12

Amps:
7

Mfr Year:
2019

Load Test
Battery 2 VDC:

12
Ah:
Pass

Charger
Voltage:
Pass

 Pass  Fail  Replaced

6. Testing Results

6.1 Control Unit and Related Equipment

Description Visual Inspection Functional Test Results

Control unit  Yes  No  Yes  No  Pass  Fail  N/A

Lamps / LEDs / LCDs  Yes  No  Yes  No  Pass  Fail  N/A

Fuses  Yes  No  Yes  No  Pass  Fail  N/A

Trouble signals  Yes  No  Yes  No  Pass  Fail  N/A

Disconnect switches  Yes  No  Yes  No  Pass  Fail  N/A

Ground-fault monitoring  Yes  No  Yes  No  Pass  Fail  N/A

Supervision  Yes  No  Yes  No  Pass  Fail  N/A

Annunciators  Yes  No  Yes  No  Pass  Fail  N/A

Remote power panels  Yes  No  Yes  No  Pass  Fail  N/A

Other  Yes  No  Yes  No  Pass  Fail  N/A
6.2 Secondary Power

Description Visual Inspection Functional Test Results

Battery condition  Yes  No  Yes  No  Pass  Fail  N/A

Load voltage  Yes  No  Yes  No  Pass  Fail  N/A

Discharge test  Yes  No  Yes  No  Pass  Fail  N/A

Charger test  Yes  No  Yes  No  Pass  Fail  N/A

Remote panel batteries  Yes  No  Yes  No  Pass  Fail  N/A
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

6.3 Alarm and Supervisory Alarm Initiating Device
Complete supplementary device test form for all initiating devices.
a. Did all tested initiating devices pass?  Yes  No  N/A
6.4 Notification Appliances
Include Notification Appliances Table on this Report?  Yes  No
Complete supplementary appliance test form for all notification appliances.
6.5 Interface Equipment
Complete supplementary interface component test form for all interface components.
Circuit Interface / Signaling Line Circuit Interface / Fire Alarm Control Interface
6.6 Supervising Station Monitoring

Description Yes/No Time (sec) Results

Alarm signal  Yes  No 8  Pass  Fail  N/A

Alarm restoration  Yes  No 6  Pass  Fail  N/A

Trouble signal  Yes  No 10  Pass  Fail  N/A

Trouble restoration  Yes  No 6  Pass  Fail  N/A

Supervisory signal  Yes  No 7  Pass  Fail  N/A

Supervisory restoration  Yes  No 4  Pass  Fail  N/A
6.7 Air Sampling Detection
Is there Air Sampling Detection?  Yes  No
6.8 Device Information

Devices

Pull Station
Manufacturer(s)
PYR-A-LARM

Type
 Keyed  Hex Key
 Screw  Other

Detector manufacturer(s)
PYR-A-LARM

Notification device
manufacturer(s)
PYR-A-LARM

Color
 Red  White  Other

Comment
7. Notifications That Testing Is Complete

Contact Time

Monitoring organization: NMC 3:00

Building management: Alfonso 3:00
8. System Restored To Normal Operation
Date: 5/24/2023
Time: 3:00
9. Observations
These items are outside the regular scope of the required inspection and are not the result of an engineering review. This information is not intended
to be all-inclusive but rather a list of items discovered as a by-product of the required inspection.
Please see the summary section at the top of the form for the comments.
10. Inspector Information:
Test Verification:
Inspected By GUILLERMO RAMOS
Inspector Signature

Inspector License: FAL-2490126
Date of Work 5/24/2023
Inspection Notes

FACP red tagged due to smoke detectors by elevators and elevator equipment room did not recall during testing.
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Fire Alarm Supplementary Form

Location Code: OOKDNEZ

Contact: ALFONSO RODRIGUEZ

Contact Address: PO BOX 9020

TYLER, TX 75711-9020

Phone: 903-262-0777

Email: arod@tjc.edu

Property Evaluated: TYLER JUNIOR COLLEGE (Educational)

1327 S Baxter Ave.

TYLER, TX 75701

Description: Fire Alarm Supplement (WISE CULTURE ARTS

DEVICES )

Work Order: SV2302220448@@1

Company: American Fire Protection Group

Address: 12440 HWY 155 S, Unit 1A

Tyler, TX 75701

Company Phone: 903-939-2066

Company Fax: 903-939-2019

Inspector: GUILLERMO RAMOS

FAL-2490126

Date of Work: 5/24/2023

Frequency: Annual

Deficiency Summary

There are no reported deficiencies for this submission

General Comments

These items are outside the regular scope of the required inspection and are not the result of an engineering review.  This information is not intended to be all-inclusive but rather a list of items discovered as a by-product of

the required inspection.

There are no general comments for this submission
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Fire Alarm Supplementary Form

The work covered on this form is (select one): Annual
Date of Work 5/24/2023

Account Information

Facility Name:
TYLER JUNIOR COLLEGE

Property Type:
Educational

Location Code:
OOKDNEZ

Service Address:
1327 S Baxter Ave., TYLER, TX, 75701

Owner:
ALFONSO RODRIGUEZ

Owner's Phone:
903-262-0777

Owner's Address:
PO BOX 9020, TYLER, TX, 75711-9020

Legend

AS - Abort Station BATT - Batteries CoD - Carbon Monoxide Detector CM - Control Module DA - Damper

DD - Duct Detector DH - Door Holder EL - Emergency/Exit Light FACP - Fire Alarm Control Panel HD - Heat Detector

HORN - Horns H/S - Horn-Strobes LA - Low Air MM - Monitor Module (Ansul, temp, CO, etc)

MR - Manual Release Other PR - Phase Reversal PS - Pull Station PWS - Power Supply

SC - Signal/Sounder Control SD - Smoke Detector SD-Ion - Ion Smoke Detector SD-Photo - Photo Smoke Detector SPKR - Speakers

STROBE - Strobes TS - Tamper Switch WF - Waterflow

Type Total Tested Not
Tested

Passed Failed Type Total Tested Not
Tested

Passed Failed

 PS 6 6 0 6 0  SD-Photo 7 7 0 7 0

Zone: 1

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo ZN1 2ND FL BY ELEVATOR No recall Annual 5/24/2023 Pass

 PS ZN6 2ND FL FRONT
STAIRWAY Annual 5/24/2023 Pass

 SD-Photo ZN6 2ND FL HIGH CELLING Annual 5/24/2023 Pass

 SD-Photo ZN6 2ND FL HIGH CELLING Annual 5/24/2023 Pass

 PS ZN6 2ND FL STAIRWAY Annual 5/24/2023 Pass

 PS ZN6 2ND FL STAIRWAY Annual 5/24/2023 Pass
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American Fire Protection Group
12440 HWY 155 S, Unit 1A
Tyler, TX 75701
Phone: 903-939-2066

Zone: 1

Type Address Location Notes Frequency Last Tested Test Results Comments

 SD-Photo ZN1 ABOVE FACP Annual 5/24/2023 Pass

 SD-Photo ZN1 BY ELEVATOR No recall Annual 5/24/2023 Pass

 SD-Photo ZN-1 ELEVATOR EQUIPMENT
RM BY FACP No recall Annual 5/24/2023 Pass

 PS ZN5 ENTRANCE BY FACP Annual 5/24/2023 Pass

 SD-Photo ZN5 FRONT ENTRANCE BY
SHOP Annual 5/24/2023 Pass

 PS ZN5 REAR EXIT Annual 5/24/2023 Pass

 PS ZN5 SIDE EXIT BY MUSIC
OFFICE Annual 5/24/2023 Pass

Comments
Any deficiencies or other problems found with the devices must be explained using the comment specific for each device. Additional comments can be added here.
Please see the summary section at the top of the form for the comments.
Inspector's Information
Inspected By GUILLERMO RAMOS
Inspector License: FAL-2490126
I state that the information on this form is correct at the time and place of my inspection, and that all equipment tested at this time was left in operating condition upon completion of this inspection
except as noted in the Comments.
Signature of Inspector

Date 5/24/2023
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